I8 " CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
: V| et Tl n VIET TIN TESTING CO., LTD
y PTN & VP Nhin miu: S6 39A, Dudng s 4, Phudng An Lac, Thanh phé HS Chi Minh
. Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City
KIEM TRACHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 AR e
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M3 sb/ Code: KH.16378 2512
M3 s6 mau/ Sample code: PTN.40751 2512
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Don vi yéu ciu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noiliy mAu/ Place of sampling TRAM CAP NUOC CHAU THANH
3. Dia chi/ Address Khu phé 3, Xa Chéu Thanh, Tinh Tay Ninh
4. Ngay lay mAu/ Date of receiving 02/12/2025
5. Ngdy tra két qui/ Date of issue 15/12/2025
6. Ngudildy miu/ Sampling staff Huynh Ngoc Tuéin — Huynh Tén Thinh
7. Loai mau/ Kind of sample Nude sach
8. Phuong phip liy miu va bio quin SOP.02-060
mAu/ Sampling and preservation methods )
9. Vi tri liy mau/ Location of sampling S5 807, Pwong Hoang Lé Kha, khu pho 4, Xa Chau Thanh,
Tinh Tay Ninh
Ky hi¢u NTN18
" CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP Sl
N THU NGHIEM/ PHAN TiCH/ RESULT TINH/ 01:2024/TN
2 PARAMETERS TESTING METHOD UNIT i
: 1SO 9308-1:2014/
*)
1, Coliforms Amd 1:2016 =1 CFU/100mL <3
; : 1SO 9308-1:2014/
7 ™
2. Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
*)
Trye khuan mu xanh
TCVN 8881:2011
4. (Pseug’omong&; (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa)
- " SMEWW 3030 A,E:2023 | Khdng phét hién
*)
5 || Avsnito (A9 SMEWW 3113 B:2023 | (LOD=0,002) mgL f01
6. | Clodutwdo® TCVN 6225-2:2021 0,43 me/L “"“;}gz";“(’;‘“g
g Ly
A . Khéng phat hién
Q] g :
78 Po duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
¢ Khéng phat hién
® - :
8. Mau sdc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Miii vi (Ref. TCVN 2653:1978, Khong cé mui ! Khong c6
: . SMEWW 2150B, vila miti, vi I
2160B:2023)
PTN duge chi dinh boi/ Lab. designated by: B6 Y Té - Cyc An todn Thye phan/ Ministry of Health - Agency of Food Safety; Bd NN&PTNT - Cye Quiin 1y
Chét lwgng Néng Lam sin vi Thay sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
ﬁg;sri;c;iuﬁcm: QTCL-13/BM02 SUKHAC BIET TU' CHAT LUQNG DICH VY VA CHUYEN MON
Date of issue: 15/07/2025 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




Viét Tin

' KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin mu: S6 39A, Dudng s6 4, Phudng An Lac, Thanh ph6 H8 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail.com

Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

I.

VILAS 1074 VIMCERTS 211

84/ No: 42870.2512/KQ-VTT
M s6/ Code: XH.16378 2512

Mz sb mAu/ Sample code: PTN.40751 2512

Trang/ Page: 2/3

N

KET QUA THU NGHIEM
TESTING REPORT
STT CHI TIEU PHUONG PHAP KET QUA/ PON VI 0 CDP
- THU NGHIEM/ PHAN TiCH/ i TiNH/ A
g PARAMETERS TESTING METHOD UNIT :
R trong khoang
*) . ™
10. | pH TCVN 6492:2011 6,50 b
{1 | Amoni (NH; va NH* SMEWW 4500- Khéng phat hién o =
* | tinh theo N) ® NH; B&F:2023 (LOD=0,023) ’
: SMEWW 3030 AE2023 | Khong phat hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) mg/L 057
. SMEWW 3030 A,E:2023 | Khong phat hién
) s
13. | Chi (Pb) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0
fin % . Khong phat hién
*) "
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO,/L 2
; ; SMEWW 3030 AE:2023 | Khong phat hién
(*)
15. | Bong (Cu) SMEWW 3111 B2023 | (LOD=0,03) g/l :
D6 cing, tinh theo :
16 [l SMEWW 2340 C:2023 30,5 mg CaCO3/L 300
) SMEWW 3030 AE:2023 | Khng phat hién
(*)
17. | Kem (Zn) SMEWW 3111 B2023 | (LOD=0,03) mp/l %
SMEWW 3030 -
18. | Mangan (Mn) A&E:2023; K?E‘égDﬂlg‘g‘)‘?“ mg/L 0,1
SMEWW 3111 B:2023 :
. ‘ SMEWW 3500 (Al) | Khong phat hién
™
19. | Nhém (Al B:2023 (LOD=0,02) mg/L 0,2
: o SMEWW 3030 A,E:2023 | Khong phét hién
*) ¥
20. | Nickel (Ni) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,07
Nitrat (NOs-tinh theo N) | SMEWW 4500 (NO3)- |
ot | ¥ s 0,075 mg/L 2
Nitrit (NO;™ tinh theo N) > Khéng phat hién
2. |5 TCVN 6178:1996 il mg/L 0,05
e SMEWW 3030 A,E2023 | Khéng phat hién
*)
23. | Sat(Fe) SMEWW 3111 B:2023 | (LOD=0,03) mgk 0,3
gl SMEWW 3112 (Hg) | Khong phét hién
*)
24. | Thuy ngén (Hg) B:2023 (LOD=0,00015) mg/L 0,001
A (S Khéng phét hién
*) £
25. | Xyanua (CNY) TCVN 6181:1996 ol v mg/L 0,05

PTN duge chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Thye phém/ Ministry
Chiit lwgng Néng Lam siin va Thiy san/ Ministry of Agriculture - National Agro — Forestry -

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

of Health - Agency of Food Safety; B NN&PTNT - Cyc Quin Iy
Fisheries Quality Assurance Department; B Cong Thwong/

No. Document: QTCL-13/BM02
Version: 11
Date of issue: 15/07/2025

SUKHAC BIET TU' CHAT LUQNG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




'_ Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhin mau: $6 39A, Puéng s 4, Phudng An Lac, Thanh phé H6 Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42870.2512/KQ-VTT
Mii sé/ Code: KH.16378 2512
Mi s6 mau/ Sample code: PTN.40751 2512
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
o THU NGHIEM/ PHAN TIiCH/ o TINH/ WL e S
- PARAMETERS TESTING METHOD UNIT :
56, | Atrazine va cic dan xuét SOP.01-395:2022 Khéng phét hién o/L 360
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
T SOP.01-396:2022 Khong phat hién
*)
27. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ne/L 30
. . SOP.01-371:2022 Khong phat hién
5l ) ¥
28. | Propanil Uq/L. (Ref. USA EPA 8270D) | (LOD=0,015) he/L A
: SOP.01-368:2022 Khéng phét hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 Khéng phat hi¢n
30. | BrgBialor (Ref. EPA Method 515.4) |  (LOD=1,5) he/L e
SOP.01-368:2022 Khéng phat hién
31. | Ciifroform (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L 300
. SOP.01-368:2022 Khoéng phét hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
13 Téng hoat dd phéng xa SO 10704:2019; Khong phat hién . 01
* | alpha & (05.2-CL4/ST 7.3) (LOD=0,03) q ’
2 Téng hoat ¢ phong xa SO 10704:2019; Khéng phat hién — 0
* | beta @) (05.2-CL4/ST 7.3) (LOD=0,07) q J

Ghi chi/ Notes:

Nhién xét: Mau c6 két qua phén tich céc chi tiéu nhu trén ndm trong gidi han cho phép theo QCDP 01 :2024/TN
Két qua chi c6 gid tri trén mAu thi/ The results are valid only for testing sample.

Tén méu theo khéch hang yéu ciu/ Name of samples as the client’s requirement.

Thoi gian luu miu: 5 ngiy ké tir ngdy tra két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Giéi han phét hign / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhén ISO/IEC 17025:

(s/c): Chi tiéu giri nha thiu phu/ Items are tested by subcontractor

PHU TRACH CHAT LUQONG

QUALITY MANAGER

ThS. Huynh Ngoc Truéng

2017/ Items were accredited by VILAS (ISO/IEC 17025:2017) :

GIAM DOC

PTN duoe chi dinh béi/ Lab. designated by: B§ Y Té - Cyc An toan Thye phim/ Ministry of Health -
Chiéit lwgng Nong Lam sin va Thity san/ Minisiry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Depai

Ministry of Industry and Trade of The Socialist Republic of Vietnan.

Agency of Food Safety; B NN&PTNT - Cye Quin 1y

tment; B Cong Thwong/

No. Document: QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SU KHAC BIET TU CHAT LUQNG DICH V{J VA CHU YEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




Viét Tin

4 KIEM TRA CHAT LUQONG

VIET TIN TESTING CO., LTD

PTN & VP Nhin méu: S5 39A, Pudng sb 4, Phudng An Lac, Thanh ph H6 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
Tel: (028) 3915 8936, (028) 3827 7986
Email: ktelviettin@gmail.com

Fax: (028) 3824 7013

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S/ No: 42869.2512/KQ-VTT
M s6/ Code; KH.16378 2512
Ma sé mau/ Sample code: PTN.40750 2512
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Pom viyéu cAw/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noildy miu/ Place of sampling TRAM CAP NUGC CHAU THANH
3. Dia chi/ Address Khu phé 3, X Chau Thanh, Tinh Tay Ninh
4. Ngay lAy méu/ Date of receiving 02/12/2025
5. Ngay tra két qui/ Date of issue 15/12/2025
6. Ngudildy mau/ Sampling staff Huynh Ngoc Tuéin — Huynh Tén Thinh
7. Logi mAau/ Kind of sample Nudce sach
8. Phuwong phap liy miiu va bio quén SOP.02-060
mau/ Sampling and preservation methods
9. Vi tri iy miu/ Location of sampling Tram cép nuée Chau Thanh
Pia chi: Khu phd 3, Xi Chiu Thanh, Tinh T4y Ninh
Ky hi¢u NTN17
ey CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
5 PARAMETERS TESTING METHOD UNIT :
. [SO 9308-1:2014/ -
%)
1. Coliforms Amd 1:2016 <1 CFU/100mL <3
SO 9308-1:2014/
o . - (*)
2: Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tuy cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <] CFU/100mL <l
*
Truc khudn mii xanh
; TCVN 8881:2011
4, (Pseuq'omona:s (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa) )
: : SMEWW 3030 A,E:2023 | Khong phat hién
]
5. | fmeiclas) SMEWW 3113 B:2023 | (LOD=0,002) figl 0,01
6. | Clodutydo® TCVN 6225-2:2021 0,46 mg/L “"";}gzki‘%é“g
Y
& . Khong phat hi¢n
(*) i
7. | D6 duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
- Khéng phat hi¢n
*) .
8. | Maushc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022 .
9 Mili vi (Ref. TCVN 2653:1978, Khong c6 mui . Khong cd
: ’ SMEWW 2150B, vila miti, vi la
2160B:2023)

ZET RO

PTN dugc chi dinh béi/ Lab. designated by: B Y Té - Cyc An toin Thye
Chét lwgng Nong Lam sin va Thiy san/ Ministry of Agriculiture - National Agro — Forestry -

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

pham Minisiry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quan 1y
Fisheries Quality Assurance Department; B§ Cong Thwong/

No. Document: QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SU KHAC BIET T CHAT LUQONG DICH VY VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




Viét Tin

; KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin mu: S8 39A, Pudng s6 4, Phuong An Lac, Thanh phé H6 Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktelviettin@gmail.com

Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42869.2512/KQ-VTT
Mi s6/ Code: KH.16378 2512
M3 sé méiu/ Sample code: PTN.40750 2512
Trang/ Page: 2/ 3

(LOD=0,003)

KET QUA THU NGHIEM
TESTING REPORT
= CHI TIEU PHUONG PHAP KET QUA/ DON VI QCHP =
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
: PARAMETERS TESTING METHOD UNIT :
10. | pH® TCVN 6492:2011 6,61 : trong khodug
6,0-8,5
. Amoni (NHz va NH4" SMEWW 4500- Khong phat hi¢n mg/L 03
| tinh theo N) ® NH3.B&F:2023 (LOD=0,023) ’
. SMEWW 3030 A,E2023 | Khong phat hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) el 0.7
v P SMEWW 3030 A,E:2023 | Khong phit hién
( ) L] %
13. | Chi () SMEWW 3113 B:2023 | (LOD=0,002) mg/L oL
: . Khdng phat hign
s : =
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0.25) mgO2/L 2
~ ) SMEWW 3030 A,E:2023 | Khéng phét hién
*
15. | BigeCw) SMEWW 3111 B:2023 | (LOD=0,03) me/l :
Do cling, tinh theo :
16. | Clhot SMEWW 2340 C:2023 30,3 mg CaCOs/L 300
. SMEWW 3030 A,E:2023 | Khong phét hign
: *)
17. | ke SMEWW 3111 B:2023 | (LOD=0,03) g/l -
SMEWW 3030 ot
18. | Mangan (Mn) © A&E:2023; K?ﬁr‘;f[;’:h{%g’)@” mg/L 0,1
SMEWW 3111 B:2023 ’
: . SMEWW 3500 (Al) | Khong phét hién
" ~
19. | Nhom (AL B:2023 (LOD=0,02) mp/l 02
. . SMEWW 3030 A,E:2023 | Khong phét hién
*)
20. | Nickel (Ni) SMEWW 3113 B:2023 | (LOD=0,002) g/l by
Nitrat (NOy tinh theo N) | SMEWW 4500 (NOs)-
T P S 0,039 mg/L 2
Nitrit (NOz" tinh theo N) » Khong phét hién
3B | TCVN 6178:1996 it mg/L 0,05
oo SMEWW 3030 A,E:2023 | Khong phét hién
*)
23. | Sut(Fe) SMEWW 3111 B:22023 | (LOD=0,03) mg/L 5
; - + SMEWW 3112 (Hg) Khéng phét hién
¢ :
24. | Thity ngan (Hg) dish e e mg/L 0,001
25. | Xyanua (CN?)® TCVN 6181:1996 Khong phat hign mg/L 0,05

PTN duge chi dinh boi/ Lab. designated by:
Chiit Iwgng Néng Lam sin va Thay san/ Minist

B Y Té - Cuc An toan Thyc phim/ Ministry of Health -
v of Agriculture - National Agro — Forestry - Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

Agency of Food Safety; B§ NN&PTNT - Cuye Quidn 1y
Assurance Department; By Cong Thuong/

No. Document: QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUONG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




B, CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
V| et Tl n VIET TIN TESTING CO., LTD _
. PTN & VP Nhin méu: S6 39A, Pudng s0 4, Phuong An Lac, Thanh pho H6 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
: KIEN TRACHATLUQNG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 s iR
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
Sb/ No: 42869.2512/KQ-VTT
M3 s6/ Code: KH.16378 2512
Ma sé mau/ Sample code: PTN.40750 2512
Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
_— CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
: PARAMETERS TESTING METHOD UNIT )
% Atrazine va cdc déin xuat SOP.01-395:2022 Khéng phat hién oL 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
s SOP.01-396:2022 Khéng phat hién
*) v
27.. | Chlorpyritos (Ref. USA EPA 8270D) | (LOD=0,15) he/L 30
; . SOP.01-371:2022 Khéng phat hién
™ s
28. | Propanilili/L (Ref, USA EPA 8270D) | (LOD=0,015) ul 20
; SOP.01-368:2022 Khéng phat hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 Khéng phat hién
30. | Brgafom (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L 100
SOP.01-368:2022 Khéng phat hi¢n
31. | Chloroform (Ref. EPA Method 515.4) |  (LOD=L5) ne/L 300
: SOP.01-368:2022 Khong phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100
33 Tbng hoat 6 phong xa 1SO 10704:2019; Khéng phat hién Ba/L 0.1
* | alpha & (05.2-CL4/ST 7.3) (LOD=0,03) 4 ’
34 Téng hoat dd phong xa 1SO 10704:2019; Khoéng phat hién Ba/L 1.0
* | beta (05.2-CLA4/ST 7.3) (LOD=0,07) 4 ’
Ghi chi/ Notes:
Nhin xét: Miu c6 két qua phén tich céc chi tiéu nhur trén néim trong gi¢i han cho phép theo QCHP 01:2024/TN
Két qua chi c6 gid tri trén miu thit/ The results are valid only for testing sample.
Tén méu theo khach hang yéu clu/ Name of samples as the client’s requirement.
Thoi gian luu mau: 5 ngdy ké tir ngay tra két qua/ Time-limit of storage: 5 days Jfrom reporting date.
LOD: Giéi han phét hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017) ;.ry
(sfc): Chi tiéu giri nha thiu phu/ Items are tested by subcontractor "

PHU TRACH CHAT LUQNG GIAM POC

QUALITY MANAGER

ThS. Huynh Ngoc Truéng

PTN duoc chi dinh bési/ Lab. designated by: B Y Té - Cye An todn Thye phim/ Ministry of Health - Agency of Food Safety; BY NN&PTNT - Cue Quin Iy
Chéit lwgng Nong Lim sin va Thiy sin/ Ministry of Agriculture - National Agro — Forestiy - Fisheries Quality Assurance Department; B Cing Thuwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02
Version: 11
Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUQNG DICH V/ VA CHU YEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




(\Viét Tin

: KIEM TRA CHAT LUONG

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhin mau: S8 39A, DPuéng sb 4, Phudng An Lac, Thanh phé Hé Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

Web: kiemnghiemviettin.com

S6/ No: 42868.2512/KQ-VTT
M s6/ Code: KH.16378 2512
M3 s6 mAu/ Sample code: PTN.40749 2512

Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Pon viyéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noildy mau/ Place of sampling NHA MAY NUOC TAY NINH
3. Dia chi/ Address Pudng Boi Lo, Phudng Binh Minh, Tinh Tay Ninh
4. Ngay lay miu/ Date of receiving 02/12/2025
5. Ngay tri két qué/ Date of issue 15/12/2025
6. Ngudildy mau/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai maw/ Kind of sample Nudre sach
8. Phuong phép iy miu va béio quin SOP.02-060

mau/ Sampling and preservation methods

Sé 489, Puong 30/4, Khu phd 22, Phudng Tén Ninh, Tinh Tiy Ninh

9. Vitri lﬁy méu/ Location of sampling
Ky hi¢u NTN16
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
No. THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
. PARAMETERS TESTING METHOD UNIT 3
; 1SO 9308-1:2014/
*)
I Coliforms Amd 1:2016 <1 CFU/100mL <3
1SO 9308-1:2014/
. . * (*) . "
2 Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Ty cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
*
Trye khudn mu xanh
: TCVN 8881:2011
4. (Pseuc_;’amomis (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa)
; . SMEWW 3030 A,E:2023 | Khéng phat hién
* g
B | Atseini ) SMEWW 3113 B:2023 | (LOD=0,002) g 9,01
6. |Clodutrdo® TCVN 6225-2:2021 0,46 gl | AL
* 2 Khong phat hién
™ 4
7 Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
L : Khong phat hién
*) .
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Mii vi (Ref. TCVN 2653:1978, Khong cé mui i Khong ¢6
: - SMEWW 2150B, vila mi, vi la
2160B:2023)
s trong khoing
%) . @
10. | pH TCVN 6492:2011 7,16 6.0-8,5

SRLIPIN

-

I

PTN duge chi dinh bai/ Lab. designated by: B Y Té - Cuc An
Chét lwgng Nong Lam sin va Thiy san/ Ministry of Agriculture - National Agro —

Ministry of Industry and Trade of The Socialist Republic of Vieinam.

toan Thue phin/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cue Quin ly
Forestry - Fisheries Quality Assurance Deparfment; Bo Cong Thuong/
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Date of issue: 15/07/2025
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Viét Tin

: KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhan méu: $6 39A, Puong sb 4, Phuong An Lac, Thanh phd Hb Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074

@

VIMCERTS 211

Sb/ No: 42868.2512/KQ-VTT
Ma s6/ Code: KH.16378 2512
M3 s6 mAu/ Sample code: PTN.40749 2512
Trang/ Page: 2/ 3

KET QUA THU NGHIEM
TESTING REPORT
o CHI TIEU PHUONG PHAP — DON VI P
7 THU NGHIEM/ PHAN TICH/ N TINH/ W iy
a2 PARAMETERS TESTING METHOD UNIT '
(1| Amon (NH; va NHi* SMEWW 4500- Khong phat hién = =
| tinh theo N) © NH3 B&F:2023 (LOD=0,023) ’
. SMEWW 3030 A,E2023 | Khéng phét hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) . e e
— SMEWW 3030 A,E:2023 | Khong phét hi¢n
13. | Chi(P)® SMEWW 3113 B:2023 | (LOD=0,002) rgL 091
. Khong phat hién
5 * g :
14. | Chi s0 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO/L 2
i s SMEWW 3030 A,E:2023 | Khong phét hién
15. | Dogg(Cu) SMEWW 3111 B:2023 | (LOD=0,03) mg/L !
i | Dney ol thoy SMEWW 2340 C:2023 23,8 mg CaCOy/L, 300
CaCOs
; : SMEWW 3030 A,E:2023 | Khong phat hién
*) s .
17. | 'K (Zo) SMEWW 3111 B:2023 | (LOD=0,03) gl 3
SMEWW 3030 -
18. | Mangan (Mn) ©) A&E:2023; K}(‘Iﬁ‘ég]jﬂ‘&g‘)‘?“ mg/L 0,1
SMEWW 3111 B:2023 s
; SMEWW 3500 (Al) | Khong phét hién
™
19. | NhomihD B:2023 (LOD=0,02) gl 0,2
. B SMEWW 3030 A,E:2023 | Khong phét hi¢n
*)
20. | Nickel (N1) SMEWW 3113 B:2023 | (LOD=0,002) mg/L n
Nitrat (NOy tinh theo N) | SMEWW 4500 (NO3)-
Nitrit (NO;" tinh theo N) . Khoéng phat hi¢n
2. | TCVN 6178:1996 Ly mg/L 0,05
e SMEWW 3030 A,E:2023 | Khéng phat hién
( ) L Y
23, | nat(¥e) SMEWW 3111 B:2023 | (LOD=0,03) Myl 0,3
ol 3 SMEWW 3112 (Hg) | Khong phét hign
*)
24. | Thiy ngn (Hg) B:2023 (LOD=0,00015) ik 0,001
25. | Xyanua (CN)© TCVN 6181:1996 Kgﬁ’g%ﬂgaéé‘;‘)’“ mg/L 0,05
2% Atrazine va céc din xuét SOP.01-395:2022 Khéng phat hién oL 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) K

\"%.\\\

v
DN
Ll
HKI
T

.
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Q
—r

[/ S5

PTN duge chi dinh bai/ Lab. designated by:
Chét lwong Nong Lém sin va Thiy san/ Minisiry of Agriculture - National Agro — Forestry

B Y Té - Cue An toan Thye phém/ Ministry of Health
- Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

- Agency of Food Safety; B NN&PTNT - Cye Quiin Iy
Assurance Department; B§ Cong Thwong/

No. Document; QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SU KHAC BIET TU' CHAT LUONG DICH VY VA CHUYEN MON
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN

A F
VI et TI n VIET TIN TESTING CO., LTD
o PTN & VP Nhin miu: S6 39A, Puong s6 4, Phudng An Lac, Thanh phd H6 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City % e &
KIEM TRA CHAT LUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 A, ne
\ e 4 : , VILAS 1074 VIMCERTS 211
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 42868.2512/KQ-VTT

Mi s6/ Code: KH.16378 2512

Mi s6 mAu/ Sample code: PTN.40749 2512
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
== CHI TIEU PHUONG PHAP KT QUA/ PON VI QCDP
N THU NGHIEM/ PHAN TiCH/ 5T TINH/ B os
i PARAMETERS TESTING METHOD UNIT i
= SOP.01-396:2022 Khong phat hién
*)

27. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ne/l 30

. ; SOP.01-371:2022 Khéng phét hién
*) ;

28. | Propanil Ug/L (Ref, USA EPA 8270D) | (LOD=0,015) e/ 20
. SOP.01-368:2022 Khéng phét hién

29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 Khong phat hién

30. | Beanonn (Ref. EPA Method 515.4) |  (LOD=1,5) he/L 190
SOP.01-368:2022 Khong phét hién

3l._| Chigioform (Ref. EPA Method 515.4) |  (LOD=L5) gk 00
. SOP.01-368:2022 Khong phét hién

32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100

33 Téng hoat d§ phéng xa 1SO 10704:2019; Khong phét hién Ba/L 0.1

* | alpha (05.2-CL4/ST 7.3) (LOD=0,03) q ’
34 Téng hoat d6 phéng xa 1SO 10704:2019; Khong phét hién Ball. 0
* | beta @ (05.2-CLA4/ST 7.3) (LOD=0,07) 4 ’

L
Ghi chi/ Notes: = : ;
Nhéin xét: Mu c6 két qua phén tich cée chi tiéu nhur trén nim trong gidi han cho phép theo QCDP 01:2024/TN

Két qua chi c6 gia tr trén mau thit/ The results are valid only for testing sample.

Tén miu theo khich hang yéu ciu/ Name of samples as the client’s requirement.

Thoi gian luu méu: 5 ngdy ké tir ngy tré két qui/ Time-limit of storage: 5 days from reporting date.
L.OD: Gi6i han phéat hién / LOD: Limit of Detection.

(*): Chi tiéu dugc VILAS cdng nhéin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025 :2017) ry %
(s/c): Chi tiéu giri nha thdu phy/ lrems are tested by subcontractor :

PHU TRACH CHAT LUQNG -
QUALITY MANAGER

ThS. Huynh Ngoc Trwdng

PTN duge chi dinh bdi/ Lab. designated by: Bd Y Té - Cuc An toan Thue phim/ Ministry of Health - Agency of Food Safety; Bj NN&PTNT - Cyc Quin Iy
Chfit lwgng Nong Lim sin va Thiy san/ Ministry of Agriculture - National Agro — Foresiry - Fishervies Quality Assurance Department; B) Cing Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02
Version: 11
Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUQNG DJCH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




— ) CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN r
: V| et Tl n  VIET TIN TESTING CO., LTD o
= PTN & VP Nhén miu; S6 39A, E:uéng s6 4, Phudng An Lac, Thanh phé Hé Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh Cit =
. KIEM TRACHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (1023) 382??0[3 B o w;"‘i‘;f;
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42867.2512/KQ-VTT
M s6/ Code: KH.16378 2512
Ma sé miu/ Sample code: PTN.40748 2512
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Do viyéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noildy mAu/ Place of sampling NHA MAY NUOC TAY NINH
3. Dia chi/ Address Dudng Boi Loi, Phudng Binh Minh, Tinh Tay Ninh
4. Ngay iy miu/ Date of receiving 02/12/2025
5. Ngay tri két qui/ Date of issue 15/12/2025
6. Ngudi 1Ay miu/ Sampling staff Huynh Ngoc Tuéin — Huynh Téan Thinh
7. Loai mAu/ Kind of sample Nudce sach
8. Phuong phip liy miu va bio quéin SOP.02-060
miu/ Sampling and preservation methods
9. Vi tri ldy méu/ Location of sampling 468 Pwong Boi Loi, Phwdong Binh Minh, Tinh Tay Ninh
Ky hi¢u NTN15
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
No. THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT :
: 1SO 9308-1:2014/
*)
1 Coliforms Amd 1:2016 <1 CFU/100mL =
1SO 9308-1:2014/
. . 3 (")
2 Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu ciu vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
*)
Truc khuan mu xanh
J TCVN 8881:2011
4. (Psem‘a’omomi.s)' (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa)
: ' SMEWW 3030 A,E:2023 | Khong phét hién
™) ? >
R SMEWW 3113 B:2023 | (LOD=0,002) gL %01
6. | Clodutwdo® TCVN 6225-2:2021 0,59 mg/L """:]gzki"{’]““g
: i
. Khong phét hi¢n
™) .
7 bg duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
s L Khong phét hién
™ .
8. Mau sédc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Mili vi (Ref. TCVN 2653:1978, Khdng c¢6 mui I Khong c6
’ : SMEWW 2150B, vi la miti, vi la
2160B:2023)
10. |pH® TCVN 6492:2011 6,87 . trong khodng
6,0-8,5
PTN duwge chi dinh bai/ Lab. designated by: B Y Té - Cuc An toan Thwe phm/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cye Quiin Iy
Chiit lwgng Nong Lam sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
e SUKHAC BIET TU CHAT LUQNG DJCH VU VA CHUYEN MON
Date of issue: 15/07/2025 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




()\Viét Tin

. KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhin méu: S6 39A, Puong sb 4, Phuong An Lac, Thanh phé H8 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

S6/ No: 42867.2512/KQ-VTT
M3 s6/ Code: KH.16378 2512
M s6 méiu/ Sample code: PTN.40748 2512
Trang/ Page: 2/ 3

KET QUA THU NGHIEM

[ E=3-22-2\

TESTING REPORT
o CHI TIEU PHUONG PHAP e PON VI s
o THU NGHIEM/ PHAN TiCH/ itar TINH/ Mol
: PARAMETERS TESTING METHOD UNIT :
| Amoni (NH; va NH,' SMEWW 4500- Khong phat hién 5 e
* | tinh theo N) NH3.B&F:2023 (LOD=0,023) ?
: SMEWW 3030 A,E2023 | Khong phat hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) mel i
= SMEWW 3030 A,E:2023 | Khng phat hién
*)
13. | Chi (Pb) SMEWW 3113 B:2023 | (LOD=0,002) myl it
i Khong phat hién
) .
14. | Chi sé Pecmanganat TCVN 6186:1996 (LOD=0,25) mgOa/L 2
: . SMEWW 3030 A,E:2023 | Khong phat hién
*
15, | DR (C) SMEWW 3111 B:2023 | (LOD=0,03) gL X
D cing, tinh theo :
16. | olen ® SMEWW 2340 C:2023 20,8 mg CaCO3/L 300
] . SMEWW 3030 A,E:2023 | Khong phat hién
( ) 3 Y
17. | K (@0 SMEWW3111B:2023 | (LOD=0,03) g ‘
SMEWW 3030 y.
18. | Mangan (Mn) © A&E:2023; K}(‘E‘(‘)gDp:“g"O];‘)‘-"“ mg/L 0,1
SMEWW 3111 B:2023 :
A . SMEWW 3500 (Al) Khéng phat hién
*)
19. | Nhomtgal B:2023 (LOD=0,02) gl 02
. - SMEWW 3030 A,E2023 | Khéng phat hién
*) 3 :
20.. | Nickel (ND SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,07
Nitrat (NOx tinh theo N) | SMEWW 4500 (NOs)-
7% | i 0,081 mg/L 2
Nitrit (NOy tinh theo N) _ Khéng pht hién
2 | TCVN 6178:1996 e mg/L 0,05
e SMEWW 3030 A,E:2023 | Khang phat hién
*)
e | BAEES) SMEWW 3111 B:2023 | (LOD=0,03) ogile 03
e . SMEWW 3112 (Hg) | Khong phét hién
*
24. | Thiy ngan (Hg) B:2023 (LOD=0,00015) g/l 0,001
(¢ Khong phat hién
*) .
25. | Xyanua (CN) TCVN 6181:1996 gy mg/L 0,05
2% Atrazine v céc din xuét SOP.01-395:2022 Khong phat hién oL, 100
| 25| chloro-s-triazine (Ref. USA EPA 8270D) | (LOD=0,15) W

\
|

=
=
F-
L]
(=]

PTN duge chi dinh boi/ Lab. designated by: B Y Té - Cuc An toan Thye phimy/ Ministry of Health -
Chéit lugng Nong Lam san va Thity sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

Agency of Food Safety; B) NN&PTNT - Cye Quiin 1y
Assurance Department; Bj Cong Thuong/

No. Document: QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SU KHAC BIET TU CHAT LUQONG DICH VU VA CHUYEN MON
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

A,
Viét Tin _ VIETTIN TESTING CO., LTD NS
- PTN & VP Nhin miu: $6 39A, Dudng sé 4, Phudmg An Lac, Thanh phé H6 Chi Minh é—tﬂ&t .
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City Ny
; KIEM TRACHAT LUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 2L

Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 42867.2512/KQ-VTT

Mi s6/ Code: KH.16378 2512

Ma sé mau/ Sample code: PTN.40748 2512
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
St CHI TIEU PHUONG PHAP KET QUA/ PON VI QCBP
/> THU NGHIEM/ PHAN TiCH/ BNy TINH/ (3 0SAITN
& PARAMETERS TESTING METHOD UNIT 5
i 4 SOP.01-396:2022 Khong phat hign
I2

275 | Chiompyrifos (Ref. USA EPA 8270D) | (LOD=0,15) he/L o

. ’ SOP.01-371:2022 Khéng phét hién
*)

28. | Propanil Ug/L (Ref. USA EPA 8270D) | (LOD=0,015) ng/l a0
? SOP.01-368:2022 Khong phat hién

29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 Khéng phat hién

3 | FraEERn (Ref. EPA Method 515.4) |  (LOD=1,5) he/L e
SOP.01-368:2022 Khéng phét hién

31, | Csrorgan (Ref. EPA Method 515.4) |  (LOD=1,5) ne/l 300
| SOP.01-368:2022 Khéng phét hién

32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
Téng hoat d6 phéng xa SO 10704:2019; Khong phat hién

33. . e Bq/L 0,1

alpha <) (05.2-CL4/ST 7.3) (LOD=0,03)
34 Téng hoat d6 phéng xa ISO 10704:2019; Khéng phat hién Ba/L 1.0
" | beta & (05.2-CL4/ST 7.3) (LOD=0,07) 4 ,

Ghi chi/ Notes:
Nhan xét: Méu 6 két qua phan tich céc chi tiéu nhur trén nim trong gisi han cho phép theo QCDP 01:2024/TN
Két qua chi ¢6 gié tri trén méu thi/ The results are valid only for testing sample.
Tén miu theo khéch hang yéu ciu/ Name of samples as the client's requirement.
Thoi gian lwu mu: 5 ngay ké tir ngdy tra két qui/ Time-limit of storage: 5 days from reporting date.
LOD: Gi¢i han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cdng nhén ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha thiu phy/ Items are tested by subcontractor

PHU TRACH CHAT LUQNG GIAM DOC

QUALITY MANAGER

ThS. Huynh

oc Trudng

PTN duge chi dinh bdi/ Lab. designated by: By Y T& - Cuc An toan Thye pham/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cyc Quén Iy
Chiit lugng Néng Lim sdn va Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02 SUKHAC BIET TU CHAT LUQNG DJCH VU VA CHUYEN MON

Version: 11 :
Date of issue: 15/07/2025 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




\Viét Tin

g KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: 86 39A, Puémg sb 4, Phuding An Lac, Thanh phé HS Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktelviettin@gmail.com

Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074

VIMCERTS 211

Sb/ No: 42866.2512/KQ-VTT
M s6/ Code: KH.16378 2512
M3 sé mAu/ Sample code: PTN.40747 2512
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Don vi yéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi liy mAu/ Place of sampling NHA MAY NUOC TAY NINH
3. Dia chi/ Address Pudng Boi Loi, Phudng Binh Minh, Tinh Téy Ninh
4. Ngay ldy miu/ Date of receiving 02/12/2025
5. Ngay tra két qua/ Date of issue 15/12/2025
6. Ngudi Iy méu/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai miu/ Kind of sample Nude sach
8. Phwong phép liy mau va biio quin SOP.02-060
mau/ Sampling and preservation methods
9. Vi trilay mau/ Location of sampling Nha may nwéc Tay Ninh
Puwong Boi Loi, Phuomg Binh Minh, Tinh Tay Ninh
Ky hi¢u NTN14
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCDP
e THU NGHIEM/ PHAN TiCH/ RESULT TINH/ 01:2024/TN
- PARAMETERS TESTING METHOD UNIT '
! ISO 9308-1:2014/
*)
1 Coliforms Amd 1:2016 <1 CFU/100mL <3
L SO 9308-1:2014/
i *)
2. Escherichia coli Amd 1:2016 <1 CFU/100mL =
Tu clu vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
®
Truc khudn mu xanh
TCVN 8881:2011
4, {Psew_fomomg (ISO 16266:2006) =] CFU/100mL <]
aeruginosa)
. ' SMEWW 3030 A,E:2023 | Khong phat hi¢n
®
5. | Arsenic (As) SMEWW 3113 B:2023 | (LOD=0,002) mg/L B0
6. | Clodutydo® TCVN 6225-2:2021 0,59 mg/L frong | 1oRng
0,2-1,0
7. | Do duc® SMEWW 2130 B:2023 | hong phat hién NTU 2
g : - (LOD=0,15)
o Khong phat hi¢n
) . :
8. | Mauséc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Mii vi (Ref. TCVN 2653:1978, Khéng cé mui . Khong cd
: - SMEWW 21508, vila mil, vi la
& 2160B:2023)

\

PTN duge chi dinh béi/ Lab. designated by:
Chfit lwong Nong LAm sin va Thiy sin/ Ministry of Agriculture - National Agro — Forestry -

B Y Té - Cuc An toan Thyc phimy/ Ministry of Health
Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

- Agency of Food Safety; Bf NN&PTNT - Cye Quén Iy
Assurance Department; By Cong Thwong/

No. Document; QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUQONG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

] ey,
i
Pty

= [ .Y F
i Mq_"“'—’/../;"
Vl et TI N| e Nhin miu: S6 39A, Dudng s6 4, Phuong An Lac, Thinh phd Hb Chi Minh  JEEMRE
) Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City AN :
KIEM TRACHATLUONG | el (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 R Nk
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42866.2512/KQ-VTT
Ma sb/ Code: KH.16378 2512
Ma s6 mAu/ Sample code: PTN.40747 2512
Trang/ Page: 2/ 3
KET QUA THU NGHIEM
TESTING REPORT
- CHI TIEU PHUONG PHAP KET QUA/ PON V] OCDP
= THU NGHIEM/ PHAN TiCH/ Rt TINH/ OB
a PARAMETERS TESTING METHOD UNIT ;
10. [pH® TCVN 6492:2011 6,96 - trong khodng
6,0-8,5
1 Amoni (NH3 va NHs" SMEWW 4500- Khong phat hién mgli 03
* | tinh theo N) @ NH;.B&F:2023 (LOD=0,023) 2 »
y SMEWW 3030 A,E:2023 | Khong phat hi¢n
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) mg/L i
. SMEWW 3030 A,E:2023 | Khong phét hién
®
13, |cain) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,01
14, | Chi sb Pecmanganat ©) TCVN6186:1996 | Knongphathién | o0 2
: & ' (LOD=0,25)
) ‘ SMEWW 3030 A,E:2023 | Khong phét hién
® :
15. | Bong (Cu) SMEWW 3111 B:2023 (LOD=0,03) g/l A7
16, | DSEvne, tnhtheo SMEWW 2340 C:2023 21,8 mg CaCO3/L 300
CaCO; ©
. ‘ SMEWW 3030 A,E:2023 | Khong phét hién
*) L] Y
17.. | KeqriZn) SMEWW 311182023 | (LOD=0,03) mg/l 3
SMEWW 3030 P s
18. | Mangan (Mn) © A&E:2023; K?E‘(‘)gDTgtog‘)@“ mg/L 0,1
SMEWW 3111 B:2023 .
. ; SMEWW 3500 (Al) Khéng phat hién
®
19, | Nhom (Al) B:2023 (LOD=0,02) mg/le 0:4
. - SMEWW 3030 A,E:2023 | Khong phat hién
) ;
20, | Buekel(RD SMEWW 3113 B:2023 | (LOD=0,002) e/l 0,07
5y | Nitrat (NOs tinh theo N) |  SMEWW 4500 (NOy)- 0.15 e 5
*) E:2023
Nitrit (NOy tinh theo N) 2 Khéng phat hién
2. | TCVN 6178:1996 (LOD=0,01) mg/L 0,05
: + SMEWW 3030 A,E:2023 | Khong phat hién
(*) 3
23. | Sat(Fe) SMEWW 3111 B:2023 | (LOD=0,03) mg/L LS
+ SMEWW 3112 (Hg) Khéng phét higén
*) -
24. | Thuy ngén (Hg) B:2023 (LOD=0,00015) mg/L 0,001
NG Khéng phat hién
™ ;
25. | Xyanua (CN") TCVN 6181:1996 (LODZ0,003) mg/L 0,05

PTN duge chi dinh bai/ Lab. designated by: Bd Y Té - Cuc An toan Thye phiim/ Ministry of Health
Chét lwgng Nong Lim san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

- Agency of Food Safety; B§ NN&PTNT - Cyc Quin 1y

Assurance Department; By Cong Thuong/
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M3 sé/ Code: KH.16378 2512
Ma s6 miu/ Sample code: PTN.40747 2512

Trang/ Page: 3/ 3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPHP
o THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
: PARAMETERS TESTING METHOD UNIT :
2% Atrazine va céc dan xuét SOP.01-395:2022 Khong phat hign ot 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) "
; SOP.01-396:2022 Khéng phat hién
*)
27. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ng/l =4
: s SOP.01-371:2022 Khéng phét hién
™* ;
28. | Propanil Ug/L (Ref. USA EPA 8270D) | (LOD=0,015) heg/L 20
: SOP.01-368:2022 Khong phét hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
.SOP.01-368:2022 Khong phat hién
30. | Brodoform (Ref. EPA Method 515.4) |  (LOD=1,5) he/l 100
SOP.01-368:2022 Khong phét hién
31. | Clilproform (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L 0
; SOP.01-368:2022 Khéng phét hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100
13 Tbng hoat d6 phong xa [SO 10704:2019; Khoéng phat hién Ba/L 6
* | alpha & (05.2-CL4/ST 7.3) (LOD=0,03) q ’
a4 Tédng hoat d6 phong xa SO 10704:2019; Khéng phét hién BulL. 10
" | beta 6© (05.2-CL4/ST 7.3) (LOD=0,07) 4 ’

Ghi chi/ Notes: .
Nhén xét: MAu ¢6 két qué phan tich céc chi tiéu nhur trén nam trong gidi han cho phép theo QCBP 01:2024/TN

Két qua chi co gid tri trén mu thir/ The results are valid only for testing sample.

Tén miu theo khéch hang yéu chu/ Name of samples as the client's requirement.

Thoi gian luu méu: 5 ngdy ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gi6i han phat hién / LOD: Limit of Detection.

(*): Chi tiéu dige VILAS cbng nhéin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017)
{s/c): Chi tiéu giri nha théu phu/ ltems are tested by subcontractor s

GIAM POC
DIRECTOR

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Trudéng

PTN duoe chi dinh bai/ Lab. designated by: BY Y Té - Cuc An toin Thye phdm/ Ministry of Health - Agency of Food Safety; BY NN&PTNT - Cyc Quin 1y
Chét lwgng Nong Lam san va Thity san/ Ministry of Agriculture - National Agro — Foresiry - Fisheries Quality Assurance Department; By Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
V| ét Ti n VIET TIN TESTING CO., LTD o
! PTN & VP Nhin mau: S6 39A, Pudng 56 4, Phudmg An Lac, Thanh pho Ho Chi Minh
i Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
KIEM TRACHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 VEAST07¢ VIICERTS 21
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42865.2512/KQ-VTT
M3 sb/ Code: KH.16378 2512
M3 sé mAu/ Sample code: PTN.40746 2512
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Pon vi yéu cu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noildy mu/ Place of sampling NHA MAY NUOC TAY NINH
3. Dia chil Address Puong Boi Lai, Phudng Binh Minh, Tinh Tay Ninh
4. Ngay lfly mAu/ Date of receiving 02/12/2025
5. Ngay trd két qua/ Date of issue 15/12/2025
6. Ngudi 1Ay miu/ Sampling staff Huynh Ngoc Tuéin — Huynh T4n Thinh
7. Logi mAu/ Kind of sample Nude sach
8. Phuwong phap liy mau va bio quin SOP.02-060
mau/ Sampling and preservation methods z .
9. Vi tri liy miu/ Location of sampling So 103, Pudng Nguyen Hug, Khu phd 4, Phuong Long Hoa,
Tinh Tdy Ninh
Ky hiéu NTN13
STT/ CHI TIEU PHUQN G PHAP KET QUA/ DQ’N VI QCHP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
"' PARAMETERS TESTING METHOD UNIT ;
: 1SO 9308-1:2014/
™)
1. Coliforms Amd 1:2016 <1 CFU/100mL <3
A + 1SO 9308-1:2014/
D 7, i (*)
2. Escherichia coli Amd 1:2016 <] CFU/100mL L |
Tu ciu vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 | CFU/100mL <1
*)
Tryc khuan mi xanh
TCVN 8881:2011
4, (Psem?omona*s (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa) )
: SMEWW 3030 A,E:2023 | Khong phét hién
53] 2
5. | Arsenic (As) SMEWW 3113 B2023 | (LOD=0,002) gL 0,01
6. | Clodutwdo® TCVN 6225-2:2021 0,59 mg/L “"“{']gzki“(’f"g
it
A . Khéng phét hién
*) . :
7. Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
T Khong phat hién
59) . *
8. Mau sic SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Miii vi (Ref. TCVN 2653:1978, Khéng cé mui ) Khong co
[ y SMEWW 2150B, vila mii, vi Ia
2160B:2023)
PTN duoc chi dinh boif Lab. designated by: B§ 'Y Té - Cyc An toan Thye phiimv/ Ministry of Health - Agency of Food Safety; By NN&PTNT - Cue Quin 1y
Chéit lwgng Nong Lam sin v Thiy san/ Ministry of Agriculture - National Agro — Foresty - Fisheries Quality Assurance Department; B§ Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnan.
ﬁzljs?o‘:f“‘"l“"“: QIh LR SUKHAC BIET TU CHAT LUGNG DICH VI VA CHUYEN MON
Phake of e MAKING DIFFERENCES FROM QUALITY QF SERVICES AND KNOWLEDGE
ate of issue: 15/07/2025
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= ) CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Vi et Tl n  VIET TIN TESTING CO., LTD o
o PTN & VP Nhian méu; So 39A, Duong so 4, Phudng An Lac, Théanh pho Ho Chi Minh
g 1 Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City
KIEM TRACHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 A tars. MGERTRE
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42865.2512/KQ-VTT
Mii s6/ Code: KH.16378 2512
Mi sé mAu/ Sample code: PTN.40746 2512
Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
& PARAMETERS TESTING METHOD UNIT !
” trong khoang
(*) . -
10, | pH TCVN 6492:2011 7,02 6,0-8,5
1 Amoni (NH3 va NH4" SMEWW 4500- Khong phat hién mglhs 03
* | tinh theo N) ® NH3.B&F:2023 (LOD=0,023) ?
. SMEWW 3030 A,E:2023 | Khong phét hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) mg/L. 0.7
" + SMEWW 3030 A,E:2023 | Khong phat hign
*) 1
13. | Cu @R SMEWW 3113B:2023 | (LOD=0,002) e .01
. Khéng phat hién
5 *) s EP
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO,/L, 2
3 ) SMEWW 3030 A,E:2023 | Khong phét hi¢n
15, | Bag(Cn) SMEWW 3111 B:2023 | (LOD=0,03) el 1
15, |/B99ine, tinh theo SMEWW 2340 C:2023 18,3 mg CaCO3/L 300
CaCOz ©
" SMEWW 3030 A,E:2023 | Khong phat hién
*) ?
17. | Kemtzn) SMEWW 3111 B2023 | (LOD=0,03) mgL 2
SMEWW 3030 & =
18. | Mangan (Mn) © A&E:2023; K?Er(l)gDIfg t{}gl)@n mg/L 0,1
SMEWW 3111 B:2023 '
A . SMEWW 3500 (Al) Khéng phat hi¢n
)
19. | Nhom (Al) B:2023 (LOD=0,02) mg/L 0,2_
: e SMEWW 3030 A,E:2023 | Khdng phét hi¢n
*) 2
20. | Nickel (Ni) SMEWW 3113 B2023 | (LOD=0,002) g/l 0
Nitrat (NOs" tinh theo N) SMEWW 4500 (NO37)-
21, | E:2023 0,039 mg/L 2
Nitrit (NO;" tinh theo N) A Khong phat hién
22. | TCVN 6178:1996 (LOD=0,01) mg/L 0,05
: ’ SMEWW 3030 A,E:2023 | Khong phét hién
(*) :] K
23; | SREe) SMEWW 3111 B:2023 | (LOD=0,03) rag/L. 05
. o . SMEWW 3112 (Hg) Khong phét hi¢n :
™
24, | Thuy ngéan (Hg) B-2023 (LOD=0,00015) mg/L, 0,001
- Khéng phét hign
*) ‘
25. | Xyanua (CN) TCVN 6181:1996 (LOD=0,003) mg/L 0,05
PTN duge chi dinh bai/ Lab. designated by: B§ Y T# - Cue An toan Thie phiny/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cye Quin Iy
Chét lwgng Nong Lam sin va Thiy sin/ Ministry of Agricultire - National Agre ~ Foresiry - Fisheries Quality Assurance Department; B Ciing Thuwong/
Ministry of Incustry and Trade of The Socialist Republic of Vietnar.
E;@%Tﬁem: R SU KHAC BIET TU CHAT LUQONG DJCH VU VA CHU YEN MON
Date of issue: 1540722025 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




[()\Viét Tin

CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhin mu: S6 39A, Dudng s6 4, Phudmg An Lgc, Thanh phé Ho Chi Minh

Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

%

L

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huyn

KIEM TRA CHAT LUGNG | Tel: (028) 3015 8936, (028) 3827 7986 Fax: (028) 3824 7013 i
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42865.2512/KQ-VTT
Mi s6/ Code: KH.16378 2512
Mi sé mAu/ Sample code: PTN.40746 2512
Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
— CHI TIEU PHUONG PHAP KET QUA/ PON VI QCHP
o THU NGHIEM/ PHAN TiCH/ Sosin TINH/ L TN
= PARAMETERS TESTING METHOD UNIT :
06, | Atrazine va cc dén xuét SOP.01-395:2022 Khong phat hién oL £
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
i SOP.01-396:2022 Khéng phat hién
itost) :
21. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ng/L o
; . SOP.01-371:2022 Khéng phat hién
® :
43, " Bedpeigi (Ref. USA EPA 8270D) | (LOD=0,015) he/L 20
4 SOP.01-368:2022 Khéng phat hign
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 Khéng phét hién
30. - | Brgotorn (Ref. EPA Method 515.4) |  (LOD=L,5) he/L 1%
SOP.01-368:2022 Khong phét hidn
31. | Cllprotorm (Ref. EPA Method 515.4) |  (LOD=1,5) he/L 300
32. | Dibromochloromethane (Re fS %gﬁ 1§§ﬁf{?§% 5.4) Kh?ﬁ%g}i‘ilt 2;@:1 pg/L 100
Téng hoat &6 phong xa 1SO 10704:2019; Khong phat hién
33 & Bq/L 0,1
" | alpha @ (05.2-CL4/ST 7.3) (LOD=0,03) )
Tbng hoat d6 phéng xa 1SO 10704:2019; Khéng phat hién
34 & Bq/L 1,0
* | beta ®/©) (05.2-CL4/ST 7.3) (LOD=0,07) )
Ghi chi/ Notes:

Nhan xét: MAu ¢6 két qua phan tich céc chi tiéu nhur trén ndm trong gi6i han cho phép theo QCBP 01:2024/TN
Két qua chi c6 gié tri trén mAu thit/ The results are valid only for testing sample.

Tén méu theo khach hang yéu cdu/ Name of samples as the client’s requirement.

Thoi gian luu méu: 5 ngdy ké tir ngdy tra két quéV Time-limit of storage: 5 days from reporting date.

LOD: Gi6i han phét hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhén [SO/IEC 17025:2017/ Items were accredited by VILAS (ISOAEC 17025:2017)
(s/c): Chi tiéu giri nha théu phy/ ltems are tested by subcontractor

. TYN

GIAM POC

Ngoc Truong

PTN duge chi dinh boi/ Lab. designated by: BH Y T#é - Cue An toan Thuwe phim/ Ministry of Health - Agency of Food Safely; Bj NN&PTNT - Cue Quiin Iy
Chiéit lwgng Néng Lim san va Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

Version: |1
Date of issue: 15/07/2025

No. Document; QTCL-13/BM02

SU KHAC BIET TU CHAT LUONG DJCH VU VA CHUYEN MON
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[ (\Viét Tin
l @ KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhin miu; S6 39A, Pudng s6 4, Phuomg An Lac, Thanh phé Hb Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

S&/ No: 42864.2512/KQ-VTT
Ma s/ Code: KH.16378 2512
M3 sé mAu/ Sample code: PTN.40745 2512
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Pon vi yéu cAu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi liy maw/ Place of sampling TRAM CAP NUOC BEN CAU
3. Dia chi/ Address 1251 duong Nguyén Trung Tryc, X& Bén CAu, Tinh Tay Ninh
4. Ngay ldy mau/ Date of receiving 02/12/2025
5. Ngay trd két qui/ Date of issue 15/12/2025
6. Ngudildy miu/ Sampling staff Huynh Ngoc Tuén — Huynh T4n Thinh
7. Loai mAu/ Kind of sample Nudce sach
8. Phuwong phip liy miu va bio quin : SOP.02-060
mau/ Sampling and preservation methods { -
9, Vi tri lAy mau/ Location of sampling Trang Viin Liiy, Ngi tu 75A, Puong 786, Ap Thuin Tay, Xa Bén Ciu,
Tinh Tay Ninh
Ky hi¢u NTN12
v CHI TIEU PHUONG PHAP KET QUA/ DON VI QCBP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
o PARAMETERS TESTING METHOD UNIT ;
: 1SO 9308-1:2014/
(l) -
1. Coliforms Amd 1:2016 <1 CFU/100mL <3
i e + 1SO 9308-1:2014/ ;
i)
Al Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cau vang
o (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
)
Truc khuén ma xanh :
4. (Pseudomonas 31'(322);113682&35%122[}%16]) <1 CFU/100mL <1
aeruginosa) ' 4
&
. h SMEWW 3030 A,E:2023 | Khéng phét hién %~
*) :
1 [ Ameno{As SMEWW 3113 B:2023 | (LOD=0,002) Ot Lel e /'
- = -~
6. | Clodutydo® TCVN 6225-2:2021 0,46 mg/L “'“‘:]gzki“f"‘“g z(H’"
yl= Ly .
Khéng phat hién %;)\1
*) v = = )
7. Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2 R
. Khong phat hién
(i) 3
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Miii vi (Ref. TCVN 2653:1978, Khong c6 mui i Khong c6
' VA SMEWW 2150B, vila mili, vi la
2160B:2023)

PTN duge chi dinh boi/ Lab. designated by: B 'Y Té - Cuc An toan Thye phim/ Ministry of Health
Chéit lwgng Nong Lém sin va Thiy sdn/ Ministry of Agriculture - National Agro — Foresny - Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

- Agency of Food Safety; B) NN&PTNT - Cuc Quin Iy
Assurance Department; By Cong Thuong/

No. Document: QTCL-13/BMO02

Version; 11

Date of issue: 15/07/2025
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()\Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhin mu: S6 39A, Dudng s6 4, Phuémg An Lac, Thinh phd Hé Chi Minh
Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail.com

Fax: (028) 3824 7013
Web: kiemnghiemviettin.com

S6/ No: 42864.2512/KQ-VTT
M3 s6/ Code: KH.16378 2512
M3 sé mau/ Sample code: PTN.40745 2512
Trang/ Page: 2/3

KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP . . PON VI -
S'I\I;T" THU NGHIEM/ PHAN TiCH/ ngs?ff;’ TINH/ 013{%{;2}1
% PARAMETERS TESTING METHOD UNIT '
10. |pH® TCVN 6492:2011 6,70 3 trong Eholng
6,0-8,5
1 Amoni (NH3 va NH4* SMEWW 4500- Khong phat hign mg/L. 0.3
* | tinh theo N) ® NH3.B&F:2023 (LOD=0,023) ;
. SMEWW 3030 A,E:2023 | Khong phat hign
12, | Bart (B SMEWW 3111 B:2023 (LOD=0,1) gL 0l
; SMEWW 3030 A,E:2023 | Khong phat hién
( ) ] ¥
13. | Chi (Eb) SMEWW 3113 B:2023 | (LOD=0,002) mg/l. 0,91
o : Khéng phat hién
*) 5
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO2/L 2
. g SMEWW 3030 A,E:2023 | Khong phat hién
*)
15. | Dong (Cu) SMEWW 3111 B2023 | (LOD=0,03) et :
D§ ciing, tinh theo )
16 | ol SMEWW 2340 C:2023 16,3 mg CaCOs/L 300
] . SMEWW 3030 A,E:2023 | Khong phat hién
*)
17. | Rém@n) SMEWW 3111 B2023 | (LOD=0,03) mg/L 2
SMEWW 3030 .-
18. | Mangan (Mn) ) A&E:2023; K?ﬁg%%%g?n mg/L 0,1
SMEWW 3111 B:2023 ’
) SMEWW 3500 (Al) | Khong phat hién
(*)
19. | Nhom (AD) B:2023 (LOD=0,02) me/l &
. = SMEWW 3030 A.E:2023 | Khong phat hién
*) ’
20. | Nickel (Ni) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,07
Nitrat (NOs tinh theo N) | SMEWW 4500 (NO3)-
2% | s sl 0,066 mg/L 2
Nitrit (NO;™ tinh theo N) 3 Khong phét hién
2. | o TCVN 6178:1996 e mg/L 0,05
A SMEWW 3030 A,E2023 | Khong phat hién
*) 3 5
4. | Bat(Fe) SMEWW 3111 B:2023 | (LOD=0,03) mg/L: 0
= : SMEWW 3112 (Hg) | Khong phat hién
o) *)
24. | Thuy ngén (Hg) B:2023 (LOD=0,00015) mg/L 0,001
A Khéng phat hi¢n
*) £
25. | Xyanua (CN) TCVN 6181:1996 Lot mg/L 0,05

4Kl

a2(

NG

NF

=

PTN duge chi dinh béi/ Lab. designated by: B8 Y Té - Cue An toan Thye ph&m/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quin Iy
Chét lugng Nong Lam sin vd Thiy sin/ Minisny of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B Cong Thuwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BMO02

Version: 11

Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON

MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




KIEM TRA CHAT LUONG

[o\Viat Ti
l@ iét Tin

CONG TY TNHH PHAN TIiCH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Puong s 4, Phuong An Lac, Thanh phd H6 Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986
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Fax: (028) 3824 7013
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Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP - ) PON VI
ST | THU NGHIEM/ PHAN TICH/ T T
e PARAMETERS TESTING METHOD UNIT G
26 Atrazine va céc din xuit SOP.01-395:2022 Khong phat hién oL 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) i
e~ SOP.01-396:2022 Khong phat hién
*) :
21. | Chiorpyritos (Ref, USA EPA 8270D) | (LOD=0,15) ne/L o
; r SOP.01-371:2022 Khéng phét hién
™
28. | PropaniEtig/L (Ref. USA EPA 8270D) | (LOD=0,015) he/l <0
; SOP.01-368:2022 Khéng phat hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 Khéng phat hi¢n
30, | Beipoton (Ref. EPA Method 515.4) |  (LOD=1,5) helL 100
SOP.01-368:2022 Khéng phat hién
31. | Chioroform (Ref. EPA Method 515.4) |  (LOD=1,5) ng/L s
. SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100
Téng hoat 4§ phéng xa ISO 10704:2019;
3. | alpha &0 (05.2-CLAIST7.3) 0,034 0,010 Bq/L 0,1
Téng hoat d6 phéng xa ISO 10704:2019;
34| peta @0 (05.2-CL4/ST 7.3) Olacsldls Byl o

Ghi chii/ Notes:
Nhin xét: Mu ¢6 két qua phan tich céc chi tiéu nhu trén nim trong gi6i han cho phép theo QCDP 01:2024/TN
Két qua chi c6 gié trj trén mu thi/ The results are valid only for testing sample.
Tén miu theo khach hang yéu ciu/ Name of samples as the client's requirement.
Théri gian luu mu: 5 ngy ké tir ngay trd két qui/ Time-limit of storage: 5 days firom reporting date.
LOD: Gigi han phat hién / LOD: Limit of Deiection. NE/
(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017) Y
(s/c): Chi tiéu giri nha thiu phy/ ltems are tested by subcontractor :

PHU TRACH CHAT LUQNG GIAM POC

QUAF’ TY MANAGER

&

ThS. Huynh Ngoc Truwéng

PTN duge chi dinh béif Lab. designated by: Bo 'Y Té - Cyc An toin Thire phiiny/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quin Iy
Chét lwgng Nong Lam sin va Thity sin/ Ministry of Agriculture - National Agro — Foresiry - Fisheries Quality Assurance Department; B§ Céng Thwong/
Ministry of Indusiry and Trade of The Socialist Republic of Vietnam.
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Viét Tin

g KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN

VIET TIN TESTING CO., LTD

PTN & VP Nhan miu: $6 39A, Pudng sb 4, Phuomg An Lac, Thanh phé HO Chi Minh

Laboratory & Office: No.39A, 4% Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktelviettin@gmail.com

Fax: (028) 3824 7013

Web: kiemnghiemviettin.com
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S6/ No: 42863.2512/KQ-VTT
Mi s6/ Code: KH.16378 2512
M3 s6 mAu/ Sample code: PTN.40744 2512
Trang/ Page: 1/3

KET QUA THU NGHIEM

TESTING REPORT
1. Pon viyéu ciu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi lﬁy mau/ Place of sampling TRAM CAP NUOC BEN CAU
3. Dia chi/ Address 1251 dudmg Nguy&n Trung Truc, Xa Bén Cau, Tinh Ty Ninh
4. Ngay ldy mAu/ Date of receiving 02/12/2025
5. Ngay tra két qué/ Date of issue 15/12/2025
6. Nguoi lﬁy mau/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai mAu/ Kind of sample Nudc sach
8. Phwong phép liy miiu va bio quin SOP.02-060
mau/ Sampling and preservation methods
9, Vi tri lAy miu/ Location of sampling Tram cip nwéc Bén Chu
1251 dwong Nguyén Trung Trye, Xi Bén Céu, Tinh T4y Ninh
Ky hi¢u NTN11
CHI TIEU PHUONG PHAP « 2 PON VI
S;T" THU NGHIEM/ PHAN TiCH/ Kgsggf TINH/ ! gﬂcﬁfm
"' PARAMETERS TESTING METHOD UNIT :
1SO 9308-1:2014/
i ™)
1. Coliforms Amd 1:2016 <1 CFU/100mL <3
. ; 1SO 9308-1:2014/
1 *
2 Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Ty cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 k] CFU/100mL =1
*
Truc khudn mi xanh
; TCVN 8881:2011
4, (Pseuc'fomam{s (ISO 16266:2006) 2] CFU/100mL
aeruginosa) )
: : SMEWW 3030 A,E:2023 | Khong phét hién
*)
5. | Amenic(As) SMEWW 3113 B:2023 | (LOD=0,002) mg/L
6. Clo du tyr do TCVN 6225-2:2021 0,47 mg/L
2 ” Khong phat hién :
*) . :
72 Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU
Sl Khéng phat hién
*) 3 : .
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 M vi (Ref. TCVN 2653:1978, Khéng ¢6 mui 2 Khong c6
j ; SMEWW 2150B, vila miui, vila
2160B:2023)

PTN duge chi dinh boi/ Lab. designated by: By Y Té - Cuc An
Chit lwgng Ning Lam sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

toan Thwe phim/ Ministry of Health - Agency of Food Safely; Bi NN&PTNT - Cye Quin ly
- Fisheries Quality Assurance Depariment; By Cdng Thwong/
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(\Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan mau: $6 39A, Pudng sb 4, Phuong An Lac, Thanh pho Ho Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

ﬁ

N/ KIEMTRACHATLUGNG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 e N
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42863.2512/KQ-VTT
M3 s/ Code: KH.16378 2512
Ma sé mAu/ Sample code: PTN.40744 2512
Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
o CHI TIEU PHUONG PHAP KET QUA/ PON V] QCDP
. THU NGHIEM/ PHAN TiCH/ o TINH/ BTN
: PARAMETERS TESTING METHOD UNIT :
. ; trong khodng
10. | pH® TCVN 6492:2011 6,70 . 6.0-85
1 Amoni (NHz va NH4" SMEWW 4500- Khéng phat hién malt; 03
" | tinh theo N) ) NH;.B&F:2023 (LOD=0,023) y
. SMEWW 3030 A,E:2023 | Khong phét hién
12 | Bari (B2) SMEWW 3111 B:2023 (LOD=0,1) mp/l. ld
. . SMEWW 3030 A,E:2023 | Khong phét hién
*) ;
13. | Chi{ED) SMEWW 3113 B:2023 | (LOD=0,002) - 04
: Khéng phat hién
4 * . &P
14. | Chi s0 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO,/L 2
" SMEWW 3030 A,E:2023 | Khéng phét hién
A { ) ]
15. | Dame(Ch SMEWW 3111 B:2023 | (LOD=0,03) g/l .
Do clig, tinh theo :
18 | ol ® SMEWW 2340 C:2023 913 mg CaCO3/L 300
? . SMEWW 3030 A,E:2023 | Khong pht hién
® ;
17. | Kem (Zn) SMEWW 3111 B2023 | (LOD=0,03) mg/L 4
SMEWW 3030 ) T
18. | Mangan (Mn) © A&E:2023: KIEE‘(‘)%I’:}‘;‘O';‘)‘P“ me/L 0,1
SMEWW 3111 B:2023 :
" SMEWW 3500 (Al) | Khéng phét hién
)
e B it B:2023 (LOD=0,02) me/ls 82
: o (¢ SMEWW 3030 A,E:2023 | Khong phat hién
® ;
20.; | Niokel Ny SMEWW 3113 B:2023 | (LOD=0,002) gL 087
Nitrat (NOs-tinh theoN) | SMEWW 4500 (NOy)-
ol | & G 0,11 mg/L 2
Nitrit (NO;™ tinh theo N) ; Khong phat hién
2. | @ TCVN 6178:1996 (LOD=0,01) mg/L 0,05
- i SMEWW 3030 A,E:2023 | Khong phét hién
*)
23, | Sat(re) SMEWW 3111 B:2023 | (LOD=0,03) mg/L 0,3
e . SMEWW 3112 (H Khéng phét hién '
24, | Thiy ngén (Hg) ) B:2023 (Hg) (LODEE 0001'5} mg/L 0,001
At Khéng phat hign
® : :
25. | Xyanua (CN°) TCVN 6181:1996 (LOD=0,003) mg/L 0,05

01

HH

X

PTN duge chi dinh bai/ Lab. designated by: B8 Y Té - Cuc An toan Thuc phény Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cye Quan Iy
Assurance Department; B Cong Thwong/

Chéit lrgng Nang Lam sin va Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

A e, <% BECH
Vi ét Tin VIET TIN TESTING CO., LTD , &, SR
V s PTN & VP Nhin méu: 86 39A, Dudng s6 4, Phuong An Lac, Thanh pho Ho Chi Minh M : 2
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City ’,ﬁ:\‘- ¢ N ) =
d i3

KIEM TRACHATLUGNG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 s ool

Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 42863.2512/KQ-VTT
M3 s6/ Code: KH.16378 2512
Ma sb miu/ Sample code: PTN.40744 2512
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCDP
. THU NGHIEM/ PHAN TiCH/ LT TINH/ 01:2024/TN
: PARAMETERS TESTING METHOD UNIT :
56, | Atrazine va cac din xudt SOP.01-395:2022 Khéng phat hién oL 106
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) K
. SOP.01-396:2022 Khong phat hién
: (*)

27. | Chlarpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) mel 30

: ’ SOP.01-371:2022 Khong phét hién
) :

28 | Propanifiig/L (Ref. USA EPA 8270D) | (LOD=0,015) ne/l e
. SOP.01-368:2022 Khéng phat hién

29. | Bromodichloromethane | ¢ EpA Method 515.4) |  (LOD=1,5) L g0
SOP.01-368:2022 Khong phét hién

30.. | Brgioom (Ref. EPA Method 515.4) |  (LOD=1,5) he/L iy
SOP.01-368:2022 Khéng phét hién

31._|(Cligraforn (Ref. EPA Method 515.4) |  (LOD=1,5) he/L 00
; SOP.01-368:2022 Khong phét hién

32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100

Téng hoat do phéng xa 1SO 10704:2019;
33| alpha o (05.2-CL4/ST 7.3) jpuas 0010 DL 01
Téng hoat d¢ phéng xa ISO 10704:2019;

Ghi chi/ Notes: K ¥ y
Nhén xét: Méu ¢6 két qua phén tich cic chi tiéu nhir trén niim trong gidi han cho phép theo QCHP 01:2024/TN

Két qua chi c6 gid tr trén mAu thit/ The results are valid only for testing sample.

Tén miu theo khach hang yéu ciw/ Name of samples as the client’s requirement.

Thai gian lvu médu: 5 ngay ké tir ngdy tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu dugc VILAS cong nhin ISO/IEC 17025:2017/ Irems were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha théu phy/ Jtems are tested by subcontractor .

GIAM POC
DIRECTOR

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Trwéng

PTN duge chi dinh bai/ Lab. designated by: B Y Té - Cue An toan Thye phiin Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quan 1y
Chét lwgng Néng Lam san v Thiy sin/ Ministry of Agrieulture - National Agro — Foresty - Fisheries Quality Assurance Department; B Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of “Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

A

Vi ét Tin VIET TIN TESTING CO., LTD &
= PTN & VP Nhan méu: S6 39A, Duémg sb 4, Phudng An Lac, Thanh phd Ho Chi Minh  JEE=MRA
th : . . T

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City o Aﬁ“‘\“\\\\“

' KIEM TRA CHAT LUONG Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

Tel: (028) 3915 8936, (028) 3827 7986 o S 40

Email: ktclviettin@gmail.com

S/ No: 42862.2512/KQ-VTT

Ma sb/ Code: KH.16378 2512

Ma sb mAu/ Sample code: PTN.40743 2512
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Don vi yéu chu/ Customer CONG TY CO PHAN CAP THOAT NUOC TAY NINH
2. Noi ldy mu/ Place of sampling TRAM CAP NUOC BEN CAU
3. Dia chi/ Address 1251 dudng Nguyén Trung Tryc, X4 Bén Cau, Tinh Tiy Ninh
4. Ngay ldy mAu/ Date of receiving 02/12/2025
5. Ngay tra két qua/ Date of issue 15/12/2025
6. Ngudildy miu/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai mau/ Kind of sample Nude sach
8. Phuong phép liy méiu vi bio quén SOP.02-060
mAau/ Sampling and preservation methods -
9. Vi tri liy mu/ Location of sampling 1213 Nguyén Trung True, Xi Bén Céu, Tinh Tay Ninh
Ky hi¢u NTN10
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
' PARAMETERS TESTING METHOD UNIT :
: [SO 9308-1:2014/
*)
)iP Coliforms Amd 1:2016 <1 CFU/100mL <3
ISO 9308-1:2014/
. . - (.) . ”
2. Escherichia coli Amd 1:2016 <1 CFU/100mL =]
Tu ciu vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
*)
Trwe khudn mt xanh
: TCVN 8881:2011
4. (Psem.z'omon?‘s)- (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa)
. ‘ SMEWW 3030 A,E:2023 | Khéng phét hién
*) ] ¥
5, | dsenic (As) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,01
6. | Clodutydo® TCVN 6225-2:2021 0,52 mg/L ““"{']g;_‘i“{’]““g
‘ Khéng phét hién
® 3 g :
T Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
: Khéng phat hign
*) . ¥
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCY 15
SOP.01-436:2022
9 Miii vi (Ref. TCVN 2653:1978, Khong ¢6 mui h Khéng co
’ : SMEWW 2150B, vila mui, vi la
2160B:2023)
10. |pHO TCVN 6492:2011 6,68 ; i

TN

A s U o
"

PTN dugc chi dinh béi/ Lab. designated by: B Y Té - Cye An toan Thye phAm/ Ministry of Health - Agency of Food Safety; Bd NN&PTNT - Cyc Quin 1y
Chiit lwgng Nong Lam sin va Thity san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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Viét Tin

] KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhiin miu: S6 39A, Pudmg sb 4, Phudng An Lac, Thanh phd H6 Chi Minh

Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Sé/ No: 42862.2512/KQ-VTT
Ma sb/ Code: KH.16378 2512
M4 sé mau/ Sample code: PTN.40743 2512
Trang/ Page: 2/'3

KET QUA THU NGHIEM
TESTING REPORT
- CHI TIEU PHUONG PHAP el DON VI —
. THU NGHIEM/ PHAN TiCH/ i TINH/ T
' PARAMETERS TESTING METHOD UNIT :
|1 | Amoni (NHs va NHy' SMEWW 4500- Khéng phat hién — -
| tinh theo N) ©® NH; B&F:2023 (LOD=0,023) g/ 3.
= SMEWW 3030 A,E:2023 | Khong phat hién
12, | Bari(Ba) SMEWW 3111 B:2023 (LOD=0,1) mEe W7
== SMEWW 3030 A,E:2023 | Khong phit hién
*)
13, | Chi(ED) SMEWW 3113 B:2023 | (LOD=0,002) g 0,01
14. | Chi sb Pecmanganat ) TCVN 6186:1996 Kl}gﬁgfﬁg‘g” mgOs/L, 2
A - SMEWW 3030 A,E:2023 | Khéng phat hién
*)
15. | Bodg(Cu) SMEWW 3111 B:2023 | (LOD=0,03) me/l. :
Do ciing, tinh theo “ .
16 | ciin B SMEWW 2340 C:2023 15,8 mg CaCO3/L 300
; ; SMEWW 3030 A,E2023 | Khong phat hién
*) v
17 | Keagan) SMEWW 3111 B:2023 | (LOD=0,03) mg/L 2
SMEWW 3030 = A
18. | Mangan (Mn) ) A&E:2023; K?Erég[ﬂ?%;en mg/L 0,1
SMEWW 3111 B:2023 '
) ; SMEWW 3500 (Al) | Khong phét hi
19. | Nhom (AD © B:2023 S (chl>gDp=0 ozl)én mg/L 0%
: o (o SMEWW 3030 A,E:2023 | Khong phét hi¢n
*)
20. | Mickel (ND SMEWW 3113 B:2023 | (LOD=0,002) ey i
Nitrat (NOs"tinh theo N) | SMEWW 4500 (NOy)-
20 | e 0,038 mg/L 2
Nitrit (NO7" tinh theo N) _ Khéng phét hién
e SMEWW 3030 A,E:2023 | Khong phét hién
( ) 3 ¥
23. | sde(Fe) SMEWW 3111 B:2023 | (LOD=0,03) g/l b
) . SMEWW 3112 Khéng phét hién
24. | Thuy ngan (Hg) © B:2023 i (LODg=E,0001:5) g/ 0,051
25. | Xyanua (CNH)© TCVN 6181:1996 Kﬁg%ﬂgaéggn mg/L 0,05
26, | Atrazine va céc dan xudt SOP.01-395:2022 Khéng phat hién oIl 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) M

PTN dugc chi dinh bdi/ Lab. designated by:
Chéit lwgng Nong Lam san va Thity sin/ Ministry of Agriculture - National Agro — Forestry

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

B Y Té - Cue An toan Thye phdm/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cuc Quin Iy
- Fisheries Quality Assurance Department; B§ Cong Thwong/
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Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan miu: S8 39A, Pudng sé 4, Phudng An Lac, Thanh phd Ho Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

' KIEM TRA CHAT LUONG

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail com

Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42862.2512/KQ-VTT
Mai sb/ Code: KH.16378 2512

M3 sb mAu/ Sample code: PTN.40743 2512

Trang/ Page: 3/3

KET QUA THU NGHIEM

TESTING REPORT
st | venmews | emAntiow | KELOUA | Tyl | ecee
: PARAMETERS TESTING METHOD UNIT :
27. | Chlorpyrifos (Re?".OI?-S[K _égﬁfsozz?%m K}EﬁggD@&tlgi)én e/l A
P e L) I I
29. | Bromodichloromethane (Re ? %E,E lhf eiﬁfdog? 5.4) thil Eg)gf;éit,?;én ug/L 60
e P ) o I
i omm | qumsam [Pmme |
32. | Dibromochloromethane (Re f %iﬁ 11;/;3;?1:02;]? 5.4) Khﬁrj gg};z’i]t,gén png/L 100
33. ;?)‘;E g (Lsé%lgzg?s?ro%) 0,052+ 0,012 Bq/L 0,1
34, gf’t';%ﬁ?m 29 phonz %5 ({}Ssg_lgzgié?%) 0,172+ 0,014 Bo/L 1,0

Ghi chi/ Notes:

Nhén xét; MAu 6 két qua phén tich cdc chi tiéu nhu trén ndm trong gidi han cho phép theo QCHP 01:2024/TN

Két qua chi c6 gid trj trén méu thit/ The results are valid only for testing sample.
Tén mau theo khach hang yéu ciu/ Name of samples as the client’s requirement.
Thoi gian luu méu: 5 ngdy ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Gi6i han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS c6ng nhdn ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:201 7)T

(s/c): Chi tiéu giri nha théu phu/ Items are tested by subcontractor

PHU TRACH CHAT LUQNG -
QUALITY MANAGER

1

ThS. Huynh Ngoc Trudng

PTN dwge chi dinh bai/ Lab. designated by: B§ Y Té - Cye An toAn Thwe phim/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cue Quiin Iy
Chiit lwgng Nong Lim san va Thity san/ Ministry of Agriculture - National Agro — Foresiry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietham.
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Lt N CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
Vl et T in _ VIET TIN TESTING CO., LTD
" . PTN & VP Nhin méu: S6 394, Pudng s6 4, Phuémg An Lac, Thanh phé H& Chi Minh
’ Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
| KIEM TRACHATLUQNG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013
. Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42861.2512/KQ-VTT
Mi sb/ Code: KH.16378 2512
Ma s6 mAu/ Sample code: PTN.40742 2512

Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Don vi yéu cu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi ldy mau/ Place of sampling TRAM CAP NUOC GO DAU ]
3. Dia chi/ Address Quéc 16 22B, Khu phd ndi 8 A, Phudng Go Diu, Tinh Ty Ninh
4. Ngay ldy mAu/ Date of receiving 02/12/2025
5. Ngay tri két qua/ Date of issue 15/12/2025
6. Nguoi ldy mAu/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai mAw/ Kind of sample Nude sach
8. Phuwong phép ldy méu va bio quiin SOP.02-060
mau/ Sampling and preservation methods i
9. Vi tri iy mau/ Location of sampling Bénh vién Xuyén A
Qube 1§ 22B, Ap Tram Viang 2, Phuong Go Déu, Tinh Tay Ninh
Ky hi¢u NTN9
1T cHi TIEU PHUONG PHAP KET QUA/ DON VI QCBP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
% PARAMETERS TESTING METHOD UNIT i
; . ISO 9308-1:2014/
*)
1z Coliforms Amd 1:2016 <1 CFU/100mL <3
ISO 9308-1:2014/
- * . (l)
2 Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cdu vang
3 (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
*
Tryc khuan mi xanh
¥ TCVN 8881:2011
4, (Pseuc?omomis (ISO 16266:2006) | CFU/100mL <1
aeruginosa) ®
; . SMEWW 3030 A,E:2023 | Khong phat hién
®) ’
5| Arsmite (A0) SMEWW 3113 B:2023 | (LOD=0,002) mg/L Gl
6. | Clodutydo® TCVN 6225-2:2021 0,30 mg/L troug khosug ~
0,2-1,0 /S
% " Khéng phat hién =
*) - ¢
il Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2 ;
A,
S Khéng phat hign 7
*) . ¥
8. | Mausic SMEWW 2120C:2023 (LOD=3) TCU 15 \
SOP.01-436:2022
9 Mui vi (Ref. TCVN 2653:1978, Khéng cé mui g Khong c6
2 : SMEWW 2150B, vila mii, vi la
2160B:2023)

[’TT:I dwge chi dinh bail Lab. designated by: B§ Y Té - Cuc An todn Thye phim/ Minisiry of Heallth - Agency of Food Safety; Bd NN&PTNT - Cyc Qudn Iy
Chéit lwgng Nong Lim sin va Thiy sin/ Ministy of Agriculture - National Agro — Foresiry - Fisheries Quality dssurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Viemam.
No. Document: QTCL-13/BM02
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Vl ét Ti n VIET TIN TESTING CO., LTD
; > PTN & VP Nhin mu: S6 39A, Dudng s6 4, Phutmg An Lac, Thanh phé H6 Chi Minh
. Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
KIEM TRACHAT LUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
Sé/ No: 42861.2512/KQ-VTT
Ma sb/ Code: KH.16378 2512
M3 s& mAu/ Sample code: PTN.40742 2512
Trang/ Page: 2/ 3
KET QUA THU NGHIEM
TESTING REPORT
- CHI TIEU PHUONG PHAP KET QUA/ DON VI QCDP
N THU NGHIEM/ PHAN TICH/ RECtLT TINH/ Pl
i PARAMETERS TESTING METHOD UNIT :
10. [pH® TCVN 6492:2011 7,33 ; trong Kivgig
6,0-8,5
11 | Amoni (NHs va NH* SMEWW 4500- Khong phat hién gl i
* | tinh theo N) NH3.B&F:2023 (LOD=0,023) ’
: SMEWW 3030 A,E:2023 | Khéng phét hién
12. | Barl (Ba) SMEWW 3111 B:2023 (LOD=0,1) gL el
‘ SMEWW 3030 A,E:2023 | Khong phat hién
k) ’
13, | Cint () SMEWW 3113 B:2023 | (LOD=0,002) mgl Jiel
14. | Chi sb Pecmanganat TCVN 6186:1996 Kh(grggzgtzhsl)e 2 mgOy/L 2
; SMEWW 3030 A,E:2023 | Khong phat hién
A )
15. | Dong (Cu) SMEWW 3111 B:2023 |  (LOD=0,03) mp/L 1
Pd cirng, tinh theo .
16. | CacOs O SMEWW 2340 C:2023 23,3 mg CaCO/L 300
™ SMEWW 3030 A,E:2023 | Khong phat hi¢n
(&
17. | Kém (Zn) SMEWW 3111 B:2023 | (LOD=0,03) gl 4
SMEWW 3030 . =
18. | Mangan (Mn) A&E:2023; K'zﬁr(ggDpjgt{}}3‘3¢“ mg/L 0,1
SMEWW 3111 B:2023 ’
5 Y SMEWW 3500 (Al) Khéng phat hién
(*)
19. | Nhom (Al B3 (LOD=0,02) mg/L 0,2
: _— SMEWW 3030 A,E:2023 | Khéng phét hién
*
20. | Dliokel (N} SMEWW 3113 B:2023 (LOD=0,002) mg/L 007
51 | Nitrat (NOstinh theo N) SMEwwlttsoo (NO3)- 0,047 mg/L s
*) E:2023
Nitrit (NO5" tinh theo N) : Khéng phat hién
22. |'& TCVN 6178:1996 (LOD=0,01) mg/L 0,05
. b SMEWW 3030 A,E:2023 | Khong phét hién
*) » ¥
23| Sl SMEWW 3111 B2023 | (LOD=0,03) mp/l 07
. SMEWW 3112 Khéng phat hién
24. | Thiy ngan (Hg) © A (He) i ((;Dig,gomi) mg/L 0,001
(%) : Khﬁng phé.t hién
25. | Xyanua (CN") TCVN 6181:1996 (1.OD=0,003) mg/L 0,05

PTN duge chi dinh béil Lab. designated by: Bj Y Té - Cue An toan Thue phiny Ministry of Health - Agency of Food Safety; B NN&PTNT - Cye Quiin Iy
Chiit hrgng Nong Lam san vh Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fi isheries Quality Assurance Department; B Cong Thweng/
Ministry of Industry and Trade of The Socialist Republic of Vietmam.
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() viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktelviettin@gmail.com

PTN & VP Nhin miu: S5 39A, Pudmg sb 4, Phudng An Lac, Thanh phé H6 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

/

VILAS 1074 VIMCERTS 211

Trang/ Page: 3/3

S6/ No: 42861.2512/KQ-VTT
Mi sb/ Code: KH.16378 2512
Ma sb méiu/ Sample code: PTN.40742 2512

KET QUA THU NGHIEM
TESTING REPORT
S CHI TIEU PHUONG PHAP R DON VI b=
" THU NGHIEM/ PHAN TiCH/ e TiNH/ i
: PARAMETERS TESTING METHOD UNIT iget
26, | Atrazine va céc dén xuét SOP.01-395:2022 Khéng phat hién ;. 100
* | chloro-s-triazine (Ref. USA EPA 8270D) | (LOD=0,15) He/
— SOP.01-396:2022 | Khong phét hién
™
27. | Chlorpyrifos (Ref, USA EPA 8270D) | (LOD=0,15) he/L 30
. . SOP.01-371:22022 | Khong phat hién
9 i
28. | Propanil Ug/L (Ref. USA EPA 8270D) | (LOD=0,015) hgll 2
| SOP.01-368:2022 | Khong phit hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 | Khong phét hién
30, | Brogp oo (Ref. EPA Method 515.4) |  (LOD=1,5) e/t 100
SOP.01-368:2022 | Khong phét hién
31, | Chigroform (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L 2y
. SOP.01-368:2022 | Khong phét hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) png/L 100
33 Téng hoat dd phong xa ISO 10704:2019; Khong phét hién Ba/LL 0.1
| alpha @ (05.2-CL4/ST 7.3) (LOD=0,03) q ,
Téng hoat 6 phong xa ISO 10704:2019;
34| beta &0 (05.2-CL4/ST 7.3) Sh =00 Bt b

Ghi chif Notes:

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Trwéng

Nhin xét: MAu c6 két qua phén tich céc chi tiéu nhu trén niim trong gidi han cho phép theo QCHP 01:2024/TN
Két qua chi c6 gié tri trén mau thit/ The results are valid only for testing sample.

Tén méu theo khach hang yéu cu/ Name of samples as the client’s requirement.

Théi gian Ivu mAu: 5 ngdy ké tir ngdy tra két qua Time-limit of storage: 5 days from reporting date.

LOD: Gidi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accre

dited by VILAS (ISO/IEC 17025:2017) ,.
(s/c): Chi tiéu giri nha théu phu/ ltems are tested by subcontractor .

GIAM POC

L5

PTN duoc chi dinh béi/ Lab. designated by: Bo Y Té - Cuc An todn Thye phimy/ Mir
Chét lwgng Nong Lam sin vd Thiy san/ Ministry of Agrieulture - National Agro —
Ministry of Industry and Trade of The Socialist Republic of Vietman.

iistry of Health - Agency of Food Safety; Bj NN&PTNT - Cye Quin ly
Forestry - Fisheries Quality Assurance Departiment; B§ Céng Thwong/

Version: 11
Date of issue: 15/07/2025

No. Document: QTCL-13/BMO02

SUKHAC BIET TU CHAT LUQONG DICH VU VA CHUYEN MON
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Vi ét Tin VIET TIN TESTING CO., LTD , N
G PTN & VP Nhn miu: S6 39A, Dudng sé 4, Phuémg An Lac, Thanh phé HO Chi Minh  JEC=WRA
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City ’/f,?\\“:\“

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail.com

Ay,

Fax: (028) 3824 7013
Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42860.2512/KQ-VTT
M3 sb/ Code: KH.16378 2512

Ma s6 miu/ Sample code: PTN.40741 2512

Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Don vi yéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi ldy miu/ Place of sampling TRAM CAP NUGC GO DAU
3. Dia chi/ Address Quéc 16 22B, Khu phd ni 6 A, Phudng Go Déu, Tinh Tay Ninh
4. Ngay Iy mau/ Date of receiving 02/12/2025
5. Ngay tra két qua/ Date of issue 15/12/2025
6. Ngudildy mAu/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai mau/ Kind of sample Nudéc sach
8. Phuong phép liy miu va bio quin SOP.02-060
mau/ Sampling and preservation methods
9, Vi tri ldy mav/ Location of sampling Nha may nwée Thanh Ha
Pudng Hiing Vwong, Khu phé Thanh Ha, Phuong Go Diu,
Tinh TAy Ninh
Ky hi¢u NTNS
— CHI TIEU PHUONG PHAP KET QUA/ DPON VI QCPP
No THU NGHIEM/ PHAN TiCH/ RESULT TiNH/ 01:2024/TN
: PARAMETERS TESTING METHOD UNIT Y
: I1SO 9308-1:2014/
*)
I Coliforms Amd 1:2016 <1 CFU/100mL <3
ISO 9308-1:2014/
] * + (1‘)
2. Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL =0
*)
True khuén mi xanh
J TCVN 8881:2011
4. (Psem’famonfis) (ISO 16266:2006) <1 CFU/100mL 2l
aeruginosa)
. SMEWW 3030 A,E:2023 | Khéng phét hié
® , gp en
el SMEWW 3113 B:2023 | (LOD=0,002) g 0,0
6. | Clodutydo® TCVN 6225-2:2021 0,70 mg/L trang Khosug
0,2-1,0
x Khong phat hién
(*) s ¥
7. | Po duc SMEWW 2130 B:2023 (LOD=0,15) NTU ¥
z Khong phét hién
£ v -
8. | Mau sic SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
6 | wiied (Ref. TCVN 2653:1978, | Khéng c6 mui g Khong c6
= : SMEWW 2150B, vila miti, vi Ia
2160B:2023)

2 ~ee\

A7 3

_\\‘d *MS Vi)

PTN duge chi dinh boi/ Lab. designated by: Bo Y Té - Cue An toan Thye phéiny Ministry of Health - Agency of Food Safety; By NN&PTNT - Cuc Quin Iy
Chéit lwgng Néng LAm san vi Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic af Vietham.
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~)\Viét Tin

: KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: kiclviettin@gmail.com

PTN & VP Nhin mAu; Sé 39A, Pudng s6 4, Phudmg An Lac, Thanh phé H Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

S6/ No: 42860.2512/KQ-VTT
Ma sb/ Code: KH.16378 2512
M s6 mAu/ Sample code: PTN.40741 2512

Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP - ; DPON VI
YT/ THUNGHIEW/ PHAN TiCH/ i TINH/ W2
: PARAMETERS TESTING METHOD UNIT i3
10. [pH® TCVN 6492:2011 7,36 - “’““‘sgokg';ﬁ“g
[ | Amoni (NHs vaNHy SMEWW 4500- Khong phét hién =
* | tinh theo N) ®) NH:.B&F:2023 (LOD=0,023) Mg ”
, SMEWW 3030 A,E:2023 | Khong phét hién -
12| banbg SMEWW 3111 B:2023 (LOD=0,1) gL o7
. 8 SMEWW 3030 A,E:2023 | Khong phét hién
" ; g phét hi
13. | Chi (E0) SMEWW 3113 B:2023 (LOD=0,002) me/l. L
14. | Chi sb Pecmanganat *) TCVN 6186:1996 Ki’gggggtz}};f o mgO,/L 2
; ; SMEWW 3030 A,E2023 | Khéng phét hié
*) > £ phat hign
13, | DUEE (Cw) SMEWW 3111 B:2023 | (LOD=0,03) mp/l 1
P06 cing, tinh theo
16 | oot ® SMEWW 2340 C:2023 19,8 mg CaCOs/L 300
; SMEWW 3030 A,E:2023 | Khong phét hié
(L] , £ phat hign
17 | Bemgen) SMEWW 3111 B:2023 | (LOD=0,03) el 2
SMEWW 3030 )
18. | Mangan (Mn) © A&E:2023; Khsg%p_h(ftog‘é“ mg/L 0,1
SMEWW 3111 B:2023 (LD
) \ SME 0 (A 5ng phét hié
19. | Nhém (Al © WW 208 K‘EEggDngtog‘)‘?“ mg/L 02
. - SMEWW 3030 A,E:2023 | Khéng phét hi¢
® ’ g phat hién
2. | Nickel (ND SMEWW 3113 B:2023 (LOD=0,002) e/l 0,07
Nitrat (NOy"tinh theo N) | SMEWW 4500 (NO3")-
gt | s 0,040 mg/L 2
Nitrit (NOy" tinh theo N) Khéng phat hién
22. * : !
. TCVN 6178:1996 o Ly mg/L 0,05
e SMEWW 3030 A,E:2023 | Khong phét hién
® , £ phat g
4. | Ser(be) SMEWW 3111 B:2023 | (LOD=0,03) e L
. y SMEWW 3112 (H Khéng phit hié
24. | Thiy ngfn (Hg) © B:2023 e (Ifloogighg(t){? ! ?)] mg/L Lol
25. | x CNI O / Khong phat hién
! yanua (CN") TCVN 6181:1996 (LOD=0,003) mg/L 0,05
2 Atrazine va céc din xudt SOP.01-395:2022 Khong phéat hién L 00
* | chloro-s-triazine (Ref. USA EPA 8270D) | (LOD=0,15) ne/ .

PTN duge chi dinh béi/ Lab. designated by: By Y Té - Cuc An todn Thue phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quén ly
Chiit lugng Nong Lam sin va Thity san/ Ministry of Agriculture - National Agro — Foresiry - Fisheries Quality Assurance Departmeni; B§ Cong Thuong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02

Version: 11
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

- V' A t T’ VIET TIN TESTING CO., LTD
Ie I n PTN & VP Nhan mu: $6 39A, Puéng sé 4, Phudmg An Lac, Thanh phé HO Chi Minh
* Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
) KIEM TRACHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

S8/ No: 42860.2512/KQ-VTT

Mi sb/ Code: KH.16378 2512

M3 sb mAu/ Sample code: PTN.40741 2512
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
s CHI TIEU PHUONG PHAP R PON V1 —
i THU NGHIEM/ PHAN TiCH/ R TINH/ I
- PARAMETERS TESTING METHOD UNIT :
=% SOP.01-396:2022 | Khong phét hién
*)

27. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) pg/l 30

. + SOP.01-371:2022 Khéng phat hién
(6] ¥

28.. | Propanil Ug/L (Ref. USA EPA 8270D) | (LOD=0,015) he/l a0
. SOP.01-368:2022 | Khong phat hién

29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 | Khong phat hién

50, | Bromutom (Ref. EPA Method 515.4) |  (LOD=1,5) ugll, 10
SOP.01-368:2022 | Khong phat hién

A | Cal i (Ref. EPA Method 515.4) |  (LOD=1,5) he/L aul
. : SOP.01-368:2022 | Khong phat hién

32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100

43 | Tong hoat 40 phong xa 1SO 10704:2019; Khong phét hién . =

+ | alpha (05.2-CL4/ST 7.3) (LOD=0,03) q ,
Téng hoat d6 phong xa ISO 10704:2019;
34, | et Gl 0,093 +0,010 Bq/L 1,0

Ghi chil/ Notes: ; :
Nhin xét: MAu c6 két qua phén tich cdc chi tiéu nhur trén nam trong gidi han cho phép theo QCDP 01:2024/TN

Két qué chi c6 gi4 trj trén mau thi/ The results are valid only for testing sample.

Tén miu theo khich hang yéu ciu/ Name of samples as the client’s requirement.

Théi gian lru mAu: 5 ngay ké tir ngy tr két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Giéi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu dugc VILAS cong nhan ISO/IEC 17025:2017/ ftems were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha thdu phy/ Jtems are tested by subcontractor

GIAM POC
DIRECTOR

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Trudng

PTN duoc chi dinh bai/ Lab. designated by: B Y Té - Cue An toan Thye phim/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cuc Quin Iy
Chiit lwgng Néng Lam sin va Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Depariment; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02 SUKHAC BIET TU' CHAT LUGNG DICH VY VA CHUYEN MON
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(\Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Pudmg sb 4, Phuong An Lac, Thanh phé Hb Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

86/ No: 42859.2512/KQ-VTT
M3 s/ Code: KKH.16378 2512
M3 sé mau/ Sample code: PTN.40740 2512
Trang/ Page: 1/3

bl

e R ey

Pon vi yéu ciu/ Customer
Noi liy miu/ Place of sampling
Pia chi/ Address

Ngay lay mau/ Date of receiving

Ngay tra lkét qué/ Date of issue
Ngudi 1Ay mAu/ Sampling staff
Loai mau/ Kind of sample

Phuong phép 1y miu va bio quén :

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN (\l&PﬁTHOAT NUGOC TAY NINH
TRAM CAP NUOC GO DAU
Quéc 16 22B, Khu phé ndi 6 A, Phudng Gd Déu, Tinh Téy Ninh

02/12/2025
15/12/2025

Huynh Ngoc Tudn — Huynh Tén Thinh

Nude sach
SQOP.02-060

mAu/ Sampling and preservation methods

Vi tri liy mAu/ Location of sampling Nha thude Tiung Lam, Pwong Phio Binh, Khu ph6 X6m Méi 2,
Phuwong Go Déu, Tinh Tay Ninh
Ky hiéu NTN7
- CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
o PARAMETERS TESTING METHOD UNIT N
; 1SO 9308-1:2014/ .
L&)
1. Coliforms Amd 1:2016 <1 CFU/100mL <3
. 1SO 9308-1:2014/
; 1 i®
2. Escherichia coli Amd 1:2016 ] CFU/100mL <11
Tu céu vang
3. | (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
s *
Truc khudn mu xanh
TCVN 8881:2011
4. (P.?euc?omon.g.a; (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa)
: " SMEWW 3030 A,E:2023 | Khéng phét hién
*) :
5. |Amenic(As) SMEWW 3113 B2023 | (LOD=0,002) mg/L 0,04
6. | Clodutydo® TCVN 6225-2:2021 0,61 mg/L - Lo
ALy
. Khéng phat hi¢n
7. Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
S % Khong phét hién
® :
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 M vi (Ref. TCVN 2653:1978, Khéng c6 mui ) Khong c6
: ' SMEWW 21508, vila miti, vi Ia
2160B:2023)

Z\

»‘Atu:
P T N

<)

4

PTI;J duge chi dinh boi/ Lab. designated by: By Y Té - Cuc An toan Thue phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quin Iy
Chiit lwgng Nong Lim sin va Thity san/ Minisiry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Depariment; B Cong Thuwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

Viéet T in VIET TIN TESTING CO., LTD &
o PTN & VP Nhan miu; Sé 39A, Pudng sb 4, Phudng An Lac, Thinh phd Ho Chi Minh 3! m__ =
Laboratory & Office: No.39A, 4% Street, An Lac Ward, Ho Chi Minh City N S Lt
KIEM TRA CHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 R
Email; ktclviettin@gmail.com Web: kiemnghiemviettin.com
S5/ No: 42859.2512/KQ-VTT
Ma sb/ Code: KH.16378 2512
Ma sé miu/ Sample code: PTN.40740 2512
Trang/ Page: 2/ 3
KET QUA THU NGHIEM
TESTING REPORT
_— CHI TIEU PHUONG PHAP KET QUA/ DON VI OCPP
22 THU NGHIEM/ PHAN TiCH/ oy TINH/ sl
; PARAMETERS TESTING METHOD UNIT ‘
3 trong khoing
*) . &
10. | pH TCVN 6492:2011 7,24 6.0.85
1 Amoni (NH; va NH4* SMEWW 4500- Khéng phat hién mal 03
* | tinh theo N) @ NH3.B&F:2023 (LOD=0,023) .
. SMEWW 3030 A,E:2023 | Khong phét hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) gyl 0.7
. SMEWW 3030 A,E:2023 | Khéng phat hién
gt
13, | Ciil (£ SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0:81
ek " Khong phat hién
*) %
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgOy/L 2
g SMEWW 3030 A,E:2023 | Khong phét hién
5 *)
5. | Dot (Ch) SMEWW 3111 B:2023 | (LOD=0,03) nell :
5, | P%Eing, Hob feo SMEWW 2340 C:2023 20,8 mg CaCO4/L 300
CaCO;
: SMEWW 3030 A,E:2023 | Khong phét hién
el
17, | Xemp(en) SMEWW 3111 B2023 | (LOD=0,03) gL 2
SML W Khéng phét hién
18. | Mangan (Mn) © A&E:2023; oy i 03) mg/L 0,1
SMEWW 3111 B:2023 ’
; ; SMEWW 3500 (Al) | Khong phét hién
*)
19, | Noon(Al) B:2023 (LOD=0,02) mEL L
. e SMEWW 3030 A,E:2023 | Khong phét hién
*) —
20. | Nickel (NI) SMEWW 3113 B:2023 | (LOD=0,002) e/l 0.0% A
Nitrat (NOs-tinh theo N) | SMEWW 4500 (NOx)- 24
Nitrit (NO," tinh theo N) g Khéng phat hién A
3. | w TCVN 6178:1996 (LOD=0,01) mg/L 0,05 vl
. ‘ SMEWW 3030 A,E:2023 | Khéng phat hién o
*) “# |
23. | Sat(Fe) SMEWW 3111 B:2023 | (LOD=0,03) e/l 02 i
e . SMEWW 3112 (Hg) | Khéng phat hién
)
24. | Thiy ngan (Hg) B:2023 (LOD=0,00015) me/l. DODE
[ Khong phét hién
*) ¥
25, | Xyanua (CN°) TCVN 6181:1996 (LOD=0,003) mg/L 0,05

h420)

NG
NH}
KIEN

T1

{

—
-

|

PTN duge chi dinh boi/ Lab. designated by: BH Y Té - Cue An todn Thye phiin/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quén I
Chiit lwong Nong Lam san va Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; By Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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“)\Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Puing s6 4, Phudng An Lac, Thanh phé Hé Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42859.2512/KQ-VTT
Mi s6/ Code: KH.16378 2512
Ma sé mAu/ Sample code: PTN.40740 2512

Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
e CHI TIEU PHUONG PHAP S vt DON VI —
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
: PARAMETERS TESTING METHOD . UNIT :
26 Atrazine va cdc dfn xuét SOP.01-395:2022 Khong phat hién gL 100
" | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
= SOP.01-396:2022 Khéng pht hién
*
27. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ne/L ah
: . SOP.01-371:2022 Khong phét hién
*) ¥
28, | PropaniCUG/L, (Ref. USA EPA 8270D) | (LOD=0,015) he/L 20
. SOP.01-368:2022 Khéng phat hién
29, | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 Khong phat hién
30.. | Brofoform (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L. 4
SOP.01-368:2022 Khéng phét hién
31, | Chioroform (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L 800
! SOP.01-368:2022 Khéng phét hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100
33 Tdng hoat d phéng xa I1SO 10704:2019; Khéng phét hién Ba/L 0.1
+ | alpha @ (05.2-CL4/ST 7.3) (LOD=0,03) g ’
Téng hoat d6 phong xa 1SO 10704:2019;
34 | peta ®0) (05.2-CL4/ST 7.3) Cotie 20,001 BqlL. 10
Ghi chi/ Notes:

Nhin xét: Mau c6 két qua phan tich céc chi tiéu nhw trén nim trong gi¢i han cho phép theo QCDP 01:2024/TN

Két qua chi ¢ gid tri trén mAu thit/ The results are valid only for testing sample.

Tén méu theo khéch hang yéu ciu/ Name of samples as the client's requirement.

Thoi gian Ivu miu: 5 ngay ké tir ngay tra két qué/ Time-limit of storage: 5 days from reporting date. :
LOD: Gidi han phét hién / LOD: Limit of Detection. »

(*): Chi tiéu duge VILAS céng nhén ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017) \:
(s/c): Chi tiéu guri nha thiu phu/ ltems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUArLITY MANAGER

ThS. Huynh Ngoc Truéng

=

PTN dirge chi dinh béi/ Lab. designated by: B§ Y Té - Cue An toin Thye phim/ Ministry of Health - Ageney of Food Safety; B§ NN&PTNT - Cye Quiin 1y
Chét lwgng Néng Lam sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; By Cong Thwong/
Ministry of Industy and Trade of The Socialist Republic of Vietmam.
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( \Viét Tin

8 KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email; kiclviettin@gmail.com

PTN & VP Nhin mu: $6 39A, Pudng s6 4, Phudng An Lac, Thanh phé Ho Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

Sb/ No: 42858.2512/KQ-VTT
M3 s/ Code: KH.16378 2512
M3 s6 mAu/ Sample code: PTN.40739 2512
Trang/ Page: 1/3

1. Pon viyecu ciu/ Customer

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUGC TAY NINH
TRAM CAP NUGC TRANG BANG
Quéc 16 22, Khu phé Loc An, Phuong Trang Bang, Tinh Tdy Ninh

Huynh Ngoc Tuéin — Huynh Tan Thinh

2. Noildy méu/ Place of sampling

3. Dia chil Address

4. Ngay ldy mAu/ Date of receiving 02/12/2025
5. Ngay tra két qua/ Date of issue 15/12/2025
6. Ngudi 1Ay méu/ Sampling staff

7. Loai miu/ Kind of sample Nudc sach
8. Phuong phép liy miu va bio quin SOP.02-060

mau/ Sampling and preservation methods

9. Vitri lAy mAu/ Location of sampling

Tram clp nwée Giéng Mach .
Puwing Nguyén Viin Kién, Khu pho Loc An, Phuong Tring Bang,

Tinh Tay Ninh
Ky hi¢u NTN6
STT/ QHI TIEU PHU?NG PHAP KET QUA/ DQN VI QCHP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
3 PARAMETERS TESTING METHOD UNIT i
] ISO 9308-1:2014/
*)
1 Coliforms Amd 1:2016 <1 CFU/100mL <3
: 1SO 9308-1:2014/
- * (‘)
2. Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 < CFU/100mL <1
*)
True khudn mi xanh
’ TCVN 8881:2011 4
4, (Psem.fomam(:.s) (ISO 16266:2006) =1 CFU/100mL <1
aeruginosa)
: . SMEWW 3030 A,E:2023 | Khdng phét hién
*) ] ¥
Gl e SMEWW 3113B:2023 | (LOD=0,002) mg/L :04
6. | Clodutydo® TCVN 6225-2:2021 0,50 mg/L i
" + Khéng phat hién
* ;
1 D duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
£ Khéng phét hién
*) .
8. | Mausdc SMEWW 2120C:2023 (LOD=3) TC 15
SOP.01-436:2022
9 Mili vi (Ref. TCVN 2653:1978, Khong c¢6 mui . Khong c6
' : SMEWW 2150B, vila miii, vi la
2160B:2023)

PTN dugc chi dinh bai/ Lab. designated by:
Chit lwgng Nong Lam sin va Thy san/ Minisiry of Agriculture - National Agro — Forestry - Fisheries

Ministry of Industry and Trade of The Socialist Republic of Vieman.

B3 Y Té - Cuc An toan Thye phAm/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quén Iy
Quality Assurance Department; B Cong Thwong/
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Version: 11
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Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan miu: S 39A, Puomg sé 4, Phuong An Lac, Thanh phé H6 Chi Minh

Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

. KIEM TRA CHAT LUNG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 ol
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42858.2512/KQ-VTT
M3 s6/ Code: KH.16378 2512
M3 sé mAu/ Sample code: PTN.40739 2512
Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
No. g RESULT Ll 01:2024/TN
PARAMETERS TESTING METHOD UNIT :
0. [pH® TCVN 6492:2011 6,58 5 trong Khoasg
6,0-8,5
1 Amoni (NH3 va NH4" SMEWW 4500- Khong phét hién o 03
* | tinh theo N) ) NH;.B&F:2023 (LOD=0,023) % ,
> SMEWW 3030 A,E:2023 | Khong phat hi¢n
£. | Bari{By SMEWW 3111 B:2023 (LOD=0,1) melt 0,7
. i SMEWW 3030 A,E:2023 | Khéng phét hién
™) 3
13. |iCat (B8) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,01
£ * " ! Khé’mg phét hlé]’l
14. | Chi s0 Pecmanganat T'CVN 6186:1996 (LOD=0,25) mgO,/L 2
x - SMEWW 3030 A,E:2023 | Khéng phét hién
15. | Do (Cy) SMEWW 3111 B:2023 | (LOD=0,03) gL :
bg cing, tinh theo :
16. | Gt @ SMEWW 2340 C:2023 21,8 mg CaCOs/L 300
> SMEWW 3030 A,E:2023 | Khéng phét hién
( ) ] ¥
17. | Kemi(@n) SMEWW 3111 B:2023 | (LOD=0,03) e/ =
SMEWW 3030 .
18. | Mangan (Mn) © A&E:2023; K?ﬁ‘(‘)g[)":hé‘tolj“)é“ mg/L 0,1
SMEWW 3111 B:2023 ’
. ) SMEWW 3500 (Al) | Khéng phét hién
™ s
19 .| Nhw (i) B:2023 (LOD=0,02) myls 0.2 i
A
. ok SMEWW 3030 A,E:2023 | Khong phat hién AAp420
*) v SV
e SMEWW 3113B:2023 | (LOD=0,002) L 00T s
Nitrat (NO5"tinh theo N) | SMEWW 4500 (NOx)- ~INH
2L e E:2023 @60 mg/L 4 Wi
Nitrit (NOy" tinh theo N) \ Khéng phat hién VIET
. {re.
: : SMEWW 3030 A,E:2023 | Khong phét hién =
Za) ()
2. | Sar¥e) SMEWW 3111 B:2023 | (LOD=0,03) gL 0,3
i " SMEWW 3112 (H. Khéng phét hié
24. | Thiy ngn (Hg) © o (Hg) (ngg: E 0001‘?5‘; mg/L 0,001
NG Khong phat hign
i .
25. | Xyanua (CN) TCVN 6181:1996 (LOD=0,003) mg/L 0,05

PTN duge chi dinh béi/ Lab. designated by:
Chéit lwgng Nong Lam san va Thiy san/ Ministry of Agriculiure - National Agro — Forestry - Fisheries

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

Bd Y Té - Cue An toan Thyc phim/ Ministry of Health - Agency of Food Safety; Bj NN&PTNT - Cyc Quin ly
Quality Assurance Department; By Cong Thwong/
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Version: 11
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A ) CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Viet Tl n _ VIET TIN TESTING CO., LTD o
. PTN & VP Nhan mdu: S4 39A, Puomg s6 4, Phuémg An Lac, Thanh pho Ho Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
. KIEM TRA CHAT LUNG | el: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 ey e
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
Sé/ No: 42858.2512/KQ-VTT
Mi s6/ Code: KH.16378 2512
M s6 mau/ Sample code: PTN.40739 2512
Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
iy PARAMETERS TESTING METHOD UNIT )
2% Atrazine va céc din xuft SOP.01-395:2022 Khong phét hién oL 100
" | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
i i SOP.01-396:2022 Khong phat hién
*) ¥
27. | Chiorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) he/l HY
‘ ‘ SOP.01-371:2022 Khong phat hign
) Y
28. | Propanil GUg/L (Ref. USA EPA 8270D) | (LOD=0,015) ne/l 4
L SOP.01-368:2022 Khéng phét hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 Khéng phét hién
30. | Beggalonn (Ref. EPA Method 515.4) |  (LOD=L,5) ne/l o
SOP.01-368:2022 Khong phét hién :
3. | Chigrotonn (Ref. EPA Method 515.4) |  (LOD=1,5) ng/L 200
? SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ne/L 100
33 Tbng hoat d6 phéng xa I1SO 10704:2019; Khéng phét hién Ba/L 01
* | alpha & (05.2-CL4/ST 7.3) (LOD=0,03) q ’
Téng hoat d§ phéng xa ISO 10704:2019;
34 peta @) (05.2-CL4/ST 7.3) L gl B 14
Ghi chi/ Notes:
Nhan xét: MAu ¢6 két qua phén tich céic chi tiéu nhu trén nim trong gioi han cho phép theo QCPP 01:2024/TN
Két qua chi ¢6 gid trj trén mAu thit/ The results are valid only for testing sample.
Tén méu theo khéach hang yéu cdu/ Name of samples as the client's requirement.
Thi gian lru mAu: 5 ngdy ké tir ngdy tré k&t qui/ Time-limit of storage: 5 days from reporting date.
LOD: Giéi han phét hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhén ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017)

(s/c): Chi tiéu giri nha théu phy/ Items are tested by subcontractor
o
PHU TRACH CHAT LUQNG GIAM DOC

QUALITY MANAGER

ThS. Huynh Ngoc Trudng

PTN duge chi dinh béi/ Lab. designated by: B§ Y Té - Cuc An todn Thye phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quén 1y
Chéit lwgng Nong Lam sin va Thay san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Depariment; B Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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; | . CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
V| et Tl n VIET TIN TESTING CO., LTD
> PTN & VP Nhan mau: S6 39A, Pudng sb 4, Phuong An Lac, Thanh phé HO Chi Minh
< Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City A7 g3 =
KIEM TRA CHAT LUONG | el (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 T YA Tels Vlbeeira s
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42857.2512/KQ-VTT
Mii s6/ Code: KH.16378 2512
Ma s& mau/ Sample code: PTN.40738 2512
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Don viyéu ciu/ Customer : CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi lé{y mau/ Place of sampling H TRAM C;\P NUOC TRANG BANG
3. Dia chi/ Address ¢ Quobe 16 22, Khu phé Loc An, Phudng Trang Bang, Tinh Tay Ninh
4. Ngay lay mau/ Date of receiving : 02/12/2025
5. Ngay tra két qua/ Date of issue :  15/12/2025
6. Nguoildy miu/ Sampling staff :  Huynh Ngoc Tuén — Huynh Tén Thinh
7. Logi miu/ Kind of sample :  Nudc sach
8. Phuong phap ldy mAu va bio quan : SOP.02-060
mau/ Sampling and preservation methods
9. Vi tri iy miu/ Location of sampling ~ : 24 Linh Binh Tong, Khu phd Loc An, Phudng Tring Bang,
Tinh Tay Ninh
Ky hi¢u NTNS
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
2 PARAMETERS TESTING METHOD UNIT :
: 1SO 9308-1:2014/
*)
1. Coliforms Amd 1:2016 <1 CFU/100mL <3
1SO 9308-1:2014/
. - . (K)
2. Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cau vang
3. (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
)
Trwe khuan mi xanh
: TCVN 8881:2011
4. (Pseucf’omonﬁi (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa)
. ¥ SMEWW 3030 A,E:2023 | Khong phdt hién
)
5. | Arsenic (AS) SMEWW 3113 B:2023 | (LOD=0,002) pp/L 0.01
6. | Clodutwdo® TCVN 6225-2:2021 0,48 mg/L t""“‘]gzki“(’f“g
gLy
= . Khong phét hién
*) :
7 D duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
Rl et Khéng phat hién
*) 7 ‘
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Mii vi (Ref. TCVN 2653:1978, Khéng c6 mui Khong cé
’ ; SMEWW 21508, vi la ) mui, vi la
2160B:2023)
PTN duge chi dinh bai/ Lab. designated by: B§ Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cyc Quiin Iy
Chét lugng Nong Lim sin v Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Céng Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnan.
L0 QTCL-13/BME2 SUKHAC BIET TU CHAT LUQNG DJCH VU VA CHUYEN MON
D Ll MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE
ate of issue: 15/07/2025




o ) CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Viet T in VIET TIN TESTING CO., LTD ,
. PTN & VP Nhin miu: S6 39A, Pudng s6 4, Phwdng An Lac, Thanh pho Hé Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
KIEM TRA CHAT LUONG | el (028) 3015 8936, (028) 3827 7986 Fax: (028) 3824 7013 i,
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42857.2512/KQ-VTT
M3 sb/ Code: KH.16378 2512
Mi s& mAu/ Sample code: PTN.40738 2512
Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCDP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
4 PARAMETERS TESTING METHOD UNIT :
10. |pH® TCVN 6492:2011 6,50 . t"°‘:;g0k§‘;a“g
: Sl |
11 | Amoni (NHs va NHy* SMEWW 4500- Khéng phét hién mglt 03
* | tinh theo N) ) NH3.B&F:2023 (LOD=0,023) ”
. SMEWW 3030 A,E:2023 | Khong phat hi¢n
12. | Beri (B9) SMEWW 3111 B:2023 (LOD=0,1) mg/L. 47
< " SMEWW 3030 A,E:2023 | Khong phét hi¢n
*) ) :
13. | Chi(ED) SMEWW 3113 B:2023 | (LOD=0,002) Mgl 0
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO2/L 2
, ® SMEWW 3030 A,E:2023 | Khdng phét hign
15. | Bong (Cu) SMEWW 3111 B:2023 | (LOD=0,03) mg/L 1
Do cing, tinh theo :
16. | Gacos @ SMEWW 2340 C:2023 26,3 mg CaCOs/L 300
’ SMEWW 3030 A,E:2023 | Khong phét hién
* ’
17, . | Kengign) SMEWW 3111 B:2023 | (LOD=0,03) g 4
SMEWW 3030 %
18. | Mangan (Mn) © A&E:2023; Kl(‘g‘égDpfgtO‘;‘)@“ mg/L 0,1
SMEWW 3111 B:2023 3
+ SMEWW 3500 (Al) Khong phat hién =
*
16, | Nibm (AL B:2023 (LOD=0,02) mg/L 02 }_‘L_?i
. - SMEWW 3030 A,E:2023 | Khéng phat hién ING”
® ’
20, | Mickel (NI) SMEWW 3113 B:2023 | (LOD=0,002) oL 0 TNHE
SHKIEM
Nitrat (NO3~tinh theo N) SMEWW 4500 (NOs")- A
Nitrit (NO7" tinh theo N) : Khong phét hién “"‘?P"
2. | s TCVN 6178:1996 (LOD=0,01) mg/L 0,05 o LY
£ 8 SMEWW 3030 A,E:2023 | Khéng phat hién
*) ] -
23. | sdt(Fe) SMEWW 3111 B:2023 | (LOD=0,03) mg/L 93
: - SMEWW 3112 (Hg) | Khong phét hi¢n
*)
24, | Thuy ngin (Hg) B:2023 (LOD=0,00015) mg/L 0,001
g Khong phat hi¢n
) .
I_ZS. Xyanua (CN°) TCVN 6181:1996 (LOD=0,003) mg/LL 0,05
PTN duwoc chi dinh béi/ Lab. designated by: BY Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quiéin 1y
Chéit lugng Néng Lam sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
e RIGE-12/BM SUKHAC BIET TU CHAT LUQNG DJCH VY VA CHUYEN MON
D"“’""]: _ MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE
ate of issue: 15/07/2025




CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhan miu: S 39A, Duémg s6 4, Phudng An Lac, Thanh phé HS Chi Minh

Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Viét Tin

KIEM TRA CHAT LUQNG

S6/ No: 42857.2512/KQ-VTT
Ma sb/ Code: KH.16378 2512
M3 s6 mAu/ Sample code: PTN.40738 2512

Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
e THU NGHIEM/ PHAN TiCH/ Rt TINH/ P
) PARAMETERS TESTING METHOD UNIT :
56, | Atrazine va céc dan xuat SOP.01-395:2022 Khong phat hign oL 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
n SOP.01-396:2022 Khoéng phat hién
[62)
27. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) heg/l 30
: + SOP.01-371:2022 Khéng phat hi¢n
- 53]
28, | PropanitCy/L (Ref. USA EPA 8270D) | (LOD=0,015) ng/L 20
: SOP.01-368:2022 Khong phét hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368:2022 Khong phat hién
ad.. Brleens (Ref. EPA Method 515.4) |  (LOD=1,5) he/L 19
SOP.01-368:2022 Khéng phét hién
A1 | Cigln (Ref. EPA Method 515.4) | (LOD=1,5) he/l —
; SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
33 Tbng hoat d§ phéng xa ISO 10704:2019; Khong phat hién Ba/L 01
* | alpha @ (05.2-CL4/ST 7.3) (LOD=0,03) q ’
34 Tbng hoat 6 phong xa ISO 10704:2019; Khéng phat hi¢n Ba/L 1.0
* | beta (05.2-CLA4/ST 7.3) (LOD=0,07) 4 ’

Ghi chi/ Notes:

Nhan xét: Mu ¢6 két qua phén tich céc chi tiéu nhw trén nim trong gi6i han cho phép theo QCDP 01:2024/TN
Két qua chi c6 gia tr trén méu thit/ The results are valid only for testing sample.

Tén méu theo khach hang yéu ciu/ Name of samples as the client’s requirement.

Thoi gian luu miu: 5 ngiy ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Gi6i han phét hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha théu phy/ Jtems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER 4

ThS. Huynh

GIAM POC

PTN dugc chi dinh bai/ Lab. designated by:

B Y Té - Cuc An todn Thye phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cuc Quan Iy

Chéit lwgng Nong Lim sdn va Thiy sin/ Minisiry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02

Version: 11

Date of issue: 15/07/2025

SUKHAC BIET TU' CHAT LUQNG DICH VI VA CHUYEN MON
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Puimg sb 4, Phuémg An Lac, Thanh phé H5 Chi Minh

Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

Viat Tin

KIEM TRA CHAT LUQONG

VILAS 1074 VIMCERTS 211

S6/ No: 42856.2512/KQ-VTT

Mi s6/ Code: KH.16378 2512

M3 s6 méiu/ Sample code: PTN.40737 2512
Trang/ Page: 1/3

\

a\%

i
= =
=

4

KET QUA THU NGHIEM
TESTING REPORT
1. Don vi yéu cAu/ Customer CONG TY CO PHAN CAP THOAT NUGOC TAY NINH
2. Noi ldy mAu/ Place of sampling TRAM CAP NUOGC TRANG BANG
3. Dia chi/ Address Quéc 16 22, Khu phd Loc An, Phudng Trang Bang, Tinh Ty Ninh
4. Ngay ldy mau/ Date of receiving 02/12/2025
5. Ngay tra két qua/ Date of issue 15/12/2025
6. Ngudildy maw/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai mAu/ Kind of sample Nude sach
8. Phuong phép ldy miu va bio quin SOP.02-060
mau/ Sampling and preservation methods
9. Vi trildy mau/ Location of sampling 70 dwong Duy Tan, Khu phé Loc Thanh, Phuong Trang Bang,
Tinh Tay Ninh
Ky hiéu NTN4
CHI TIEU PHUONG PHAP . : PON VI _
STU| THU NGHIEW/ PHAN TiCH/ K,férs?;f?f TINH/ . Ry
5 PARAMETERS TESTING METHOD UNIT :
: [SO 9308-1:2014/
®
1. Coliforms Amd 1:2016 =] CFU/100mL <3
SO 9308-1:2014/
. . . (O)
2 Escherichia coli Amd 1:2016 == CFU/100mL <1
Tu ciu vang
3. (Staphylococcus SMEWW 9213B:2023 <= 1 CFU/100mL =i
aureus) )
Truc khudn mu xanh
- TCVN 8881:2011
4, (Psem?'omomis (ISO 16266:2006) <1 CFU/100mL =1
aeruginosa) )
. " SMEWW 3030 A,E:2023 | Khéng phét hign
*
B | Arsspo (59 SMEWW 3113 B:2023 | (LOD=0,002) gL Gt
6. |Clodutydo® TCVN 6225-2:2021 0,50 Bk “’“‘agz“i“aa“g
gLy
T Khéng phat hién
(*) .
7. | Db duc SMEWW 2130 B:2023 (LOD=0,15) NTU ).
Lo Khéng phat hién '
*) % -
8. | Mausic SMEWW 2120C:2023 (L.OD=3) TCU 15
SOP.01-436:2022
9 Miti vi (Ref. TCVN 2653:1978, Khong cé mui - Khong co
: ! SMEWW 2150B, vila mii, vi la
2160B:2023)

PTN duoge chi dinh béi/ Lab. designated by: B§ Y Té - Cuc An toin Thye phéiny/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cye Quin 1y
Chiit Iwgng Néng Lam sin va Thity sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thuwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02
Version: 11
Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUQONG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhin miu: $6 39A, Pudng sé 4, Phuémg An Lac, Thanh phé H& Chi Minh
Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 42856.2512/KQ-VTT
M s6/ Code: KH.16378 2512
Ma s6 mAu/ Sample code: PTN.40737 2512
Trang/ Page: 2/ 3

KET QUA THU NGHIEM

(LOD=0,003)

TESTING REPORT
CHI TIEU PHUONG PHAP " ; PON VI
S},;';:" THU NGHIEM/ PHAN TiCH/ gL g TiNH/ o
° PARAMETERS TESTING METHOD UNIT '
10. [pH® TCVYN 6492:2011 6,45 : trong shofng
6,0-8,5
11| Amoni (NH; va NH,* SMEWW 4500- Khéng phét hign ok =
* | tinh theo N) ® NH;.B&F:2023 (LOD=0,023) :
. SMEWW 3030 A,E:2023 | Khéng phét hién
12. | Bari (Ba) SMEWW 3111 B:2023 (LOD=0,1) mg/l. L)
A SMEWW 3030 A,E:2023 | Khong phat hién
™* *
13, | Chl(Eb) SMEWW 3113 B:2023 | (LOD=0,002) ngL Lo
ok * Khong phét hi¢n
™ .
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgOy/L 2
] " SMEWW 3030 A,E:2023 | Khong phat hién
15.. | Bong (Cu) SMEWW 3111 B:2023 (LOD=0,03) e/l X
16. gggg?%:)““h shep SMEWW 2340 C:2023 25,3 mg CaCOy/L 300
i . SMEWW 3030 A,E:2023 | Khong phét hién
*) ¥
17, | Kanizn) SMEWW 3111 B:2023 (LOD=0,03) mg/L 2
. SMEWW 3030 A&E:2023; | Khong phét hién
*) ) v
18, | Mangag (vin) SMEWW 3111 B:2023 (LOD=0,03) mg/L i
. Khong phat hién
® ; . |
19. | Nhom (Al) SMEWW 3500 (Al) B:2023 | 0= P00 mg/L 0,2
. = SMEWW 3030 A,E:2023 | Khong phét hién
™
| Dieiel (60 SMEWW 3113 B:2023 | (LOD=0,002) e 0:87
Nitrat (NOs tinh theo SMEWW 4500 (NOy)-
Nitrit (NO;" tinh theo s Khéng phat hign
e TCVN 6178:1996 o) mg/L. 0,05
A SMEWW 3030 A,E:2023 | Khong phét hién
( ) : o
23. | S#t(Fe) SMEWW 3111 B:2023 (LOD=0,03) mg/L. 03
LT ; SMEWW 3112 (Hg) | Khong phat hién
X v
24, | Thuy ngan (Hg) B2023 (LOD=0,00015) mg/L 0,001
25. | Xyanua (CN?)® TCVN 6181:1996 EHcng phet hica mg/L 0,05

PTN duoc chi dinh bai/ Lab. designated by: B Y Té - Cue An toan Thye phdm/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quin 1y
Chéit luwgng Nong Lam san va Thiy san/ Ministy of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02
Version: 11
Date of issue: 15/07/2025
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(\Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: kiclviettin@gmail.com

PTN & VP Nhén miu: 86 39A, Pudng sé 4, Phudmg An Lac, Thanh phé Hé Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

Sb/ No: 42856.2512/KQ-VTT
M s6/ Code: KH.16378 2512

M3 sé miu/ Sample code: PTN.40737 2512

Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
% THU NGHIEM/ PHAN TICH/ i TINH/ ST
: PARAMETERS TESTING METHOD UNIT :
56, | Atrazine va céc dén SOP.01-395:2022 Khong phat hién ofL 100
* | xuét chloro-s-triazine (Ref, USA EPA 8270D) (LOD=0,15) K
e SOP.01-396:2022 Khéng phat hién
(*)
27 |Calogates (Ref, USA EPA 8270D) | (LOD=0,15) b/t 30
. = SOP.01-371:2022 Khéng phat hién
o)
28 | PropamilEQ L, (Ref. USA EPA 8270D) | (LOD=0,015) He/l i
. SOP.01-368:2022 Khéng phat hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 Khong phat hién
39\ Biggetn (Ref. EPA Method 515.4) (LOD=1,5) hg/L 10
SOP.01-368:2022 Khéng phat hién
Al | Chigrolom (Ref. EPA Method 515.4) | (LOD=1,5) b/l i)
: SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100
- Téng hoat d6 phéng xa ISO 10704:2019; Khong phét hién Ba/L 01
" | alpha ) (05.2-CL4/ST 7.3) (LOD=0,03) 4 ’
Téng hoat d6 phong xa SO 10704:2019;
34| peta 60 (05.2-CL4/ST 7.3) Geir= il Al 1,0

Ghi chii/ Notes:

Nhin xét: Méu c6 két qua phan tich céc chi tiéu nhw trén ndim trong gidi han cho phép theo QCDP 01:2024/TN
K&t qué chi ¢b gid trj trén mau thi/ The results are valid only for testing sample.
Tén méu theo khach hang yéu ciu/ Name of samples as the client's requirement.

Thasi gian luu méu: 5 ngay Kké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Gi6i han phét hién / LOD: Limit of Detection,
(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha thiu phy/ Items are tested by subcontractor

PHU TRACH CHAT LUQNG

QUALITY MANAGER

ThS. Huynh Ngoc Truéng

PTN dugc chi dinh b&i/ Lab. designated by: By Y Té - Cuc An toan Thwe phm/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cye Quiin Iy
Chéit lwgng Néng Lam san va Thity san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thuong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02

Version: 11
Date of issue: 15/07/2025

SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




: T y CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Vi et Tl n VIET TIN TESTING CO., LTD
x PTN & VP Nhin miu: S6 39A, Duéng s6 4, Phuong An Lac, Thanh phé H6 Chi Minh
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City
KIEM TRA CHAT LUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 Sk s il
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
S8/ No: 42855.2512/KQ-VTT
Ma s6/ Code: KH.16378 2512
Ma s6 mau/ Sample code: PTN.40736 2512
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Pon viyéu ciu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi liy miu/ Place of sampling TRAM CAP NUGC KCN TRANG BANG
3. Dia chi/ Address Pudng s 7, KCN Trang Bang, Phudng An Tinh, Tinh Téy Ninh
4. Ngay liy miu/ Date of receiving 02/12/2025
5. Ngly tra két qui/ Date of issue 15/12/2025
6. Ngudiliy miu/ Sampling staff Huynh Ngoc Tuén — Huynh Tén Thinh
7. Loai mau/ Kind of sample Nudrc sach
8. Phuong phap lAy miu va bio quéin SOP.02-060
mau/ Sampling and preservation methods
9. Vi tri ldy mau/ Location of sampling DNTN kinh doanh vang Kim Long Ngoc
Puirng An Phi Khwong, Khu phd Sudi Sau, Phudng an Tinh,
Tinh Tay Ninh
Ky hig¢u NTN3
STT/ QH[ TI'EI:T PHU’Q’NG }’HAP KET QU A/ BQN VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
i PARAMETERS TESTING METHOD UNIT :
: " ISO 9308-1:2014/
) k
1, Coliforms Amd 1:2016 < CFU/100mL <3
1SO 9308-1:2014/
. - * (-)
2. Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu ciu vang
3 (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
*)
Tryc khuén mi xanh
: TCVN 8881:2011
4, (Pseu.c‘fomom(zg (ISO 16266:2006) <1 CFU/100mL <1
aeruginosa) A
. ; SMEWW 3030 A,E:2023 | Khong phat hién S
*)
5. | Arsenic (As) SMEWW 3113 B:2023 | (LOD=0,002) ers gt
6. | Clodutydo® TCVN 6225-2:2021 0,57 mg/L tm‘l’)gz"i“:]"“g
"Ly
’ Khéng phét hién
*) ; :
7. D6 duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2 %
" Khong phat hién
3y " 2 i gp :
8. Mau sic SMEWW 2120C:2023 (LOD=3) TCH 15
* SOP.01-436:2022
9 Mui vi (Ref. TCVN 2653:1978, Khong c6 mui ] Khong c6
' : SMEWW 2150B, vi la mili, vi la
2160B:;2023)

PTN duge chi dinh bai/ Lab. designated by: B Y Té - Cuc An toan Thye phany/ Ministry of Health - Agency of Food Safety; By NN&PTNT - Cye Quén Iy
Chéit lwgng Néng Lim sén vi Thay san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02
Version: 11
Date of issue: 15/07/2025

SU KHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
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“)\Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhan méu: S6 39A, Duong s6 4, Phudng An Lac, Thanh phé Hé Chi Minh
Laboratory & Office: No.39A, 4™ Sireet, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS

11

S8/ No: 42855.2512/KQ-VTT
M sb/ Code: KH.16378 2512
M3 s6 miu/ Sample code: PTN.40736 2512
Trang/ Page: 2/3

KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP P . PON VI
SNT:’ THU NGHIEM/ PHAN TiCH/ Kjfgs?]f?" TINH/ 013{?§er
: PARAMETERS TESTING METHOD UNIT :
3 trong khodng
*) . =
10. | pH TCVN 6492:2011 6,94 S
(1| Amoni (NHy va NH,* SMEWW 4500- Khang phat hién S =
| tinh theo N) ® NH; B&F:2023 (LOD=0,023) )
. SMEWW 3030 A,E2023 | Khong phét hién
12, |Bari(Bg) SMEWW 3111 B:2023 (LOD=0,1) me/L 07
= SMEWW 3030 A,E2023 | Khéng phat hién
™*) 3 v
13. | Chil) SMEWW 3113 B:2023 | (LOD=0,002) mg/L 03l
14. | Chi s6 Pecmanganat © TCVN 6186:1996 Kﬁrggﬂgt;s‘f“ mgOs/L 2
\ . SMEWW 3030 A,E2023 | Khong phat hién
*)
15, | Bdsg (Cu) SMEWW 3111 B:2023 | (LOD=0,03) e L
16, | DoGmg, tinhtheo CaCOSER. epmww 2340 €:2023 6,00 mg CaCO/L 300
. SMEWW 3030 A,E2023 | Khong phét hién
* ¥
17. | Keniten) SMEWW 3111 B:22023 | (LOD=0,03) mg/L 2
SMEWW 3030 ) ”
18. | Mangan (Mn) ® A&E2023; Ki‘l‘j‘égmp__h{ftog‘)‘?“ mg/L 0,1
SMEWW 3111 B:2023 =
\ SMEWW 3500 (Al) | Khong phét hién
19. | Nhém (AD)© S (AD) (Ldg[)p=0,02)' mg/L 0,2
; T SMEWW 3030 A,E:2023 | Khong phat hién
*) ;
20y, | Nigket (NQ SMEWW 3113 B:2023 | (LOD=0,002) prel 007
Nifrat (NOy tinh theoN) | SMEWW 4500 (NOy)-
21, ™ E:2023 0,13 mgfL 2
Dy | Rk Ao TCVN 6178:1996 K‘g‘g;g[f:hg‘o‘;‘f“ gl 0,05
o SMEWW 3030 A,E:2023 | Khong phét hién
3 ( } L] s
25, | B(Se) SMEWW 3111 B:2023 | (LOD=0,03) mg/L 0
: ! SMEWW 3112 (H Khéng phét hié
24. | Thuy ngén (Hg) © B:2023 s (LOD-0,00015) mg/L 0,001
25. | Xyanua (CN)® TCVN 6181:1996 K&f’g%ﬂgééé’g“ mg/L 0,05

0420
ONC
TN
JCH K
ET

TP

PTN duoc chi dinh béi/ Lab. designated by: By Y Té - Cye An toan Thye phdm/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quin Iy
Chét lugng Nong Lam san va Thily san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thuwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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PTN & VP Nhan méu: S6 39A, Puong sb 4, Phuong An Lac, Thanh phd H6 Chi Minh
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S6/ No: 42855.2512/KQ-VTT
Ma s6/ Code: KH.16378 2512
M s6 miu/ Sample code: PTN.40736 2512
Trang/ Page: 3/3

KET QUA THU N GHIEM
TESTING REPORT
Sy CHI TIEU PHUONG PHAP KET QUA/ DON VI QCBP
No THU NGHIEM/ PHAN TiCH/ RRSULT TINH/ 01: 2024/ TN
: PARAMETERS TESTING METHOD UNIT :
26 Atrazine va céc din xudt SOP.01-395:2022 Khéng phat hig¢n oL 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) K
— SOP.01-396:2022 Khéng phat hién
()
27. | Chiotpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ne/k &
. * SOP.01-371:2022 Khéng phat hién
)
28. | PropaniliglL (Ref. USA EPA 8270D) | (LOD=0,015) He/L 2l
: SOP.01-368:2022 Khéng phét hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
: SOP.01-368:2022 Khéng phét hién
30.. | Bromoform (Ref. EPA Method 515.4) |  (LOD=1,5) he/l 10
SOP.01-368:2022 Khéng phat hién
LR (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L S04
: SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
Téng hoat d9 phéng xa 1SO 10704:2019; -
33- | alpha & (05.2-CL4/ST 7.3) PO 0,61 i 0.1
34 Téng hoat dd phéng xa 1SO 10704:2019; Khéng phat higén Ba/L 1.0
* | beta () (05.2-CL4/ST 7.3) (LOD=0,07) 4 ’
Ghi chii/ Notes:

Nhién xét: MAu ¢6 két qua phén tich cAc chi tiéu nhur trén nim trong gidi han cho phép theo QCPP 01:2024/TN
Két qué chi ¢6 gid tri trén mau thi/ The results are valid only for testing sample.
Tén mau theo khéch hang yéu chu/ Name of samples as the client's requirement.

Thi gian lru méu: 5 ngdy ké tir ngdy tri két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Gi6i han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were aceredited by VILAS (ISO/IEC 17025:2017)

(s/c): Chi tiéu giri nha thiu phy/ ltems are tested by subcontractor

PHU TRACH CHAT LUQNG

QUALITY MANAGER

ThS. Huynh Ngoc Trwéng

PTN durge chi dinh boi/ Lab. designated by: By Y Té - Cuc An todn Thye phény Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quiin Iy
Chét lugng Néng Lam sin va Thily sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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; E CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Vl et T i n VIET TIN TESTING CO., LTD .
- PTN & VP Nhan miu: S6 39A, Duimg sb 4, Phudng An Lgc, Thanh phd Hb Chi Minh
Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City
KIEM TRACHAT LUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 R LD TRk VINEERE 460
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42854.2512/KQ-VTT
M s6/ Code: KH.16378 2512
M s6 mau/ Sample code: PTN.40735 2512
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT
1. Pon viyéu cu/ Customer CONG TY CO PHAN CAP THOAT NUOC TAY NINH
2. Noildy mau/ Place of sampling TRAM CAP NUOC KCN TRANG BANG
3. Dia chi/ Address Puong s6 7, KCN Trang Bang, Phudong An Tinh, Tinh Téy Ninh
4. Ngay liy mau/ Date of receiving 02/12/2025
5. Ngay tri két qui/ Date of issue 15/12/2025
6. Ngudildy mau/ Sampling staff Huynh Ngoc Tuén — Huynh T4n Thinh
7. Loai miu/ Kind of sample Nudc sach
8. Phuong phép ldy miu va bio quin SOP.02-060
méau/ Sampling and preservation methods
9, Vitri lﬁy mau/ Location of sampling Cira hang sén xuat dau hi Van Ly
Pudng An Phi Khwong, Khu pho Subi Sau, Phwong an Tinh,
Tinh Ty Ninh
Ky hiéu NTN2
STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
Ne THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
.- PARAMETERS TESTING METHOD UNIT '
; 1SO 9308-1:2014/
)
1 Coliforms Amd 1:2016 <] CFU/100mL <3
: ¥ 1SO 9308-1:2014/
; ®
2. Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu ciu vang
- (Staphylococcus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
®
Tryc khuin mu xanh
TCVN 8881:2011
4. (Pseuc?omom(:r*s (ISO 16266:2006) <] CFU/100mL <
aeruginosa) )
: ; SMEWW 3030 A,E:2023 | Khong phét hién
*
3¢ | Amehic(As) SMEWW 3113 B:2023 | (LOD=0,002) mg/L, i
6. | Clodutwdo® TCVN 6225-2:2021 0,75 mg/L tm"‘]gzk;"{’f“g
"Ly
i . Khong phét hién
™ : ; C
T Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
o Khéng phat hign
* : : .
8. Mau séc SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Mi vi (Ref. TCVN 2653:1978, Khéng cé mui ) Khong co6
: o SMEWW 21508, vila miti, vi la
2160B:2023)

PTN duoe chi dinh boi/ Lab. designated by: Bo Y Té - Cuc An toan Thue phdmy/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cue Quin Iy
Chiit lwgng Nong LAm sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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()\Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email; ktclviettin@gmail.com

PTN & VP Nhan mau: S6 39A, Pudng s6 4, Phuong An Lac, Thanh phé H6 Chi Minh
Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

Sé/ No: 42854.2512/KQ-VTT
Mii s/ Code: KH.16378 2512
M3 sb mAu/ Sample code: PTN.40735 2512
Trang/ Page: 2/3

KET QUA THU NGHIEM
TESTING REPORT
p— cHi TIEU PHUONG PHAP sconk PON VI o
e THU NGHIEM/ PHAN TiCH/ e TINH/ st
: PARAMETERS TESTING METHOD ? UNIT :
10. [pH® TCVN 6492:2011 6,93 ; frong KhoAng
6,0-8,5
11| Amoni (NH; va NHy* SMEWW 4500- Khéng phat hién h Y e
* | tinh theo N) NH;. B&F:2023 (LOD=0,023) )
. SMEWW 3030 A,E:2023 | Khong phét hién
12. | Beri(Be) SMEWW 3111 B:2023 (LOD=0,1) mgl 0,7
B SMEWW 3030 A,E:2023 | Khong phét hién
™ ¥
13. | Cht i SMEWW 3113 B:2023 | (LOD=0,002) /L 0,04
; . Khong phat hién
5 *) : :
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mg0y/L 2
3 . SMEWW 3030 A,E:2023 | Khong phat hi¢n
™
5. |BUERCn SMEWW 3111 B:2023 | (LOD=0,03) g/l 1
Do cilmg, tinh theo )
16. | oo % SMEWW 2340 C:2023 6,00 mg CaCOs/L 300
Rk SMEWW 3030 A,E:2023 | Khong phét hién
*) » 5
i | Kot SMEWW 3111 B:2023 | (LOD=0,03) gL 2
SMEWW 3030 A
18. | Mangan (Mn) © A&E:2023; K?Eggl)‘fgt{}g‘)"‘" mg/L 0,1
SMEWW 3111 B:2023 '
i y SMEWW 3500 (Al) | Khong phét hign
*)
19. | Nhom (Al Lt P mg/L, 02
. o SMEWW 3030 A,E:2023 | Khéng phat hién
*)
] et i SMEWW 3113 B:2023 | (LOD=0,002) peL 0
Nitrat (NOy tinh theo N) | SMEWW 4500 (NOx)-
Nitrit (NO;™ tinh theo N) 3 Khoéng phat hién
2, |2 TCVN 6178:1996 e mg/L 0,05
o SMEWW 3030 A,E:2023 | Khong phit hién
o) , -
2. | Stk SMEWW 3111 B:2023 | (LOD=0,03) me/l 0,3
: : SMEWW 3112 (Hg) | Khéng phét hién
*) ¥
24, | Thity tpin (g B:2023 (LOD=0,00015) gL 0,001
A Khéng phét hién
™" s .
25. | Xyanua (CN") TCVN 6181:1996 i mg/L 0,05

PTN dugc chi dinh béi/ Lab. designated by: B Y Té - Cue An todn Thwe phm/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cye Quin Ij
Chiit lwong Nong Lam sin va Thiiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; By Céng Thuong/

Ministry of Indusiry and Trade of The Socialist Republic of Vietnam.
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()Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktelviettin@gmail.com

PTN & VP Nhin miu; S8 39A, Dudng sé 4, Phudng An Lac, Thanh phd H& Chi Minh
Laboratory & Office: No.39A, 4" Sireet, An Lac Ward, Ho Chi Minh City

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

- —

S6/ No: 42854.2512/KQ-VTT
M3 s/ Code: KH.16378 2512
M3 s6 mAu/ Sample code: PTN.40735 2512
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP - : PON VI
S;}" THO NGHIEM/ PHAN TiCH/ K}fgsggf TINH/ mgg"‘fm
: PARAMETERS TESTING METHOD UNIT :
%6 Atrazine va cac din xuat SOP.01-395:2022 Khong phat hién oL 100
* | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) K
. SOP.01-396:2022 Khéng phét hién
* ¥
27. | Chiorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) ne/l il
. : SOP.01-371:2022 Khéng phét hién
*)
28, | PropantliUigl. (Ref. USA EPA 8270D) | (LOD=0,015) g/l 20
. SOP.01-368:2022 Khéng phat hién
29, | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 Khong phat hién
30. | Brofgatortn (Ref. EPA Method 515.4) |  (LOD=1,5) hg/L 110
SOP.01-368:2022 Khong phat hién
Al; [ Giegrai (Ref. EPA Method 515.4) |  (LOD=15) he/L i
: SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
33 Tbng hoat do phong xa ISO 10704:2019; Khong phat hién Ba/l 0.1
* | alpha @9 (05.2-CL4/ST 7.3) (LOD=0,03) 4 ’
34 Tbng hoat d§ phéng xa 1SO 10704:2019; Khong phét hién Ba/L, 1.0
* | beta ®) (05.2-CL4/ST 7.3) (LOD=0,07) 4 ’

Ghi chii/ Notes:

Nhan xét: Mu c6 két qua phan tich cac chi tiéu nhu trén ném trong gi6i han cho phép theo QCDP 01:2024/TN
Két qua chi ¢6 gid tri trén mau thi/ The results are valid only for testing sample.

Tén méu theo khach hang yéu ciw/ Name of samples as the client’s requirement.

Thai gian lwvu miu: 5 ngdy ké tir ngaty tra két qui/ Time-limit of storage: 5 days from reporting date.

LOD: Gigi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cbng nhén ISO/IEC 17025:2017/ Items were acc

(s/c): Chi tiéu giri nha thiu phy/ Jems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Truwéng

redited by VILAS (ISO/IEC 17025:2017)

PTN dugc chi dinh béi/ Lab. designated by: B§ ¥ Té - Cue An
Chéit lwgng Néng Lim san va Thity san/ Ministry of Agriculture

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

toan Thye phimy Ministry of Health - Agency of Food Safety; By NN&PTNT - Cuc Quiin Iy
- National Agro — Forestry - Fisheries Quality Assurance Department; B{ Cong Thuong/
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(\Viét Tin
2 Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City
KIEM TRACHATLUONG | el (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013

Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 42853.2512/KQ-VTT
M3 sb/ Code: KH.16378 2512
M s6 mAu/ Sample code: PTN.40734 2512

Trang/ Page: 1/3

KET QUA THU NGHIEM

TESTING REPORT

1. Don viyéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi lay mau/ Place of sampling TRAM CAP NUGC KCN TRANG BANG
3. Dia chi/ Address Pudng s6 7, KCN Trang Bang, Phudng An Tinh, Tinh Tay Ninh
4. Ngay lay mau/ Date of receiving 02/12/2025
5. Ngay tra két qui/ Date of issue 15/12/2025
6. Ngudildy mau/ Sampling staff Huynh Ngoc Tuin — Huynh T4n Thinh
7. Loai miu/ Kind of sample Nude sach
8. Phuong phip liy miu va bio quin SOP.02-060

mau/ Sampling and preservation methods

T

9. Vi trildy miu/ Location of sampling Tram cip nwée KCN Tring Bang
Pwong so 7, KCN Trang Bang, Phudng An Tinh, Tinh Tdy Ninh
Ky hiéu NTN1
STT/ QHI TIEI:T PHUgNG 'PHAP KET QU A/ BQN VI QCPHP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
i PARAMETERS TESTING METHOD UNIT 7
ISO 9308-1:2014/
: "
1. | Coliforms ¢ Amd 1:2016 <1 CFU/100mL <3
oy L o ISO 9308-1:2014/
2. | Escherichia coli ) Amd 1:2016 <1 CFU/100mL <1
Tu ciu vang
3 (Staphylococeus aureus) SMEWW 9213B:2023 <1 CFU/100mL <1
"
Truc khun ma xanh
; TCVN 8881:2011
FU/100mL <1
4. (Pseuc.z'omom{s (ISO 16266:2006) <1 CFU/100m
aeruginosa)
: : SMEWW 3030 A,E:2023 | Khong phét hién
*)
3. |Anenici(As) SMEWW 3113 B:2023 | (LOD=0,002) e/l G
h
6. | Clodutwdo® TCVN 6225-2:2021 0,47 mg/L tr“‘:}gzl_‘l ‘[’}ﬁ“g
: y Khéng phét hién
7. Do duc SMEWW 2130 B:2023 (LOD=0,15) NTU 2
S . Khong phat hién
8. Map sic SMEWW 2120C:2023 (LOD=3) TCU 15
SOP.01-436:2022
9 Mii vi (Ref. TCVN 2653:1978, Khoéng c6 mui ) Khong cé
: ¥ SMEWW 21508, vila miti, vi la
2160B:2023) X

ZSSELINN

PTN duge chi dinh béi/ Lab. designated by: B Y Té - Cye An todn Thwe phn/ Ministry of Health - Agency of Food Safety; By NN&PTNT - Cyc Quén If
Chéit lwong Néng Lfim sin va Thity san/ Ministry of Agricultire - National Agro — Forestry - Fisheries Quality Assurance Department; Bd Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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Viét Tin

Laboratory & Office: No.39A, 4™ Street, An Lac Ward, Ho Chi Minh City

i KIEM TRACHATLUONG | Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 B AR
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 42853.2512/KQ-VTT
M3 sb/ Code: KH.16378 2512
Ma s6 miu/ Sample code: PTN.40734 2512
Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
ST CHI TIEU PHUONG PHAP KET QUA/ DPON VI QCDP
= THU NGHIEM/ PHAN TiCH/ T TINH/ o A,
- PARAMETERS TESTING METHOD UNIT .
10. |pH® TCVN 6492:2011 6,76 : teng Bho g
6,0-8,5
1 Amoni (NH3 va NH4" SMEWW 4500- Khong phét hién mell 03
* | tinh theo N) NH3.B&F:2023 (LOD=0,023) »
: SMEWW 3030 A,E:2023 | Khong phét hién
12, |Bar(Bg) SMEWW 3111 B:2023 (LOD=0,1) wpfl. 5
: . SMEWW 3030 A,E:2023 | Khéng phét hién
®
L. |Chitkn) SMEWW 3113 B:22023 | (LOD=0,002) EpL hid
Sk ® : Khéng phat hién
14. | Chi s6 Pecmanganat TCVN 6186:1996 (LOD=0,25) mgO,/L 2
N ‘ SMEWW 3030 A,E:2023 | Khong phét hién
*) C
15, | Dong (Cu) SMEWW 3111 B:2023 (LOD=0,03) gL L
Dj cirng, tinh theo ; 3
16. | Cacos © SMEWW 2340 C:2023 5,50 mg CaCO4/L 300
» ; SMEWW 3030 A,E:2023 | Khong phat hién
® , -
L. | Keagkan) SMEWW 3111 B:2023 | (LOD=0,03) mg/L 2
SMEWW 3030 ? 2
18. | Mangan (Mn) ® A&E:2023; K*(‘E‘g)gDpffgg‘f‘“ il 01
SMEWW 3111 B:2023 ;
4 y SMEWW 3500 (Al) Khong phat hién
®
19. | Nhom (Al) B:2023 (LOD=0,02) mg/L, 0,2
: “0
: toin SMEWW 3030 A,E:2023 | Khéng phat hi¢n Z40a2
*) a\pP<
=, | HEOLG) SMEWW 3113B:2023 | (LOD=0,002) pet L b
Nitrat (NOs"tinh theo N) | SMEWW 4500 (NOx)- TN
21. *) E:2023 0’] 5 mg{L 2 ‘iHTIEHI(
Nitrit (NO;™ tinh theo N) g Khéng phat hién VIET
2 | TCVN 6178:1996 (LOD=0,01) mg/L 0,05 _;.4;1
5 : -1
. : SMEWW 3030 A,E:2023 | Khong phét hién N
*)
2| R L) SMEWW 3111 B:2023 | (LOD=0,03) ngfl 0
‘ " SMEWW 3112 (Hg) Khéng phat hién
*)
24 | Ty nghn (Hz) B:2023 (LOD=0,00015) mg/L 0,001
N Khéng phat hién
® : :
25. | Xyanua (CN°) TCVN 6181:1996 (LOD=0,003) mg/L 0,05

PTN durge chi dinh boi/ Lab. designated by: Bo Y Té - Cuc An todn Thuwe phim/ Ministry of Health - Ageney of Food Safety; Bj NN&PTNT - Cye Quiin Iy
Chiit lwgng Néng Lam siin va Thity sén/ Minisiry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD R
PTN & VP Nhin miu: S 39A, Puing sb 4, Phudmg An Lac, Thanh phd H6 Chi Minh )
Laboratory & Office: No.39A, 4" Street, An Lac Ward, Ho Chi Minh City " & St
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 RN VIR A
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

()\Viét Tin

KIEM TRA CHAT LUGNG

Sé/ No: 42853.2512/KQ-VTT
Ma s&/ Code: KH.16378 2512
Ma s6 miu/ Sample code: PTN.40734 2512

Trang/ Page: 3/3
KET QUA THU N GHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCDP
o THU NGHIEM/ PHAN TiCH/ i TINH/ o i
: PARAMETERS TESTING METHOD UNIT ‘
2% Atrazine va cac dén xuét SOP.01-395:2022 Khong phat hién o/l 100
" | chloro-s-triazine (Ref. USA EPA 8270D) (LOD=0,15) H
i SOP.01-396:2022 Khong phat hién
*)
27.. | Chlorpyrifos (Ref. USA EPA 8270D) | (LOD=0,15) b/l L
; . SOP.01-371:2022 Khong phat hién
)
28. - | Fropanilii/l (Ref. USA EPA 8270D) | (LOD=0,015) ng/l 28
: SOP.01-368:2022 Khong phat hién
29. | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 60
SOP.01-368:2022 Khéng phét hién
30, { Brefibtorm (Ref. EPA Method 5154) |  (LOD=1,5) ne/L 100
SOP.01-368:2022 Khéng phat hién
31. | Chigroform (Ref, EPA Method 515.4) |  (LOD=1,5) ne/L S0
. SOP.01-368:2022 Khéng phat hién
32. | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
33 Téng hoat d¢ phéng xa SO 10704:2019; Khéng phat hién Ball. i1
* | alpha & (05.2-CL4/ST 7.3) (LOD=0,03) 4 ’
34 Téng hoat d6 phong xa ISO 10704:2019; Khéng phét hién — D
* | beta & (05.2-CL4/ST 7.3) (LOD=0,07) 4 ’

Ghi chi/f Notes:
Nhin xét: Méu ¢6 két quéa phén tich céc chi tiéu nhur trén niim trong gidi han cho phép theo QCDP 01:2024/TN

Két qua chi ¢6 gié tri trén mAu thir/ The results are valid only for testing sample.

Tén méu theo khach hang yéu cu/ Name of samples as the client’s requirement.

Thai gian Iru mAu: 5 ngay ké tir ngdy tra két qué/ Time-limit of storage: 5 days from reporting date.
LOD: Gi6i han phét hién / LOD: Limit of Detection. -/
(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017) TY
(s/c): Chi tiéu giri nha thiu phu/ Items are tested by subcontractor H

PHU TRACH CHAT LUQNG GIAM DOC

QU/ALI TY MANAGER

\

ThS. Huynh Ngoc Trudéng

PTN duoc chi dinh boi/ Lab. designated by: B4 Y Té - Cuc An toan Thuwe phim/ Ministry of Health - Agency of Food Safety; Bd NN&PTNT - Cuc Quiin Iy
Chéit lwgng Nong Lam sin vd Thity sin/ Ministy of Agriculture - National Agro — Foresiry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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