SO Y TE TAY NINH

TRUNG TAM KIEM SOAT BENH TAT

S6: 0660/KQ-KSBT

Tén khéch hang
Dia chi
Nguoi 1dy miu

Pia diém ldy mAu

PHIEU KET QUA KIEM NGHIEM
Ma 56 miu: 00660.24

Doc lap - Ty do - Hanh phiic

CONG HOA XA HQI CHU NGHIA VIET NAM
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VLAT 1.0328
ISOVTEC

: CONG TY CO PHAN CAP THOAT NUGC TAY NINH

: SO 489, PUONG 30/4, PHUONG 1, TP. TAY NINH, TINH TAY NINH
: Pham Ping Khoi + Huynh Thi Lan Anh.
: Tram Cap Nu6c Long Thanh Trung — S6 28, Pudng Thugng Théu Thanh,

Xd Long Thanh Trung, Thi X4 Hoa Thanh, Tinh Téay Ninh.

Tén miu : NUOC MAY
Ngay ldy miu 1 05/12/2024
Luong mau : 2,0 lit x 3 binh + 1,0 lit x 01 chai.
Ngay nhan mdu  : 05/12/2024
Tinh trang mu  : MAu dugc dung trong binh nhya va chai thiy tinh, déng nép kin.
KET QUA KIEM NGHIEM
So o en £ . o z Ngay kiém
tt Chi tiéu Phwong phap Ket qua Tiéu chuin Skl
01 | pH QTTN.HHN.O01 (*) 6,19 6,0-8,5 06/12/2024
02 | Mui SMEWW 2150 B Khéng c6 mui la Khong cé mui la | 06/12/2024
03 | Vi SMEWW 2160 B Khong c6 vi la Khongcovila [ 06/12/2024
04 | Bo duc SMEWW 2130 B-2017 0,09 NTU <2,0NTU 06/12/2024
05 | Mau sic SMEWW 2120 C-2017 6,72 TCU <15TCU 06/12/2024
Sit tong cong SMEWW 3500 B — Fe B —
06 (Fez+ " Fes+) 2017 0,16 mg/L <0,3 mg/L 06/12/2024
Dg cing, tinh
07 | theo QTTN.HHN.05 (*) 6,00 mg/L <300 mg/L 06/12/2024
(CaCO;)
Chi s6
08 | Pecmanganat TCVN 6186: 1996 0,16 mg/L <2,0 mg/L 06/12/2024
(6,
09 | Clodu Clo test/ Martini instruments 0,44 mg/L 0,2-1,0mg/L | 05/12/2024
Amoni (tinh SMEWW 4500 -NH; B -
10 theo N) 2017 0,00 mg/L <0,3 mg/L 06/12/2024
1 gi;t;altj)(““h TCVN 6180 — 1996 0,02 mg/L <2,0mgL | 06/12/2024
12 ﬁ;t“te (Huhtheo QTTN.HHN.08 0,00 mg/L <0,05mgL | 06/12/2024
2 . Khong phat hién 06/12/2024-
13 | Arsen (As) tong | SMEWW 3125 B:2023(a)(1) LOD = 0,0003 mg/L <0,01 mg/L 16/12/2024
. : 06/12/2024-
14 | Bari (Ba) SMEWW 3125 B:2023(a)(1) 0,069 mg/L <OTmgL | ooy
\ : Khong phat hién 06/12/2024-
15 | Chi (Pb) SMEWW 3125 B:2023(a)(1) LOD = 0,0003 mg/L <0,01 mg/L 16/12/2024
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DC: S6 4 Pudng Nguyén Vian Rp, KP.5, P.4, thanh phd Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh T4y Ninh

@ 0276.3818 915
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Mii s6 miu: 00660.24
SMEWW 31208 — Khong phét hién 06/12/2024-
16 | Dong (Cu) 2023(a)(1) LOD=0,020mgL, | S1LOOMEL | e 024
SMEWW 31208 Khong phét hién 06/12/2024-
&7 || i () 2023(a)(1) LOD = 0,020 mg/L s2mgl | 621024
SMEWW 31208 — Khong phét hién 06/12/2024-
18 | Mangau (Mn) 2023(a)(1) LOD=0,020mgL | =%Im&L | 16120024
- SMEWW 31208 — Khong phat hién 06/12/2024-
1¥ | Snm (Al) 2023(a)(1) LOD=0,020mgL. | S%2ML | 6150024
. . _ Knhong phat hién 06/12/2024-
20 | Nickel (Ni) SMEWW 3125 B2023@)(1) | | on hioamer, | <007meL | 200
i I Khong phat hién 06/12/2024-
21 | Thiy ngén (Hg) [ SMEWW 3125 B:2023(a)(1) LOD = 0,00008 mg/L <0,001 mg/L 16/12/2024
: SMEWW 4500 CN Khong phét hién 06/12/2024-
22 | Eyanua(CN) C&E:2023(a)(1) LOD=0003mgL | S%0mEL | 0on04
Atrazine va cac I
% £ i . Khong phat hién 06/12/2024-
23 ‘:il:i:zuii?hlom EPA Method 536:2007(a)(1) LOD = 0,40 pg/L <100 pg/L 16/12/2024
. _ Knhong phat hién 06/12/2024-
24 | Chlorpyrifos SMEWW 6630-B:2023(a)(1) LOD = 0,01 pg/L <30 pg/L 16/12/2024
. HD.PP.68/KXN.LH: 2021 (a) | Khong phat hién 06/12/2024-
% [-Ergpand (1) LOD = 1,50 pg/L <200l | 67122024
. EPA Mothod 5021A:2014;
Bromodichloro b 06/12/2024-
26 | prom! EPA Meth((:;(igﬁ()D.ZOI 8 <2,0 pg/L s6opg. | 9220
EPA Moethod 5021A:2014; )
2014 1 g hong phat hién 06/12/2024-
27 | Bromoform EPA Meth(c:lc)l(%GOD.ZOIB LOD = 0,50 pg/L <100 pg/L 16/12/2024
EPA Method 5021A:2014; T
28 | Cloroform EPA Method 8260D:2018 <2,0 pg/lL <s00pgL | 9220
(@)
. EPA Method 5021A:2014;
Dibromochloro ; 4 06/12/2024-
29 | Dibro EPA Meth((;c)l(ili§60D.2018 <2,0 pglL <10pgr | /12202
Téng hoat d6 . 06/12/2024-
W | i 1SO 10704:2019(a)(1) <0,075 Bq/L idBgfe. | LHae
Tong hoat 46 , 06/12/2024-
L | eeans 1SO 10704:2019(a)(1) 0,175 Bq/L <igmgr. | Se s
. TCVN 6187 — 122019 () <1CFU/100
32 | Ecoli osuLlsinin 0 CFU/100 mL o 05/12/2024
Coliforms tng | TCVN 6187 — 1:2019 () <3 CFU/100
33 | % G us0ed Sl 0 CFU/100 mL oy 05/12/2024
Pseudomonas TCVN 8881 :2011 (*) <1 CFU/100
R | eruingsa (ISO 16266 : 2006) YORy100mL mL Uoi122024
35 | Staphylococcus | gy 1pww 92138 - 2017 0 CFU /100 mL <1CFUNO0 | o5/1012024
aureus mL
Ghi chi:

- (*),(a) Phép thir da dugc cdng nhén phi hop theo ISO/IEC 17025:2017.
-LOD: Ngwng phat hi¢n ciia phuong phdp
- Két qua nay chi cé gid rr; trén mdu kiém nghtem
- (1) Phép thir do Vién Y té Cdng cong Thanh phé Ho Chi Minh thyc hién.
Nhin xét: Mau NUGC MAY c6 cac chi tidu duoc kiém nghiém dat Quy chuén ky thuat dija phuong vé chét lugng
nude sach sir dung cho muc dich sinh hoat QCDP 01:2024/TN do Uy ban nhén dén tinh Tay Ninh ban hanh.

DC: $6 4 Budmg Nguyén Van Rép, KP.5, P.4, thanh phé Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh T4y Ninh
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Ma sé mau: 00660.24

Ngay 17 thang 12 nam 2024

_ TRUONG KHOA KT. GIAM POC
XET NGHIEM-CPHA-TDCN PHO GIAM BOC

=

Trin Phudc Poin

DC: S6 4 Puomg Nguyén Vin Rép, KP.5, P.4, thanh phd T4y Ninh,
BM-QT05.04 BH:01 (01/07/2019) Tinh T4y Ninh 33
= 0276.3818 915



CONG HOA XA HQI CHU NGHIA VIET NAM
Pic ldp - Tw do - Hanh phic

SO Y TE TAY NINH
TRUNG TAM KIEM SOAT BENH TAT
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PHIEU KET QUA KIEM NGHIEM %
Ma 56 miu: 00661.24 -

Sb: 0661/KQ-KSBT
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ISOMRC

: CONG TY CO PHAN CAP THOAT NUGC TAY NINH

: SO 489, PUONG 30/4, PHUONG 1, TP. TAY NINH, TINH TAY NINH
: Pham Déng Khoi + Huynh Thi Lan Anh.

: 86 57, Puong Pham Vin Xuyén, Khu Phé 6, Phudng 3, Thanh Phé Ty Ninh,

Tén khach hang
Dia chi
Ngudi ldy miu

Dia diém ldy miu

Tinh T4y Ninh.
Tén miu :NUGC MAY
Ngay 1y miu : 05/12/2024
Luong mau : 2,0 lit x 3 binh + 1,0 lit x 01 chai.
Ngdy nhin mau  :05/12/2024
Tinh trang miu  : MAu duoc dung trong binh nhya va chai thiy tinh, déng nép kin.
KET QUA KIEM NGHIEM
So s i £ 3 ik 2 Ngay kiém
t Chi tiéu Phwong phap Keét qua Tiéu chuan nghiém
01 [pH QTTN.HHN.01 (%) 6,58 6,0-8,5 06/12/2024
02 | Mui SMEWW 2150 B Khong c6 muila | Khong c6 mai la | 06/12/2024
03 | Vi SMEWW 2160 B Khong c6 vi la Khong c6vila | 06/12/2024
04 | Po duc SMEWW 2130 B-2017 0,07 NTU <2,0 NTU 06/12/2024
05 | Mau sic SMEWW 2120 C-2017 5,38 TCU <15TCU 06/12/2024
Sét tong cong SMEWW 3500 B - Fe B —
06 | (Fe +Fe™) 2017 0,18 mg/L <03mgL | 06/12/2024
D6 cimg, tinh
07 | theo QTTN.HHN.05 (*) 20,00 mg/L <300mg/L | 06/12/2024
(CaCO»)
Chi sb
08 [ Pecmanganat TCVN 6186: 1996 0,64 mg/L <2,0 mg/L 06/12/2024
(%))
09 | Clo du Clo test/ Martini instruments 0,65 mg/L 0,2-1,0mmg/L. | 05/12/2024
Amoni (tinh SMEWW 4500 -NH; B —
10 | heoN) 2617 0,19 mg/L <03mgL | 06/12/2024
1 E:;a;?)(““h TCVN 6180 — 1996 O:iianplis <20mglL | 06/12/2024
12 E;‘“t‘" {§nlidiso QTTN.HHN.08 0,00 mg/L <005mgL | 06/12/2024
. , Khong phét hién 06/12/2024-
13 | Bari (Ba) SMEWW 3125 B:2023@)(1) | | 5p 20 00 m ol <0,7 mg/L Yero 1001
: : Khéng phét hién 06/12/2024-
14 | Chi (Pb) SMEWW 3125 B:2023@)(1) | | op 00003 mgL | SO%O1M&L | 6122004
3 SMEWW 3120B — Khéng phat hién 06/12/2024-
L3 | Pang(Cu) 2023(a)(1) LoD=0,020mgL | SHOOmEL | 16122024

DC: Sé 4 Pudmg Nguyén Vin Rép, KP.5, P.4, thanh phd Ty Ninh,
Tinh Tay Ninh 1/3
& 0276. 3818 915

BM-QT05.04 BH:01 (01/07/2019)



Ma s6 méu: 00661.24

SMEWW 3120B — Khong phét hién 06/12/2024-
16 | Kien) - E2023(31)(1) LO}[I) = 0,(11120 mg/L <2 mg/L 16/12/2024
WW 3120B — Khong phat hién 06/12/2024-
17, | Mangan M) = EZ:\(?]\??’(a)(l) LOD = 0,020 mg/L SOImg/l | 6122004
) W 3120B— 06/12/2024-
I8 | Nhsai(A 2023(a)(1) h‘ 0’05;“3:1'“ <02mgl | 612004
‘ : ) Khong phét hi¢n 06/12/2024-
19 | Nickel (Ni) SMEWW 3125 B2023@() | | op - pooamgl | S%O7ML | [00n0a
) , Khong phat hién 06/12/2024-
20 | Thiy ngin (Hg) | SMEWW 3125 B2023@)(1) | | o120 0000g mar, | <0001 me/L | 0500
. SMEWW 4500 CN Khong phat hién 06/12/2024-
21 | CaisiCH) C&E:2023(a)(1) LoD=0,003mgL | S%0™L | 615004
Atrazine va cac :
¥ , Khéng phét hién 06/12/2024-
22 g-atlrli:;itechloro— EPA Method 536:2007(a)(1) LOD = 0,40 pg/L <100 pg/L 16/12/2024
: , Khong phat hién 06/12/2024-
23 [ Chlorpyrifos SMEWW 6630-B:2023(a)(1) LOD = 0,01 pg/L <30 pg/L 16/12/2024
. HD.PP.68/KXN.LH: 2021 (a) |  Khong phat hién 06/12/2024-
24 | Propanil O LOD = 1,50 pg/L <20well | 1611212024
. EPA Method 5021A:2014;
Bromodichloro ety 06/12/2024-
o I e EPA Mem(c;c)l(agéoo.zms 4,71 pg/L <60 pg/L i iR
EPA Method 5021A:2014; .
: ? Khoéng phat hi¢n 06/12/2024-
26 | Bromoform EPA Methgg(%mD.ZOl 8 LOD = 0,50 pg/L <100 pg/L 16/12/2024
EPA Method 5021A:2014; T——
27 | Cloroform EPA Method 8260D:2018 12,8 pg/L <300 pg/L 1o/ 3
o)D) 16/12/2024
: EPA Method 5021A:2014;
Dibromochloro = i 06/12/2024-
0% | EPA Meth&«;(%ﬁon.zms <2,0 pg/L <100 pg/L | Jensimnng
5 [T | oo | ORI | o | W
A A
30 gﬁgfghfgtﬁd" ISO 10704:2019(a)(1) 0,225 Bq/L siomn | §2 S
. TCVN 6187 — 1:2019 (¥) <1 CFU/100
31 | E.coli (IS0 93081 : 2014) 0 CFU/100 mL oy 05/12/2024
Coliforms tong | TCVN 6187 — 1:2019 (¥) <3 CFU/100
2|4 (IS0 9308-1 : 2014) 0 CFU/100 mL o 05/12/2024
Pseudomonas TCVN 8881 : 2011 (*) <1 CFU/100
B | eraginse (ISO 16266 : 2006) 0 CHUZ100 mL mL Natiaehed
34 | Staphylococcus | g ipww 92138 - 2017 0 CFU /100 mL <LCFUAQD: | Gsnamona
aureus mL
Ghi cha:

- (*), (a) Phép thir dd dugc cong nhén phi hgp theo ISO/IEC 17025:2017.
- LOD: Ngudong phat hién ctia phuong phdp

- Két qua nay chi cé gid tri trén mdu kiém nghiém.
- (1) Phép thir do Vién Y té Cong cgng Thémh phé H6 Chi Minh thuc hién.
Nhin xét: Miu NUOC MAY c6 cic chi tiéu duge kiém nghiém dat Quy chuén k¥ thudt dja phuong v& chét lugng
nudce sach sir dung cho muc dich sinh hoat QCBP 01:2024/TN do Uy ban nhan dan tinh Tdy Ninh ban hanh.

DC: S6 4 Pudmg Nguyén Vin Rép, KP.5, P.4, thanh phd Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh Tay Ninh
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M s6 méu: 00661.24

X Ngay 17 thang 12 ndm 2024
_ TRUONG KHOA KT. GIAMDOC _
XET NGHIEM-CPHA-TDCN PHO GIAM P

T

Ths. Lam Thj Kim Tuyén

Trin Phudc Poan

DC: S6 4 Dudmg Nguyén Vin Rép, KP.5, P.4, thanh phd Tay Ninh,
BM-QT05.04 BH:01 (01/07/2019) Tinh Ty Ninh 33
= 0276. 3818 915



SO Y TE TAY NINH
TRUNG TAM KIEM SOAT BENH TAT

Sb: 0662/KQ-KSBT

PHIEU KET QUA KIEM NGHIEM

CONG HOA XA HQI CHU NGHIA VIET NAM
Doc 1ap - Tw do - Hanh phiic

Ma s6 miu: 00662.24
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Tén khach hang  : CONG TY CO PHAN CAP THOAT NUGC TAY NINH
Dia chi : SO 489, PUONG 30/4, PHUONG 1, TP. TAY NINH, TINH TAY NINH
Nguoi ldymiu  : Pham Dang Khéi + Huynh Thj Lan Anh.
Dia diém ldy mau : Nha Méay Nuéc T4y Ninh - Pudng Boi Loi, Phuong Ninh Son, Thanh Phé Ty Ninh,
Tinh T4y Ninh.
Tén mau :NUGC MAY
Ngay ldymiu  :05/12/2024
Luong mau : 2,0 1it x 3 binh + 1,0 lit x 01 chai.
Ngay nhdn miu  : 05/12/2024
Tinh trang miu  : MAu dugc dung trong binh nhya va chai thay tinh, déng nép kin.
KET QUA KIEM NGHIEM
S6 s o : £ . i 2 Ngay kiém
t Chi tiéu Phwong phap Ket qua Tiéu chuan wglilBi
01 [ pH QTTN.HHN.01 (*) 6,57 6,0-8,5 06/12/2024
02 | Mui SMEWW 2150 B Khdng c6é mui la Khéng c6 mui la | 06/12/2024
03 | Vi SMEWW 2160 B Khéng c6 vi la Khéng cé vila | 06/12/2024
04 | Po duc SMEWW 2130 B-2017 0,08 NTU <2,0NTU 06/12/2024
05 | Mau sic SMEWW 2120 C-2017 5,46 TCU <15 TCU 06/12/2024
Sét tong cong SMEWW 3500 B — Fe B —
06 | (Fe? + Feity 017 0,16 mg/L <0,3 mg/L 06/12/2024
b cimg, tinh
07 | theo QTTN.HHN.05 (*) 28,00 mg/L <300mgL | 06/12/2024
(CaCOs)
Chi s&
08 [ Pecmanganat TCVN 6186: 1996 0,80 mg/L <2,0 mg/L 06/12/2024
(o))
09 | Clo du Clo test/ Martini instruments 0,78 mg/L 0,2-1,0mg/L | 05/12/2024
Amoni (tinh SMEWW 4500 -NH, B —
10 | heoN) 07 0,19 mg/L <0,3 mg/L 06/12/2024
1 E::;a;e)("“h TCVN 6180 — 1996 0,10 mg/L <20mgL | 06/12/2024
12 E;““e (Httcien QTTN.HHN.08 0,00 mg/L <0,05mg/L | 06/12/2024
; _ Khong phat hién 06/12/2024-
13 | Bari (Ba) SMEWW 3125 B:2023@)(1) | | 5p 000 m o/l <0,7 mg/L Yo
: ; Khong phat hién 06/12/2024-
14 | Chi (Pb) SMEWW 3125 B:2023@)(1) | | 5~ 60003 m gL | SO0ImgL | e
R SMEWW 3120B — Khong phat hién 06/12/2024-
1o | Bongiton) 2023(a)(1) LOD = 0,020 mg/L SLOOmg/L | 61912004

DC: S6 4 Pudng Nguyén Vin Rép, KP.5, P.4, thanh phé Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh Ty Ninh
@ 0276. 3818915
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M s6 méu: 00662.24
_ SMEWW 3120B — Khéng phat hién 06/12/2024-
15 [ Rem(2n) 2023(a)(1) LOD = 0,020 mg/L =2mg/L 16/12/2024
SMEWW 3120B — Khoéng phat hién 06/12/2024-
i7 | Mangan(Mn) 2023(a)(1) LoD=0,020mg. | =%1™L | 16100024
P SMEWW 3120B - 06/12/2024-
18 | Nhom (Al) 2023(a)(1) < 0,05 mg/L <0,2 mg/L 16/12/2004
: . ) Khoéng phat hién 06/12/2024-
19 | Nickel (Ni) SMEWW 3125 B:2023(a)(1) LOD = 0,004 mg/L <0,07 mg/L 16/12/2024
N , Khong phat hién 06/12/2024-
20 | Thay ngan (Hg) | SMEWW 3125 B:2023(a)(1) LOD = 0,00008 mg/L <0,001 mg/L 16/12/2024
_ SMEWW 4500 CN Khong phét hién 06/12/2024-
21, | Cyanua (CN) C&E:2023(a)(1) LOD=0,003 mgL. | S%05m&L | yo0n004
Atrazine va cac »
x £ . Khong phat hién 06/12/2024-
22 dan. xu_at chloro- | EPA Method 536:2007(a)(1) LOD = 0,40 pg/L <100 pg/L 16/12/2024
s-triazine
. _ Khéng phat hién 06/12/2024-
23 | Chlorpyrifos SMEWW 6630-B:2023(a)(1) LOD = 0,01 pg/L <30 pg/L 16/12/2004
; HD.PP.68/KXN.LH: 2021 (a) Khong phat hién 06/12/2024-
24| Pripanil 1) LOD = 1,50 pg/L <20 pg/L 16/12/2024
, EPA Method 5021A:2014;
Bromodichloro ma— 06/12/2024-
25 o EPA Meth(c:)ig‘)?.GODQOl 8 4,61 pg/L <60 pg/L 16/12/2024
EPA Method 5021A:2014; ;
AR Khoéng phéat hi¢n 06/12/2024-
26 | Bromoform EPA Meth((::)i(iil)lé(}DJOlS LOD = 0,50 pg/L <100 pg/L 16/12/2024
EPA Method 5021A:2014; 06/12/2024-
27 | Cloroform EPA Method 8260D:2018 12,4 pg/L <300 pg/L
@x1) 16/12/2024
\ EPA Method 5021A:2014;
Dibromochloro Iy 06/12/2024-
2B | o EPA Meth((:)i(i%él)[)lﬂls <2,0 pg/L <100 pg/L 16/12/2024
Téng hoat d¢ : Khéng phat hién 06/12/2024-
2 | shgdgxaw 150 10704:201%aX1) LoD=0,025BgL | S%1BYL | 6120004
Tong hoat do ; 06/12/2024-
30 phidngxa B ISO 10704:2019(a)(1) 0,164 Bq/L <1,0 Bq/L 16/12/2024
. TCVN 6187 — 1:2019 (*) <1 CFU/100
31 | E.coli (IS0 9308-1 : 2014) 0 CFU/100 mL — 05/12/2024
Coliforms téng TCVN 6187 — 1:2019 (¥) <3 CFU/100
32 s& (ISO 9308-1 : 2014) 0 CFU/100 mL ik 05/12/2024
Pseudomonas TCVN 8881 : 2011 (*) <1 CFU/100
3 | seruginosa (ISO 16266 : 2006) 0 CFU/100 mL, mL 05/12/2024
34 | Staphylococcus | gy ipww 9213B - 2017 ocru/toomr | <TCEUM00 4 og/100004
aureus mL oL
(7/
Ghi chu:
- (*),(a) Phép thir da dugc céng nhén phu hgp theo ISO/IEC 17025:2017.
- LOD: Ngmng phat hi¢n ciia phuong phdp
- Két qua nay chi c6 gid tr; trén mdu kiém ngh:em
- (1) Phép thirdo Vién Y @ Céng cong Thanh pho Hé Chl Minh thuc hién.
Nhan xét: Miu NUOC MAY c6 céc chi tiéu dugc kiém nghiém dat Quy chuén k¥ thuat dja phuong vé chit lrgng
nude sach sir dung cho muc dich sinh hoat QCDP 01:2024/TN do Uy ban nhén dén tinh TAy Ninh ban hanh.
DC: S8 4 Pudng Nguyén Vin Rép, KP.5, P.4, thanh phé Tay Ninh,
Tinh Tay Ninh 23

BM-QT05.04 BH:01 (01/07/2019)

@ 0276.3818 915



M 56 méu: 00662.24

Ngay 17 thang 12 nam 2024

~ TRUONG KHOA KT. GIAM POC
XET NGHIEM-CDHA-TDCN

Ths. Lam Thi Kim Tuyén < |~

~ Trén Phuée Posp
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DC: S6 4 Pudng Nguyén Van Rép, KP.5, P.4, thanh phd Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019) Tinh Tdy Ninh
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S(’JaY TE 'gAY NINH
TRUNG TAM KIEM SOAT BENH TAT

S6: 0663/KQ-KSBT

PHIEU KET QUA KIEM NGHIEM

CONG HOA XA HQI CHU NGHIA VIET NAM

Poc lap - Tw do - Hanh phiic

Ma 56 miu: 00663.24

Uy
S
SN~

VLAT 1.0328

ISOMEC

Tén khdchhang : CONG TY CO PHAN CAP THOAT NUGC TAY NINH
Dia chi : SO 489, PUONG 30/4, PHUONG 1, TP. TAY NINH, TINH TAY NINH
Nguoi ldy mdu  : Pham Piang Khéi + Huynh Thi Lan Anh.
Dia diém ldy m4u : S5 203, Pudng Trin Hung Pao, Khu Phé 1, Phudng 1, Tp. Tay Ninh, Tinh Ty Ninh.
Tén mau : NUOC MAY
Ngay 14y mau : 05/12/2024
Luong mau :2,0 lit x 3 binh + 1,0 lit x 01 chai.
Ngay nhan miu  : 05/12/2024
Tinh trang mdu  : MAu dugc dung trong binh nhya va chai thay tinh, déng nép kin.
KET QUA KIEM NGHIEM
So 5 ik £ < VA 2 Ngay kiém
t Chi tiéu Phwong phip Ket qua Tiéu chuan nghiém
01 [pH QTTN.HHN.01 (%) 6,55 6,0-8,5 06/12/2024
02 | Mui SMEWW 2150 B Khong comila__ | Khong c6 mui la | 06/12/2024
03 | Vi SMEWW 2160 B Khong cd vi la Khoéngcévila | 06/12/2024
04 | Do duc SMEWW 2130 B-2017 0,09 NTU <2,0NTU 06/12/2024
05 | Mau sic SMEWW 2120 C-2017 5,24 TCU <15 TCU 06/12/2024
Sit tong cong SMEWW 3500 B — Fe B —
06 | (Fe? + Feihy 2017 0,10 mg/L <03mg/L | 06/12/2024
D¢ cirng, tinh
07 | theo QTTN.HHN.05 (*) 20,00 mg/L <300mgL | 06/12/2024
(CaCOs)
Chi sb
08 | Pecmanganat TCVN 6186: 1996 0,16 mg/L <2,0 mg/L 06/12/2024
((9))
09 | Clo du Clo test/ Martini instruments 0,52 mg/L 0,2-1,0mg/L | 05/12/2024
Amoni (tinh SMEWW 4500 -NH; B —
10 | heoN) o017 0,17 mg/L <03mgL | 06/12/2024
1 Eg;a;e)(ﬁ“h TCVN 6180 — 1996 0,00 mg/L <20mgL | 06/12/2024
12 E;‘”“’ (Hnhtheo QTTN.HHN.08 0,00 mg/L <0,05mgL | 06/12/2024
: _ Khong phat hién 06/12/2024-
13 | Bari (Ba) SMEWW 3125 B:2023@)(1) | | 5p= 0,02 me/L <0,7 mg/L e it
, Khéng phét hién 06/12/2024-
14 | Chi (Pb) SMEWW 3125 B:2023@)1) | | 5= 0003 m | = 00ImgL | O a
A SMEWW 3120B — Khong phat hién 06/12/2024-
1o | 4hing(Cn) 2023(a)(1) LOD=0,020mgL | SLOOmEL | 16190024
" SMEWW 3120B — Khéng phat hién 06/12/2024-
A | Remian) 2023(a)(1) LOD = 0,020 mg/L =&mp/L 16/12/2024

DC: S6 4 Pudng Nguyén Van Rdp, KP.5, P.4, thanh phé Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh Tdy Ninh
o 0276. 3818 915
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Ma sé miu: 00663.24
SMEWW 3120B — Khéng phat hién 06/12/2024-
17 | Mangan (Mn) 2023(a)(1) LOD = 0,020 mg/L =0.1 mglL (}6;12!2024
A SMEWW 3120B — 6/12/2024-
18 | Nhom (Al) 2023(a)(1) K: e :g:ll‘ =02 mk 016;‘12!2024
; : . ong phat hién 6/12/2024-
19 | Nickel (Ni) SMEWW 3125 B:2023@)(1) | | 5p— 0,004 my/L. <007Tmgl | &oinna
’ ’ Khong phat hién 06/12/2024-
20 | Thily ngén (Hg) | SMEWW 3125 B:2023@)(1) | | o5 = 0,00008 mg/L, | <%0 ML | 16/122024
] SMEWW 4500 CN Khéng phét hién 06/12/2024-
21 |'Cyamia(CN) C&E:2023(a)(1) LOD = 0,003 mg/L <0.05mg/l | o004
Atrazine va céc ;
g g . Khéng phat hién _ 06/12/2024-
22 g.?:i:;i?l?hlom. EPA Mecthod 536:2007(a)(1) LOD = 0,40 pg/L <100 pg/L 16/12/2024
: : Khéng phat hién 06/12/2024-
23 | Chlorpyrifos SMEWW 6630-B:2023(a)(1) LOD = 0,01 pg/L <30 pg/L 16/12/2024
. HD.PP.68/KXN.LH: 2021 (a) |  Khong phét hién 06/12/2024-
24 | Propani] (1) LOD = 1,50 pg/L <20 pg/L 16/12/2024
; EPA Method 5021A:2014;
Bromodichloro i 06/12/2024-
5] e EPA Meth(:c)l(%ﬁoo.zms 5,32 pg/L <60 pg/L e
EPA Method 5021A:2014; :
o Khéng phat hién 06/12/2024-
26 | Bromoform EPA Meth(c;c)l(?.’)’.ﬁOD.zols LOD = 0,50 /L <100 pg/L 1611552024
EPA Method 5021A:2014;
27 | Cloroform EPA Method 8260D:2018 15,0 pg/L <300 pg/L Olg,lé%%zz‘:—
(a)1)
. EPA Method 5021A:2014;
Dibromochloro . 1 06/12/2024-
ol bl EPA Meth(c};(;(%ﬁﬁf).mls <2,0 ug/L <100 pg/L i
A ~ ~ I A
R I e I K
30 gﬁgfgh;’;tﬂd" ISO 10704:2019(a)(1) <0,150 Bq/L <1,0 Bq/L (;‘g !,1122" é%zz‘i'
: TCVN 6187 — 1:2019 (*) <1 CFU/100
31 | E.coli (150 93081 : 2014) 0 CFU/100 mL s 05/12/2024
Collforms tong TCVN 6187 —1:2019 (*) <3 CFU/100
2 | 4 (150 93081 : 2014) 0 CFU/100 mL ks 05/12/2024
Pseudomonas TCVN 8881 : 2011 (*) <1 CFU/100
34 aeruginosa (ISO 16266 : 2006) O CFUA00mL mL U5(12:2024
34 | Staphylococeus | qpEww 9213B - 2017 0 CFU /100 mL S1EUAR | gsjioloosd
aureus mL
Ghi chi:

- (*), (a) Phép thir da dugc cﬁng nhén pht hep theo ISO/IEC 17025:2017.

- LOD: Nguvng phal hi¢n ciia phirong phdp

- Két qua nay chi ¢6 gid rr; trén mdu kiém nghtem
- (1) Phép thir do Vién Y té Céng cng Thimh phd Ho Chi Minh thye hién.

Nhén xét: Miu NUOC MAY c6 céc chi tiéu duge kiém nghiém dat Quy chufn k§ thuat dja phuong vé chit lugng

nude sach sir dung cho myc dich sinh hoat QCDP 01:2024/TN do Uy ban nhén dan tinh Tay Ninh ban hanh.

DC: S6 4 Puong Nguyén Van Rdp, KP.5, P.4, thanh phd Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh Ty Ninh
W 0276. 3818 915
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Ma 58 miu: 00663.24

Ngay 17 thang 12 ndam 2024

. TRUONG KHOA KT. GIAM POC.
XET NGHIEM-CPHA-TDCN PHO GIAM POC
<_<_‘: - L (’ =
/ /TRUNG T b /
Ths. Lam Thj Kim Tuyén (> KiEM sOAT )|
\ \BENHTAT L}~

R

L7 s
I'rdn Phuée Poan

DC: S6 4 Pudng Nguyén Vin Rép, KP.5, P.4, thanh phd Tay Ninh,
BM-QT05.04 BH:01 (01/07/2019) Tinh T4y Ninh T
= 0276. 3818 915



SO Y TE TAY NINH
TRUNG TAM KIEM SOAT BENH TAT

CONG HOA XA HQI CHU NGHIA VIET NAM
Doc lap - Tw do - Hanh phic

S6: 0664/KQ-KSBT Wy,
So—>"%
PHIEU KET QUA KIEM NGHIEM Ce T
M sé mbu: 00664.24 s AOSC
VLAT 1.0328
Tén khach hang  : CONG TY CO PHAN CAP THOAT NUGC TAY NINH ISOMRC
Dia chi : SO 489, PUONG 30/4, PHUONG 1, TP. TAY NINH, TINH TAY NINH
Nguoi ldy mdu  : Pham Piang Khéi + Huynh Thi Lan Anh.
Dia diém ldy mAu : Tram Cép Nudc Chau Thanh - Khu Phé 3, Thi Trdn Chau Thanh, Huyén Chéu Thanh,
Tinh Téy Ninh.
Tén miu : NUGC MAY
Ngay liy mau : 05/12/2024
Luong miu : 2,0 lit x 3 binh + 1,0 lit x 01 chai.
Ngay nhin mdu  :05/12/2024
Tinh trang mau  : MAu dugc dung trong binh nhya va chai thuay tinh, déng nép kin.
KET QUA KIEM NGHIEM
So 2 i £ i z Ngay kiém
t Chi tiéu Phwong phap Ket qua Tiéu chuan nphifi
01 [pH QTTN.HHN.01 (*) 6,51 6,0-8,5 06/12/2024
02 | Mui SMEWW 2150 B Khéng c6 mui la Khéng c6 mui la | 06/12/2024
03 | Vi SMEWW 2160 B Khéng c6 vi la Khéng cé vila | 06/12/2024
04 | Po duc SMEWW 2130 B-2017 0,06 NTU <2,0 NTU 06/12/2024
05 | Mau sc SMEWW 2120 C-2017 3,78 TCU <15 TCU 06/12/2024
Sat tong cong SMEWW 3500 B — Fe B —
06 | (Fe? + Feihy 017 0,20 mg/L <0,3 mg/L 06/12/2024
D¢ cirng, tinh
07 | theo QTTN.HHN.05 (*) 28,00 mg/L <300mg/L | 06/12/2024
(CaCO;)
Chi sé
08 | Pecmanganat TCVN 6186: 1996 0,16 mg/L <2,0 mg/L 06/12/2024
()
09 | Clodu Clo test/ Martini instruments 0,50 mg/L 0,2 - 1,0 mg/L 05/12/2024
Amoni (tinh SMEWW 4500 -NH; B —
10 | theo N) SOET 0,00 mg/L <0,3 mg/L 06/12/2024
1 Eg;altj)(““h TCVN 6180 — 1996 0,02 mg/L <20mgL | 06/12/2024
12 ﬁ;t““’ (tuh:thee QTTN.HHN.08 0,00 mg/L <0,05mg/L | 06/12/2024
3 , Khong phat hién 06/12/2024-
13 | Arsen (As) tong | SMEWW 3125 B:2023(a)(1) LOD = 0,0003 mg/L <0,01 mg/L 16/12/2024
. . 06/12/2024-
14 | Bari (Ba) SMEWW 3125 B:2023(a)(1) 0,070 mg/L <0,7 mg/L Sl
. _ Khéng phét hién 06/12/2024-
15 | Chi (Pb) SMEWW 3125 B:2023@)1) | | 5n 00003 mgr | %01 ML | j6/12/2024

BC: S 4 Puding Nguyén Vin Rép, KP.5, P.4, thanh phd Tay Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh T4y Ninh

@ 0276.3818 915
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Mii 56 méu: 00664.24

” SMEWW 3120B — Khong phat hién 06/12/2024-
16" [‘Boug (Ch) 2023(a)(1) LO}E) = 0,(:120 111115/L = 1,00l 1 66;1;?024
" SMEWW 31208 — Khéng phat hién 12/2024-
Rl i . 2023(a)(1) LOD = 0,020 mg/L <2mg/L 16/12/2024
SMEWW 31208 — Khong phét hién 06/12/2024-
18 | Mangan (Mn) 2023(a)(1) LOD = 0.020 my/ =0,1 mg/L 167122004
n SMEWW 3120B — Khong phat hi¢n 24-
i e B L
g ; ; Khong phat hi¢n -
20 | Nickel (Ni) SMEWW 3125 B2023@XD) | 1 ob~ooampL | %7 | Te/120004
- _ Khéng phét hién 06/12/2024-
21 | Thiyngin (Hg) | SMEWW 3125 B2023G)1) | | op= 00008 mgr, | S%% ML | 61000
- SMEWW 4500 CN Khong phat hién 06/12/2024-
22 |'Syanua{Ch) C&E:2023(a)(1) LOD = 0,003 mg/L S0.05mg/l | 6120004
Atrazine va cac 5 v
a2l . Khéng phét hién 06/12/2024-
23 g?:i:;i?lt:hlom- EPA Method 536:2007(a)(1) LOD = 0,40 pg/L <100 pg/L 16/12/2024
. , Khong phat hien 06/12/2024-
24 | Chlorpyrifos | SMEWW 6630-B:2023)(1) | | oD 0,01 uall <3088 | eiom00
: HD.PP.68/KXN.LH: 2021 (a) | Khong phat hién 06/12/2024-
%3 | Propau] ) LOD = 1,50 pg/L <20mgl | 16120004
) EPA Method 5021A:2014;
Bromodichloro e 06/12/2024-
26 | orom EPA Meth((::)l(ig6OD.201 8 <2,0 pg/L <60pgL | Yo iamond
EPA Method 5021A:2014; .,..
20,43 Khong phét hién 06/12/2024-
27 | Bromoform EPA Meth(c:S(??(SOD.ZOIS LOD = 0,50 pg/L <100 pg/L 16/12/2024
EPA Method 5021A:2014; )
28 | Cloroform EPA Method 8260D:2018 <2,0 pg/L <300 pg/L
X 16/12/2024
) EPA Method 5021A:2014;
Dibromochloro AT 06/12/2024-
29 | Do EPA Meth(c:)i(%eoo.zols <2,0 pg/L Ayl | hisora
A " A A
W T | ommaonon | S | e |0
A A
31 :]fgfgh;:tﬁd“’ ISO 10704:2019(a)(1) 0,174 Bq/L TLOBYL |
. TCVN 6187 — 1:2019 () <1CFU/100
32 | Ecoli bl 0 CFU/100 mL i 05/12/2024
Coliforms tong | TCVN 6187 - 1:2019 () <3 CFU/100
3|4 SO L2014 0 CFU/100 mL T 05/12/2024
Pseudomonas TCVN 8881 : 2011 (*) <1CFU/100
3 | seruginosa (ISO 16266 : 2006) QCEUA00 mL fil, 05/12/2024
35 | Staphylococcus | g\ rEww 02138 - 2017 0 CFU /100 mL <1CFUN00 | 0511912024
aureus mL
Ghi chi:

- (*), (a) Phép thir da dugc cong nhan phi hgp theo ISO/IEC 17025:2017.
- LOD: Nguﬁng phat hi¢n ciia phuong phdp
- Két qua nay chi cé gid rr; trén mdu kiém ngh:em
- (1) Phép thir do Vién Y té Céng céng Thanh phd Ho Chi Minh thuc hién.
Nhin xét: Mau NUGC MAY c6 céc chi tiéu duoc kiém nghiém dat Quy chuén ky thuat dja phuong vé chat lugng
nudce sach sir dung cho myc dich sinh hoat QCDP 01:2024/TN do Uy ban nhan dan tinh Tay Ninh ban hanh.

PC: Sb 4 Pudng Nguyén Vin Rép, KP.5, P.4, thanh phd Téy Ninh,

BM-QT05.04 BH:01 (01/07/2019)

Tinh Tdy Ninh

@ 0276. 3818 915
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M s6 méu: 00664.24

Ngay 17 thang 12 nam 2024

_ TRUONG KHOA KT, GIAM POC
XET NGHIEM-CPHA-TDCN PHO Glyﬂf?
jM 7 _ting e
5 [ /raunG TN ,L% e
Ths. Lam Thi Kim Tuyén r[ . l kiths dﬂ' _
\ -._\EE;:NH TAT K

DC: S6 4 Dudmg Nguyén Viin Rép, KP.5, P.4, thanh phd Ty Ninh,
BM-QT05.04 BH:01 (01/07/2019) Tinh Tay Ninh
= 0276. 3818 915
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= Viét Tin CONG TY TNHH Eg?g;;ggﬂlﬂ}EégNLg;ﬂEM VIET TIN \&\J’— & "
: =

PTN & VP Nhin miu: S6 39A, Buong s6 4, P. Binh Tri Déng B, Q. Binh Tan, TP. HCM 3

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City :’-4,,//;"-5“\:.\3‘:
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 e

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

KIEM TRA CHAT LUONG

@

VILAS 1074 VWMCERTS 211

S6/ No: 21882.2412/KQ-VTT

M3 s8/ Code: KH.7343 2412

M sd mAu/ Sample code: PTN.24598 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Don vj yéu ciu/ Customer : CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noildy miu/ Place of sampling ~ : TRAM CAP NUOC KCN TRANG BANG
3. Dia chi/ Address . Puodng s 7, KCN Trang Bang, phudng An Tinh, thi xd Trang Bang,
tinh Tay Ninh
4. Ngay ldy mau/ Date of receiving : 037122024
5. Ngay tra két qua/ Date of issue : 14/12/2024
6. Ngudi ldy mAu/ Sampling staff :  Huynh Ngoc Tudn, Nguyén Anh Qudc
7. Loai mav/ Kind of sample : Nudc sach
8. Phuong phap ldy miu va bio quan : SOP.02-059

maw/ Sampling and preservation
methods
9. Vi trildy miu/ Location of sampling : Tram cﬁP nwée KCN Tring Bang
Pudng s6 7, KCN Trang Bang, phudng An Tinh, thi xi Tring Bang,
tinh Tay Ninh
Ki hi¢u: NTN1

e CHI TIEU PHUONG PHAP it L PON V] T
- THU NGHIEM/ PHAN TiCH/ Fah g TINH/ | Vet
' PARAMETERS TESTING METHOD UNIT '
. . SMEWW 3030 AE : 2023 | Khong phat hién
*)
L[ SMEWW 3113 B :2023 | (LOD=0,002) mg/L. 0,01
2 | Clodutydo © TCVN 6225-2 : 2021 0,41 mell - (WSS
"Ly
SOP.01-436 : 2022
M (Ref. TCVN 2653: 1978, Khang ¢6 ) Khéng c6
! SMEWW 2150B, 2160B : mui vi la miii, vi Ia
2023)
. . 5 Khong phat hién
*) 2
4 | Do duc SMEWW 2130 B : 2023 o015 NTU 2
e Khong phat hién
G5 -
5 | Maushc SMEWW 2120C : 2023 Syl TCU 15
6 |pH® TCVN 6492 : 2011 6,94 . trong khioang
p ' ’ 6,0-8,5
Amoni ) 5 -
X & SMEWW 4500-NH3.B&F : | Khong phat hién
7 (NH3 va NH4" tinh 2023 (LOD=0,023) mg/L, 0,3
f—\ theo N)
! SMEWW 3030 AE : 2023 | Khong phat hién
B || Bar(ha) SMEWW 3111 B : 2023 (LOD=0,1) mg/l 0,7
. | SMEWW 3030 A,E : 2023 | Khong phat hién
, *) :
9 Chi (Plumbum) (Pb) SMEWW 3113 B : 2023 (LOD=0,002) mg/L 0,01

grjtdlwc chriqt_iinh b;n'f Lab. designated by: BY Y Té - Cue An toan Thye phim/ Ministry of Health - Agency of Food Safety: By NN&PTNT - Cyc Quin Iy
1t hegng Nong Lam sin va T[‘!w_v san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B Con Thu‘(mé’
Ministry of Industry and Trade of The Socialist Republic of Vietnam. I ’ . .

No. Document: QTCL-13/BM02 ’ ; ; . .
Version: 10 . SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
Date of issue: 15/11/2024 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE

ey,
g.
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F.

CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TiN

: . nA T' A [T} =
V| t VIET TIN TESTING CO., LTD S SR
e In PTN & VP Nhin miu: S 39A, Pudng s6 4, P. Binh Trj Déng B, Q. Binh Tén, TP. HCM % i I,"_'
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ’//“:\ R 2

Tel: (028) 3915 8936, (028) 3827 7986
Email: kiclviettin@gmail.com

Fax: (028) 3824 7013
Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

S6/ No: 21882.2412/KQ-VTT

Ma s6/ Code: KH.7343 2412

Ma s6 miu/ Sample code: PTN.24598 2412
Trang/ Page: 2/ 3

KET QUA THU NGHIEM
TESTING REPORT
[ s CHI TIEU PHUONG PHAP : : PON VI
S;ﬂf "1 THO NGHIEM/ PHAN TiCH/ K}fgsgf;’ TINH/ o1 ggﬁm
: PARAMETERS TESTING METHOD UNIT :
10 | Chisé Pecmanganat (*) TCVN 6186 : 1996 Kl‘zﬁggﬁgtzhsl;; 2 mg0,/L 2
—— . | SMEWW 3030 A,E:2023 | Khong phét hién
11| Dong (Cuprum) (Cu) @ | “gV bW 3111 B - 2023 (LOg[l))=0,03) e .
yg | Deciiog Hinthes SMEWW 2340 C : 2023 4,52 mg CaCO3/L 300
CaCO; R
. | SMEWW 3030 A,E:2023 | Khong phét hién
13| Kém (Zincum) (Zm)® | “g\ipww 3111 B : 2023 (L(%[;LO,OB; gl 2
i SMEWW 3030 A,E : 2023 | Khong phét hién
(£ ’
i4 | Hlapgan M) SMEWW 3111 B : 2023 (LOD=0,03) gL o
Nhom (Aluminium) SMEWW 3500 (Al)B: | Khong phat hign
151 apo 2023 (LOD=0,02) mg/L. 02
. o SMEWW 3030 A,E : 2023 | Khong phét hién
(*) )
16: | Migkel (Ni) SMEWW 3113B:2023 | (LOD=0,002) ek 0,07 -
Nitrat (NO; tinh theo SMEWW 4500 (NO3)-E :
17 | o s 0,085 mg/L. 2
Nitrit (NO5- tinh theo TCVN 6178: 1996 Khong phat hién
18 Nyo (IS0 6777 : 1984 E) (LOD=0,01) mg/L 0,05
b . SMEWW 3030 A,E : 2023 | Khong phat hién
2} () s 3
5 =atFeritn) (Fe) SMEWW 3111 B : 2023 (LOD=0,03) mg/L 0,3
20 Thuy ngan SMEWW 3112 (Hg) B : Khéng phat hién mg/L 0.001 T
(Hydrargyrum) (Hg) 2023 (LOD=0,00015) ’ =
- TCVN 6181: 1996 Khong phat hién
%)
21 | Ry (NG (ISO 6703-1: 1984) (LOD=0,003) mgile 83 _
5y | Atrazine va céc din SOP.01-395: 2022 Khéng phat hign o/l 100
L xuat chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15) H
— SOP.01-396: 2022 Khong phat hién
*) ¥
23 | Chibrpyrites (Ref. USA EPA 8270D) (LOD=0,15) pelk at
’_
o SOP.01-371: 2022 Khong phat hién
*) .
24 | Propanil (Ref. USA EPA 8270D) (LOD=0,1) he/L 20
. SOP.01-368: 2022 Khéng phat hién
25 | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368: 2022 Khong phat hig¢n L 10
26 |Bromblomn (Ref. EPA Method 515.4) (LOD=1,5) 4 .
PTN duge chi dinh boi/ Lab. designated by: By Y Té - Cue An toan Thyc phimy/ Ministry of Health - — of Food Sator: Ba T O e
Chéi 2 o3 ML s e et : Y of izeaith Agency of Food Safety; B NN&PTNT - Cyc Quién Iy
oo e e Wl s o Agriculure - National Agro ~ Foresty - Fisheries Quality Assurance Departmeni; BY Cong Throng/
No. Do t: QTCL-13/BM02
Vcrsionc;ul?n ' SUKHAC BIET TU CHAT LUQNG DJCH VU VA CHUYEN MON
Date of issue: 15/11/2024 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City %/~

KIEM TRA CHAT LUONG

. " A r Sy :
VIet T in L VIET TIN TESTING CO., LTD N SpR
. PTN & VP Nhin miu: S6 39A, Dudng sb 4, P. Binh Tri Déng B, Q. Binh Tin, TP. HCM ﬁ,i\ﬁ = =
3

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 il

S6/ No: 21882.2412/KQ-VTT

M3 s6/ Code: KH.7343 2412

Mai s6 miu/ Sumple code: PTN.24598 2412
Trang/ Page: 3/ 3

KET QUA THU NGHIEM

TESTING REPORT
T CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP ]
No. THU NGHIEM/ PHAN TiCH/ TSl TINH/ BTN
' PARAMETERS TESTING METHOD UNIT :
SOP.01-368: 2022 Khong phat hién
27 | Chlorotorm (Ref. EPA Method 515.4) (LOD=1,5) ne/l. 00
. SOP.01-368: 2022 Khéng phat hién
28 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
— =
29 | Coliforms b i <1 CFU/100mL <3
30 | Escherichia coli ® S -t <1 CFU/100mL <1
Tu cau vang
31 | (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
L aureus) "
Tryc khuan mu xanh )
32 | (Pseudomonas ggg?ﬁg? 22(?0161) <l CFU/100mL <1
aeruginosa) ) e
33 Téng hoat d¢ phéng xa ISO 10704: 2019 Khong phat hién B, ’
beta (/) (05.2-CL4/ST 7.3) (LOD=0,07) 4
Téng hoat d6 phong xa ISO 10704: 2019 Khong phat hién
34 Bq/L 0,5
alpha &%) | (052CL4/ST73) | (LOD=0,03) J

Ghi chi/ Notes: Mau c6 két qua phén tich cic chi tieu nhu trén phu hgp theo QCDP 01:2024/TN
Két qua chi c6 gia trj trén mau thi/ The results are valid only for testing sample.
Tén miu theo khach hang yéu chu/ Name of samples as the client’s requirement. ‘1g
Thoi gian hwu mAn: 5 ngay ké tir ngdy tra két qua/ Time-limit of storage: 5 days from reporting date. ‘
LOD: Gi6i han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017) -
(sfc): Chi tiéu giri nha thau phy/ ltems are tested by subconiractor .-

.

PHU TRACH CHAT LUQNG GIAM POC

QUALITY MANAGER

ThS. Huynh Ngoc Truéng

E':;I;Jtdluqc chi gtnh boi/ Lab. designated by: B Y Té - Cuc An toan Thye pham/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quén Iy
hat lrgng Nong Lim sdn va Thuy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam. ’ ’

No. Document: QTCL-13/BM02 g y ’ N H
Verdon: 10 SUKHAC BIET TU CHAT LUQNG DICH VY VA CHUYEN MON

Date of insue: 15/11/3024 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD
PTN & VP Nhin miu: S6 39A, Dudng s6 4, P. Binh Tri Dong B, Q. Binh Tan, TP. HCM
Laboratory & Office: No.39A, 4™ street, Binh Tri Dong B ward, Binh Tan district, HCM City /;::HQ“
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 e
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

“)\Viét Tin

KIEM TRA CHAT LUQNG

VILAS 1074 VIMCERTS 211

S/ No: 21883.2412/KQ-VTT

Ma s6/ Code: KH.7343 2412

Ma sb mAu/ Sample code: PTN.24599 2412
Trang/ Page: I/3

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUGC TAY NINH
TRAM CAP NUOC KCN TRANG BANG

1. Don vi yéu cau/ Customer :

2. Noi lay miu/ Place of sampling

3. Dia chi/ Address :  Dudng s 7, KCN Trang Bang, phuong An Tinh, thj x4 Trang Bang,
tinh Ty Ninh

4. Ngay Ay mau/ Date of receiving 03/12/2024

5. Ngay tra két qua/ Date of issue 14/12/2024

6. Ngudildy mAu/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Qudc

7. Loai miw/ Kind of sample Nuéce sach

8. Phuong phdp Iy miu va bdo quin : SOP.02-059

mau/ Sampling and preservation
methods
9. Vi tri liy miu/ Location of sampling : Cira hang sin xuit dju hii Van Ly
Pudng An Phi Khirong, khu phé Sudi Sau, phudng An Tinh,
thi xd Tring Bang, tinh Tiy Ninh
Ki hiéu: NTN2

- P, ) ) i -
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCDP
o THU NGHIEM/ PHAN TiCH/ il ek TINH/ W A
o PARAMETERS TESTING METHOD UNIT :
: . SMEWW 3030 A,E : 2023 | Khong phét hi¢n
(*)
| 1| Amenigss) SMEWW 3113B:2023 | (LoD=0002) | ™&* 0
2 | Clodutydo © TCVN 6225-2 : 2021 037 mg/L “"":}gz":":}a“g
gy
SOP.01-436 : 2022
3 Muii vi (Ref. TCVN 2653: 1978, Khong cé @ Khéng c6
vl SMEWW 2150B, 2160B : mui vi la mili, vj la
- 2023)
5 " Khéng phat hién
I *) » s
4 | Poduc SMEWW 2130 B : 2023 (LOD=0,15) NTU 2 @
ST T Khéng phat hién
*) . L
5 | Mau séc SMEWW 2120C : 2023 (LOD=3) TCU 15 i /l
* trong khodng [ /] '«
g %) . -
6 |pH TCVN 6492 : 2011 6,60 6.0-8.5 i
Amoni ) . : -
7| (NHs va NH,* tinh SMEWW 4500-NH3 B&F : | Khong phét hign — 03 ; ﬂ
2023 (LOD=0,023) T
theo N) \
o SMEWW 3030 AE : 2023 | Khéng phét hién
5| Bari 8o SMEWW 3111 B : 2023 (LOD=0,1) mg/L i

PTN dugc chi dinh boi/ Lab. designated by: Bl Y Té-C i ini.
N di Oi/ Lab. des Y - Cyc An toan Thye phidm/ Ministry of Health
Chit lwgng Néng Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry

Ministry of Industry and Trade of The Socialist Republic of Vietham.

~ Agency of Food Safety; B§ NN&PTNT - Cyc Quin Iy
- Fisheries Quality Assurance Department; B§ Cong Thwong/

No. Document: QTCL-13/BM02
Version: 10
Date of issue: 15/11/2024

SUKHAC BIET TU CHAT LUQNG DJCH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




~\Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin méu: S6 39A, Puimg sb 4, P. Binh Tri Déng B, Q. Binh Tan, TP. HCM s €

ey

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM Ci ’,f?‘,:\\\‘ .
KIEM TRA CHAT LUONG Tel: (028) 3915 8936, (028) 3827 7986 e F\::;r(ozg;l;gg;;nﬂ;];m N .
Email: kiclviettin@gmail.com Web: kiemnghiemviettin.com S
S6/ No: 21883.2412/KQ-VTT
M3 s6/ Code: KH.7343 2412
M3 sb miu/ Sample code: PTN.24599 2412
Trang/ Page: 2/ 3
KET QUA THU NGHIEM
TESTING REPORT
— CHI TIRU PHUONG PHAP KT QUA/ PON V] acop
N THU NGHIEM/ PHAN TiCH/ ST TINH/ PO g
i PARAMETERS TESTING METHOD ; UNIT :
o " SMEWW 3030 A,E : 2023 | Khong phat hién
{*) '}
9 |ehl(Rlumbumy(Fh) SMEWW 3113B:2023 | (LOD=0,002) mg/L .
10 | Chi sb Pecmanganat TCVN 6186 : 1996 Khong phathién | 10011, 2
e (LOD=0,25)
) . | SMEWW 3030 A,E : 2023 | Khéng phat hién
(*)
- FD""g (Cugtion (Cu) SMEWW 3111 B : 2023 (LOD=0,03) mg/l. 1
12 ?ggg‘;{;) FaRNR SMEWW 2340 C : 2023 5 mg CaCO3/L. 300
. | SMEWW 3030 A,E : 2023 | Khéng phat hién
" 2)
13 | Kémgeineun) (Zn) SMEWW 3111 B : 2023 (LOD=0,03) Mgk 2
—— SMEWW 3030 A,E : 2023 | Khéng phat hién
(*)
13 | Maggan (M) SMEWW 3111 B : 2023 (LOD=0,03) mg/l. 51
5 Nhom (Aluminium) SMEWW 3500 (A) B : Khong phat hién /L 02
| (A 2023 (LOD=0,02) s —
; o (b SMEWW 3030 A,E : 2023 | Khong phat hién
(*)
16 | Niggel W) SMEWW 3113 B:2023 | (LOD=0,002) mg/L, 9,97 -
Nitrat (NOs" tinh theo SMEWW 4500 (NO3)-E :
17| o s 0,079 mg/L 2
18 Nitrit (NO;" tinh theo TCVN 6178: 1996 Khong phat hig¢n mglL: 0.05
N) ) ~ (ISO 6777 : 1984 E) (LOD=0,01) )
i ‘ SMEWW 3030 A,E : 2023 | Khong phat hién
(*)
19 | Sat(Fertitg) (Fe) SMEWW 3111 B : 2023 (LOD=0,03) mg/L. 63 |
20 Thuy ngan SMEWW 3112 (Hg) B : Khéng phat hién mg/L 0.001
(Hydrargyrum) (Hg) ) 2023 (LOD=0,00015) !
’ TCVN 6181: 1996 Khoéng phat hig¢n
-y (*)
41 | Zyanus (CN) (1SO 6703-1: 1984) (LOD=0,003) L 0,05 )
", | Atrazine va céc din SOP.01-395: 2022 Khong phét hién - o~ Jazc
xuéit chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15) i .
. SOP.01-396: 2022 Khéng phat hién _ ':qNG
(*)
u &3 | Chicrpynics (Ref. USA EPA 8270D) (LOD=0,15) he/l 3 INH
e SOP.01-371: 2022 Khéng phét hién 8 KIE
*) ]
24 |Heepanit (Ref. USA EPA 8270D) (LOD=0,1) ug/L 20 i
; SOP.01-368: 2022 Khéng phat hién i
25 | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60 | ‘;E
SOP.01-368: 2022 Khéng phat hién '
=6 | Bromaform (Ref. EPA Method 515.4) (LOD=1,5) he/L 100 1
SOP.01-368: 2022 Khong phat hién
| & | Somrens (Ref. EPA Method 515.4) (LOD=1,5) ne/L A0

£

PTN duge chi (Aﬁnh bai/ L(fb. designated by: B§ Y Té - Cue An toan Thuc phdm/ Ministry of Health
C}Im_t hrgng Nong Lam sin va Thiy san/ Ministry of Agriculture - National A gro esh
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

> ith - Agency of Food Safety; Bo NN&PTNT - Cuc Quin ly
Forestry - Fisheries Quality Assurance Department; B§ Céng Thurong/

Version: 10

No. Document: QTCL-13/BM02

Date of issue: 15/11/2024

) SUKHAC BIET TU CHAT LUONG DICH VU VA CHUYEN MON
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

- Viét Tin VIET TIN TESTING CO., LTD .,
v » PTN & VP Nhin miu: S6 394, Pudmg 56 4, P. Binh Tri Déng B, Q. Binh Tén, TP. HCM # ,_._.‘H: 9]
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HOM City 7/ N/ 2
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 L AL TR ME;Tsm
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 21883.2412/KQ-VTT
Ma 56/ Code: KH.7343 2412
Ma sé mAu/ Sample code: PTN.24599 2412
Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
o I TIE 3 A 5 "
STT/ CHI TIEU PHUQN(JiPHAP KET QUA/ BQ’N VI QCHP
Ay THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT i
: SOP.01-368: 2022 Khong phat hign
;i L, 0
L 28 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/ 100
5 - 1SO 9308-1:2014/
1 . i (t} z = L <
29 kll.,crhf‘m‘ms. Amd 1 : 2016 <1 CFU/100m 3
- 1ISO 9308-1:2014/
shsvinhi i (*) 2U/100mL <
30 Escherichia coli Amd 1:2016 <1 CFU/100m 1
% Ty cau vang
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
r‘ aureus) "
Tryc khuan ma xanh
TCVN 8881: 2011
3 < CFU/100mL €
32 (P‘sem‘iomom;:s (ISO 16266 : 2006) | FU/100m 1
aeruginosa)
4 Téng hoat d6 phéng xa 1SO 10704: 2019 Khéng phat hién Byl i
beta s'®) (05.2-CL4/ST 7.3) (LOD=0,07)
- Tdng hoat do phéng xa 1SO 10704: 2019 Khong phét hién Bq/L -
alpha® | (052-CLAST73) | (LOD=003) :

Ghi chi/ Notes:

Mau c6 két qua phan tich cac chi tiéu nhur trén phir hgp theo QCBP 01:2024/TN

Két qua chi co gia trj trén mau thi/ The results are valid only for testing sample.

‘Tén mAu theo khach hang yéu cdu/ Name of samples as the client’s requirement.

Thoi gian lun miu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.

L.OD: Gidi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu gii nha thiu phy/ ltems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Truéng

PTN dugc chi dinh boi/ Lab. designated by: B4 Y Té - C i ini. € i)
Wy uc An toan Thye phim/ Ministry of Health - A ency of Food Safety; B) NN&PTNT - C in ly
Chit lwgng Néng Lam sin va Thiy sdn/ Ministry of Agri g j estr Shedes i 5 o
1 St griculture - National Agro — Forestry - Fisheries ty Ass 3 :
Ministry of Industry and Trade of The Socialist Republic of Vietnam. “ e el Dl 4 Conp Hneng)

No. Document: QTCL-13/BM02
Version: 10
Date of issue: 15/11/2024
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD &, &
PTN & VP Nhin méu: S6 39A, Duing sé 4, P. Binh Tri Dong B, Q. Binh Tan, TP, HCM oMk
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City 'I?H/E\H\\H‘:‘
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 s
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Viét Tin

KIEM TRA CHAT LUONG

S6/ No: 21884.2412/KQ-VTT
M3 s6/ Code: KH.7343 2412
Ma sb mau/ Sample code: PTN.24600 2412
Trang/ Page: 1/3
KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUOC TAY NINH
TRAM CAP NUOC KCN TRANG BANG

1. Pon vi yéu cau/ Customer

2. Noildy méu/ Place of sampling

3. PDia chi/ Address DPuong s6 7, KCN Trang Bang, phudong An Tinh, thi xa Trang Bang,
tinh Tay Ninh

4. Ngay lay miu/ Date of receiving 03/12/2024

5. Ngay tra két qua/ Date of issue 14/12/2024

6. Ngudilay miu/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Québc

7. Loai mau/ Kind of sample Nude sach

8. Phuong phép ldy miu va bio quian : SOP.02-059

mau/ Sampling and preservation
methods
9. Vi tri ldy mau/ Location of sampling : DNTN kinh doanh vang Kim Long Ngoc
Pudng An Phi Khuong, khu pho Sudi Siu, phudng An Tinh,
thj xa Triang Bang, tinh Tay Ninh

Ki hiéu: NTN3

—-— CHI TIEU PHUONG PHAP Ki'T QUA/ PON V] —
iy THU NGHIEM/ PHAN TiCH/ e sme TINH/ | -
i PARAMETERS TESTING METHOD . UNIT '
: ; SMEWW 3030 A,E : 2023 | Khong phat hién
(*) ’
I | Arsenicias) SMEWW 3113B:2023 | (LOD=0,002) mg/L 0,61
2 | Clodetwdo © TCVN 6225-2 : 2021 0,36 mg/L """:,g;_‘;":’)""g
SOP.01-436 : 2022
P (- (Ref. TCVN 2653: 1978, Khéng c6 { Khéng c6
e SMEWW 2150B, 2160B : mii vi la mii, vi la
2023)
% . Khéng phat hién =
*) 3 .
4 | Podyc SMEWW 2130 B : 2023 (LOD=0,15) NTU 2 |
o T " Khoéng phat hign
*) 3
5 | Mau séc SMEWW 2120C : 2023 (LOD=3) TCU 15
. trong khoédng
(*) . i
6 |pH TCVN 6492 : 2011 6,50 5.0-8.5
Amoni . e
N SMEWW 4500-NH3.B&F : | Khéng phat hién ;
7 (NH3 va NH4" tinh 2023 (LOD=0,023) mg/L 0,3
theo N)
; SMEWW 3030 A,E : 2023 | Khong phat hién
§ | Bari(Ba) SMEWW 3111 B : 2023 (LOD=0,1) Mgt 07

=4 700
5%

~

PTN duge chi dinh béi/ Lab. designated by: Bo Y Té - C T i ini

N 1b. de. y: - Cuc An toan Thyce phany/ Ministry of Health - Agency of Faod Safety;
Cl‘la.l lwgng Nong Lim sin va Thiy san/ Ministry of Agriculture - National Agro — A ik e
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

BG NN&PTNT - Cyc Quin ly
Forestry - Fisheries Quality Assurance Department; By Cong Thwong/

Version: 10

No. Document: QTCL-13/BM02

Date of issue: 15/11/2024

SUKHAC BIET TU CHAT LUQONG DICH VU VA CHUYEN MON
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*M.§ S
EAIAN

/




Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD S,

. o =" B
PTN & VP Nhin mau: S6 39A, Puimg s6 4, P. Binh Trj Pong B, Q. Binh Tin, TP. HCM iﬂﬁf 5

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ’,ff'ﬁ':“\\‘
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 o

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 21884.2412/KQ-VTT

Trang/ Page: 2/3

Ma s6/ Code: KH.7343 2412
M3 sb mAu/ Sample code: PTN.24600 2412

KET QUA THU NGHIEM
TESTING REPORT
i CHI TIEU PHUONG PHAP ‘ £ DON V| _—
S| THU NGHIEM/ PHAN TiCH/ s Ting | PP
i PARAMETERS TESTING METHOD UNIT
) [ SMEWW 3030 AE : 2023 | Khong phat hién
9 | Chi (Plumbum) (Pb) | "y v w3113 8:2023 | (LOD=0,002) g/l 01
, Khong phét hién
i 10 | Chi sé Pecmanganat ) TCVN 6186 : 1996 (LC%[‘)LO,ZS? mgO»/L 2
" | SMEWW 3030 A,E: 2023 | Khong phat hién
11 | Dong (Cuprum) (Cu) ™ | "y ipww 3111 B : 2023 (LOD=0,03) mg/L !
12 ?:gg??’, pringss SMEWW 2340 C : 2023 4,5 mg CaCOy/L 300
| et oo
: . SMEWW 3030 A,E : 2023 | Khong phat hién
13| Kém (Zineum) (Zm) ™ | “guipww 3111 B - 2023 (LOD=0,03) g/l &
" SMEWW 3030 AE : 2023 | Khong phat hién ol 4
1a. | Madghn (Mn) SMEWW 3111 B : 2023 (LOD=0,03) :
Nhom (Aluminium) SMEWW 3500 (A B : Khong phét hi¢n mg/L 0.2
15 1ane 2023 (LOD=0,02)
. y SMEWW 3030 A,E : 2023 | Khong phat hién l P
16 | Nicgl (N)© SMEWW 3113B:2023 | @op=0,002) | "&" )
Nitrat (NOy tinh theo | SMEWW 4500 (NO3)-E : b - ;
T e 2023 ’
Nitrit (NO> tinh theo TCVN 6178: 1996 Khong phat hién i 508
B Ino (ISO 6777 : 1984 E) (LOD=0,01) _
S \ SMEWW 3030 A,E : 2023 | Khéng phét hién L ' 0.3
B 19| sat (Ferrum) (Fe) | “qprevyw 3111 B : 2023 (LOD=0,03) mg/ :
Thity ngén SMEWW 3112 (Hg) B : Khong phét hién - 0,001
20| (Hydrargyrum) (Hg) 2023 (LOD=0,00015) ¢/
e TCVN 6181: 1996 Khong phat hi¢n L 0.05
2L | Xaarila [EN (ISO 6703-1: 1984) (LOD=0,003) e ,
Atrazine va cdc dan SOP.01-395: 2022 Khong phat hién et 100
- e xuat chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15)
o SOP.01-396; 2022 Khong phat hién . %
23 | Chlorpyrifos © (Ref. USA EPA 8270D) (LOD=0,15) he/
. SOP.01-371: 2022 Khong phat hién i ”
24 | Propanil © (Ref. USA EPA 8270D) (LOD=0, 1) ne/
: SOP.01-368: 2022 Khéng phat hién 60
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L
: SOP.01-368: 2022 Khong phat hién . -
26! | Brometerm (Ref. EPA Method 515.4) (LOD=1,5) ne/
T SOP.01-368: 2022 Khéng phat hién o -
27 | Chiotanim (Ref. EPA Method 515.4) |  (LOD=1,5) he/

PTN duge chi dinh béi/ Lab. designated by: B) Y Té - Cuc An toan Thye phany/ Ministry
Chit lirpmg Nong Lim sin va Thiy san/ Ministry of Agriculture - National Agro -
Ministry of Industry and Trade of The Socialist Republic of Vietmam.

of Health - Agency of Food Safety; B) NN&PTNT - Cuyc Quan Iy
Forestry - Fisheries Quality Assurance Department; B§ Céng Thwong/

No. Document; QTCL-13/BM02
Version: 10
Date of issue: 15/11/2024
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Viét Tin
KIEM TRA CHAT LUONG

Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail com

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD SN

PTN & VP Nhin méu: S6 39A, Pudng s6 4, P. Binh Tri Déng B, Q. Binh Tan, TP. HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City '/ﬁ“\\‘

A ey,
ey
Fax: (028) 3824 7013
Web: kiemnghiemviettin.com

~— T -.:.
ME e |

‘M%

ETHE e
VILAS 1074 VIMCERTS 211

b

S6/ No: 21884.2412/KQ-VTT

Ma sb/ Code: KH.7343 2412

Ma s6 mAu/ Sample code: PTN.24600 2412
Trang/ Page: 3/3

Ghi chi/ Notes: Mau cé—kélmé m"in_ tich céc chi tiéu nhu trén phir hop theo QCDP 01:2024/TN

KET QUA THU NGHIEM
TESTING REPORT
STT/ C_Hl T]EI_J PHU gNG _PHAP KET QU;U BQN A4} QCDbP
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
' PARAMETERS TESTING METHOD UNIT )
. ] SOP.01-368: 2022 Khong phét hién
28 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng/L 100
. 1SO 9308-1:2014/
(') .
29 | Coliforms Amd 1:2016 <1 CFU/100mL <3
1SO 9308-1:2014/
e e ol I3 (!)
30 | Escherichia coli Amd 1 :2016 <1 CFU/100mL <1
Ty cau vang
31 (Staphylococcus SMEWW 9213B : 2023 il | CFU/100mL <t
aureus) |
Trye khuan ma xanh =
; _ PCVN 8881: 2011
32 (P.sem‘fomona’.s (ISO 16266 : 2006) < CFU/100mL <1
aeruginosa) "
B a5 Téng hoat do phong xa 1ISO 10704: 2019 Khéng phét hién il !
beta 49 (05.2-CL4/ST 7.3) (LOD=0,07) g
34 Tong hoat d§ phong xa ISO 10704: 2019 Khong phat hi¢n Ba/L. 0.5
alpha 69 | (052-CL4/ST7.3) | (LOD=0,03) 4 :

Két qua chi co gid tr trén mau thi/ The results are valid only for testing sample.

Tén mau theo khich hang yéu cdu/ Name of samples as the client’s requirement.

Thoi gian luu mu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.

LLOD: Gigi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ lrems were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu gari nha thau phy/ ltems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Trudéng

E}llztdlu“g;,n ;hl; gri:;h[b;r::. Lgb. d;s%:?red_b{::ﬁﬁ Y Té - Cuc An toan Thue phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cye Quin Iy
i i Am san v uy san/ Ministry of Agriculture - National Agro — Forvestry - Fisheries ity e ;B
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Viét Tin

KIEM TRA CHAT LUONG

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Duémg s6 4, P. Binh Tri Bong B, Q. Binh Tan, TP. HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City
Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail.com

Fax: (028) 3824 7013

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

Web: kiemnghiemviettin.com

Sy,
=
ey

Y
-/,,/’F'-\“\..\‘
el

¥

S6/ No: 21885.2412/KQ-VTT
M3 s6/ Code: KH.7343 2412

Ma sé mAu/ Sample code: PTN.24601 2412

Trang/ Page: 1/3

1. Pon vi yéu cAu/ Customer

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUGC TAY NINH

TRAM CAP NUOC TRANG BANG

¢ Québc 16 22, khu phd Loc An, phudng Trang Bang, thi xd Trang Bang,

Huynh Ngoc Tuén, Nguyén Anh Qudc

2. Noi léy mAu/ Place of sampling
3. Dia chi/ Address
tinh Tay Ninh
4. Ngay ldy miu/ Date of receiving 03/12/2024
5. Ngay tra két qua/ Date of issue 14/12/2024
6. Ngudi 1Ay mau/ Sampling staff
7. Logi mau/ Kind of sample : Nude sach
8. Phuong phép ldy mAu va bdo quan : SOP.02-059

mau/ Sampling and preservation methods

9. Vi tri ldy mAu/ Location of sampling

thj x4 Trang Bang, tinh Tdy Ninh

Ki hiéu: NTN4

24 dwong Lanh Binh Tong, khu phd Ljc An, phwong Tring Bang,

(LOD=0,25)

| CHI TIEU PHUONG PHAP ; , DON V]
% X ; p P
Sl THU NGHIEM/ PHAN TiCH/ Klfgs?}g;’ TINH/ 0130(:;‘)4 o
o PARAMETERS TESTING METHOD UNIT :
; . SMEWW 3030 A,E : 2023 | Khéng phét hién
. *) ’
L | asgpis) SMEWW 3113 B : 2023 (LOD=0,002) mg/L. 0,01
khoa
2 | Clodutydo © TCVN 6225-2 : 2021 0,36 mg. | ¥ e
F) 3
SOP.01-436 : 2022
3 Mili vi (Ref. TCVN 2653: 1978, Khong c6 ) Khong c6
e SMEWW 21508, 2160B : mii vi la mai, vi la
2023)
A s Khoéng phat hién -
*) : 2
4 Do duc SMEWW 2130 B : 2023 (LOD=0,15) NTU
- Khong phat hién
5 ( ) .
5 | Mau sic SMEWW 2120C : 2023 LoD=3) TCU 15
t khoa
6 |[pH® TCVN 6492 : 2011 6,48 . rm;%o-s,s =
Amoni ) A ks
S SMEWW 4500-NH3.B&F : | Khong phat hig¢n
7 JE}I:LI{-)I_;}\;*)& NH4" tinh 2023 (LOD=0,023) mg/L 0,3
. SMEWW 3030 A,E : 2023 | Khéng phat hién 07
8: |-Baritba) SMEWW 3111 B : 2023 (LOD=0,1) mg/k :
| SMEWW 3030 A,E:2023 | Khong phat hién
‘ *) ; 0,01
(enl(Fumbum) (Pt SMEWW 3113 B : 2023 (LOD=0,002) mg/L
. . hong phat hié
10 | Chisé Pecmanganat © TCVN 6186 : 1996 Khéng phathign | 50 2

PTN duge chi (;ﬁnh bfria’ Lr:'b. designated by: By Y Té - Cuc An toan Thye pham/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quan Iy
Chit lrgng Nong Lim sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Céng Thwong/

Ministry of Industry and Trade of The Socialist Republic of Vietham.
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 \Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Email: ktclviettin@gmail.com

PTN & VP Nhin miu: S6 39A, Pudng sb 4, P. Binh Trj DPéng B, Q. Binh Tan, TP. HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City —"/.,,_fr_\‘\\_\..\“
Tel: (028) 3915 8936, (028) 3827 7986 -

Fax: (028) 3824 7013

T

Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

**E. '

S6/ No: 21885.2412/KQ-VTT
M3 sb/ Code: KH.7343 2412

Ma s6 mau/ Sample code: PTN.24601 2412

Trang/ Page: 2/3

KET QUA THU NGHIEM
TESTING REPORT
st | e | vt | erewss | Sl | ecoe
. PARAMETERS TESTING METHOD - UNIT :
1| oy 7| WEV A0 AT 0T OO | gr |
12 235’8:‘?,3"“" thed SMEWW 2340 C : 2023 21,8 g CaCOA/L 300
13 K&m (Zincum) (Zn) ) SEL,V'N]IEE\ZVWWWBE)??IAE;F‘: 2(2)233 Kli‘ggfgfol;f’ i mg/L 2
o [ | WA s (Wl | o
15 Fﬂ‘f)"f.‘)(‘““‘"i"i“m) SMEWW 3500 (Al) B : 2023 K}Ei’ggfgfog)‘?’" mg/L 0,2
o |Woaone | WEROEEIE [ Dbl | on
P :;t:a}t (NOs"tinh theo SMEWW ;%gg (NO¥)-E : 0,61 melL .
” E ;1{:} (NOy tinh theo (;g%vg ;s 717519:; 9:193) Klzirg grgfohlifn - 0,08
T e el e I
20 Egrgfa“mm) (g | SMEWW 3112 (Hg) B : 2023 Ithg‘E)g: g‘g‘éé‘]‘%‘ mg/L 0,001
AT e
2 At[;aziue va céc 959 SOP.01-395: 2022 Khong pilét hién il 100
xuat chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15)
28 | Chlompycitos ™ (Rest?l[,l) &Eﬁ 283'2??6D) Ktzirgggg,t lhsi)é T wen 2
24| o © R TG | o
25 Bromodichloromethane (Re’EOEF;E Il;igti:ozdosz ;?5' 4) Kl1?£gg‘gigén pg/L 60 EE
o [ | it [OOSR e | w |
A1 |Chigratorm (Reicé%glﬂzgti:oiosz ;25.4) Kh?fggiélt,gén he/l 300 .iq*lEf?']l
28 Dibromochloromethane (Ref%%l;gl];: ;?];%IOSZ ]2 5.4) Kh?{%giﬁt, 2)@" pg/L 100 :E

PT]:! duge chi ETiIlh bn:,liz' L(fh. des:'gm‘ﬂed by: B§ Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cue Quin ly
Chit lwgng Nong Lim sén va Thiy san/ Ministry of Agriculture - National Agro — F orestry - Fisheries Quality Assurance Department; B{ Cdong Thuong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

A r A,
v t T VIET TIN TESTING CO., LTD S 4
Ie In PTN & VP Nhin miu: S6 39A, Puong s6 4, P. Binh Tri Pong B, Q. Binh Tan, TP. HCM iﬁﬁ@ | @
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City "'/,/r/r—?:\:.\“ o, . 2
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 - KRS ERTY S
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S8/ No: 21885.2412/KQ-VTT
Ma sb/ Code: KH.7343 2412
Mi s6 mAu/ Sample code: PTN.24601 2412

Trang/ Page: 3/ 3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCDP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT i
. + 1ISO 9308-1:2014
(*)
29 | Coliforms JAmd 1:2016 <1 CFU/100mL <3
e ; 1SO 9308-1:2014
o wofi ) :
30 Escherichia coli JAmd 1 :2016 <1 CFU/100mL <1
Tu cau vang
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus) ()
Truc khuan mu xanh
' _ TCVN 8881: 2011
32 (P.seuc.fomonﬁs) (ISO 16266 : 2006) <1 CFU/100mL <1
aeruginosa)
Tdng hoat dg phéng xa 1SO 10704: 2019
3| peta () (05.2-CL4/ST 7.3) 0,087:0,010 By/L 1
Tbng hoat d§ phong xa I1SO 10704: 2019
34| alpha &0 (05.2-CL4/ST 7.3) 0,93220,00° BolL i3

Ghi cht/ Notes: Két luan: Mau ¢6 két qua phan tich cac chi tiéu nhu trén phi hgp theo QCDP 01:2024/TN
Ké&t qua chi co gia trj trén mau thu/ The results are valid only for testing sample.
Tén mau theo khach hang yéu ciu/ Name of samples as the client's requirement.
Thoi gian luu miu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025: 2017)
(sfc): Chi tiéu guri nha thau phy/ Items are tested by subcontractor

GIAM POC

PHU TRACH CHAT LUQNG

-\&0420 1 8..0
QUALITY MANAGER .o x

S

N

I }
@ Y

ThS. Hhynh Ngoc Truéng “ThS. #guyén Vin Tim

EI.I:]tTWC chli] ginhngi! Lc:fb. d;s:'[g}i:med;:}: ;'36 Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quén Iy
at lwgng Nong Lim san v ay s finistry of Agriculture - National Agro — Forestry - Fisheries Or lity Assurance Depart : BH Cing T
Ministry of Industry and Trade of The Sacialist Republic of Vietnam. ’ i Gl S
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

A r
V| et Tl n ‘ VIET TIN TESTING CO., LTD R
e PTN & VP Nhin méu: S6 39A, Duéng sé 4, P, Binh Tri Dong B, Q. Binh Tan, TP. HCM iﬁi {
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ""/,,,’/mf;\'\“;.\‘:‘: 1
¥ Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 et
i » VILAS 1074 VIMCERTS 211

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 21886.2412/KQ-VTT

Ma s/ Code: KH.7343 2412

Ma s6 miu/ Sample code: PTN.24602 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUOC TAY NINH
TRAM CAP NUGC TRANG BANG

1. Pon vi yéu ciu/ Customer

2. Noildy miu/ Place of sampling

3. Dia chi/ Address Quéc 16 22, khu phd Loc An, phudng Tréng Bang, thj xa Trang Bang,
tinh Tay Ninh

4. Ngay lAy mau/ Date of receiving 03/12/2024

5. Ngay tra két qua/ Date of issue 14/12/2024

6. Nguwdi ldy maAu/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Quéc

7. Loai mau/ Kind of sample Nudéc sach

8. Phuwong phip liy miu va bio quan : SOP.02-059

méu/ Sampling and preservation
methods
9. Vi tri iy miu/ Location of sampling : 08 dwong Trung Nhj, khu phd Loc An, phudng Tring Bang,
thi xa Trang Bang, tinh TAy Ninh

Ki hi¢u: NTN5

STT/ CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
o THU NGHIEM/ PHAN TiCH/ el TINH/ i i
' PARAMETERS TESTING METHOD UNIT ;
: . SMEWW 3030 A,E : 2023 | Khong phat hién
*) )
I s i SMEWW 3113 B:2023 | (LOD=0,002) mg/L ol y
2 | Clodetwdo © TCVN 6225-2 : 2021 0,38 mg/L “’““‘ng";“"]““g
3="1y
SOP.01-436 : 2022
s |igme (Ref. TCVN 2653: 1978, Khong ¢6 y Khong c6
uvi SMEWW 2150B, 2160B : mai vi la mii, vi Ia
2023)
. N = Khong phat hig¢n
*) .
4 | Do duc SMEWW 2130 B : 2023 o019 NTU 2
sk Khong phat hi¢n .
*) 5 5
5 | Mauséc SMEWW 2120C : 2023 40D TCU 15|
" 5 , trong khoing
6 |pH® TCVN 6492 : 2011 6,64 - e
Amoni ) a .
7 | (NHs va NH4" tinh B 4258203'NH3'B&F' K?fg%‘i%aggﬁn mg/L 0,3 %
theo N) ’ ’E’ :
i SMEWW 3030 A,E : 2023 | Khong phét hi¢n o7 =Hew
& | BariBf) SMEWW 3111 B : 2023 (LOD=0,1) mgk 1 \&)
9 Chi (Plumbum) (Pb) ® [ SMEWW 3030 A,E : 2023 | Khdng phat hién mg/L 0,01 3

E‘Ez'dll;zt; ;h}; gi:;h Eﬁdi:’] L;’b. dss':'[g;:i:red 3;1; }E{ﬁ Y Té } Cuyc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quan Iy
‘h . san v uy sa inistry of Agriculture - National A ~ Forestry - Fisheries Quali iS e y ; ong
Ministry of Industry and Trade of The Socialist Republic of Vietnam. o2 restry - Fisheries Quality Assurance Department; B§ Cong Thuromg/

No. Document: QTCL-13/BM02
Version: 10
Date of issue: 15/11/2024

SU'KHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




P CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN
V|et T| n _ VIETTIN TESTING CO., LTD NS
s PTN & VP Nhin miu: S6 39A, Puimg sé 4, P. Binh Tri Dong B, Q. Binh Tan, TP, HCM JBeMRA €
KIEN TRA CHAT LUgNG | 20oratory & Office: No.39A, 4°steet, Binh Tri Dong B ward, Binh Tan disrict, HCM City N
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 o
Email; ktclviettin@gmail.com Web: kiemnghiemviettin.com WA s
S6/ No: 21886.2412/KQ-VTT
Ma sb/ Code: KH.7343 2412
Ma s6 mau/ Sample code: PTN.24602 2412
Trang/ Page: 2/ 3
KET QUA THU NGHIEM
TESTING REPORT
i i ) A e d
e CHI TIEU PHUONG PHAP KET QUA/ DON V] OCDP
o THU NGHIEM/ PHAN TiCH/ RSt TiNH/ 0T
' PARAMETERS TESTING METHOD : UNIT :
SMEWW 3113 B : 2023 (LOD=0,002)
PO ¢ *) : Khﬁng phét hién
10 | Chi so Pecmanganat TCVN 6186 : 1996 (LOD=0,25) mgO/L 2
x . | SMEWW 3030 A,E : 2023 | Khong phat hién
¥ ol ¥ >
11| Bong (Cuprum) (Cu)T | “gpipww 3111 B : 2023 (LOD=0,03) mg/ !
D6 chng, tinh theo : .
12 | cren. 8 SMEWW 2340 C : 2023 21,8 mg CaCO3/L 300
-y = | SMEWW 3030 A,E : 2023 | Khong phat hién
*} ’
13 | Kém ggineuim) (Zn) SMEWW 3111 B : 2023 (LOD=0,03) mg/L i
. SMEWW 3030 A,E : 2023 | Khéng phat hién
. [} 5
9. | Maggan (M) SMEWW 3111 B : 2023 (LOD=0,03) mg/L ol
5 Nhom (Aluminium) SMEWW 3500 (Al)B : Khéng phat hi¢n Wt 0.2
> @Aan® 2023 (LOD=0,02) & ’
. wh SMEWW 3030 A,E : 2023 | Khong phét hi¢n
* s
1 | Bl (N1) SMEWW 3113 B:2023 | (LOD=0,002) mgl. 0,07
Nitrat (NO3" tinh theo SMEWW 4500 (NO3)-E :
17| ® T 0,61 mg/L 2
Nitrit (NO>™ tinh theo TCVN 6178: 1996 Khong phat hién
18 In© (IS0 6777 : 1984 E) (LOD=0,01) g/l 0,08
: . SMEWW 3030 A,E : 2023 | Khéng phat hién
7 (*) »
19 | Rt (FRguim) (Fe) SMEWW 3111 B : 2023 wop=003) | ™t 02
Thiy ngéan SMEWW 3112 (Hg) B : Khong phat hién
20| (Hydrargyrum) (Hg) 2023 (LOD=0,00015) i om
b« TCVN 6181: 1996 Khéng phét hién
c (%)
2. | Ayanua. (CNG (ISO 6703-1: 1984) (LOD=0,003) mgs 0,02
5, | Atrazine va céc din SOP.01-395: 2022 Khong phat hign L i@ |
| xuét chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15) :
o 1 SOP.01-396: 2022 Khéng phat hién
2 *)
w3 {Chlomyaioy (Ref. USA EPA 8270D) |  (LOD=0,15) pe/L o
= 8 SOP.01-371: 2022 Khang phat hién
*)
2% | Eegpmill (Ref. USA EPA 8270D) (LOD=0,1) he/l 2
" SOP.01-368: 2022 Khong phat hi¢n
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) png/L 60
SOP.01-368: 2022 Khong phat hién
26: | Bromofonm (Ref. EPA Method 515.4) (LOD=1,5) ne/l 140
_ SOP.01-368: 2022 Khong phat hién
4] | Silproont (Ref. EPA Method 515.4) |  (LOD=1,5) bl 300 4y
28 | Dibromochloromethane SOP.01-368: 2022 Khong phat hién pg/L 100 _?‘*;—l-:'-
b X

I():};I;itc;t;q‘?; ;hllv g:.nghll‘:lg::. 1;;!:' i;’s_f[gl:u_rm:;t;: f{ﬁ Y Té } (;uc A:;l toan Thye phdm/ Ministry of Health - A gency of Food Safety; B NN&PTNT - Cyc Quin Iy
i uy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries ity ance ‘tment; B§ Co 3
Ministry of Industry and Trade of The Socialist Republic of Vietnam. e it it At i . Ty
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

. W,
V| et Tin  VIETTIN TESTING CO., LTD N,
s PTN & VP Nhin mu: S6 39A, Pudmg sb 4, P. Binh Tri Déng B, Q. Binh Tén, TP. HCM ?ﬁi %
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HOM City % /7~
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 e
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com
h
S6/ No: 21886.2412/KQ-VTT
Ma s6/ Code: KH.7343 2412
Mai sé mAu/ Sample code: PTN.24602 2412
Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
| s CHI TIEU PHUONG PHAP KET QUA/ DPON V] QCDP
No THU NGHIEM/ PHAN TiCH/ RESULT TINH/ 302N
: PARAMETERS TESTING METHOD ' UNIT i
(Ref. EPA Method 515.4) (LOD=1,5)
i ISO 9308-1:2014/
*) :
29 | Coliforms Amd 1 :2016 <1 CFU/100mL <3
o gl . 1SO 9308-1:2014/
s comn (v)
’» 30 Eschier ichia coli Amd 1 :2016 <1 CFU/100mL <1
Ty cau vang
31 | (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus) ")
Tryuc khuan mi xanh
) TCVN 8881: 2011
32 (Pseuc_fnmongs) (ISO 16266 : 2006) < CFU/100mL <1
aeruginosa) \’
Téng hoat do phong xa 1SO 10704: 2019
33| peta @ (05.2-CL4/ST 7.3) 0,038 Bark !
Téng hoat d§ phéng xa ISO 10704: 2019
3 | ipha 0 Y| s2cLasT1a) 0,030+0,008 Bq/L 0,5

Ghi chi/ Notes: Mau co két qua phan tich cdc chi tiéu nhu trén phit hgp theo QCHP 01:2024/TN
Két qua chi 6 gid trj trén mau thi/ The results are valid only for testing sample.
Tén méu theo khach hang yéu ciu/ Name of samples as the client’s requirement.
Théi gian leu miu: 5 ngay ké tir ngdy tra két qud/ Time-limit of storage: 5 days from reporting date.
LOD: Giti han phét hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cang nhén 1ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha thau phu/ ltems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALIRY MANAGER

ThS. Huynh Ngoc Trwéng

PTN dugc chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Th i ini

inh b - de a : Bg we phitw/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quin |
C.'hait lwgng Nong Lim sdn va :Thu_v san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Departinent; B Cﬁnug Slwngf’
Ministry of Industry and Trade of The Socialist Republic of Vietnam. I
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD
PTN & VP Nhin mau: S6 39A, Puémg s6 4, P. Binh Tri Dong B, Q. Binh Tan, TP, HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City % ’
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 "
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Viét Tin

KIEM TRA CHAT LUONG

VILAS 1074 VIMCERTS 211

S6/ No: 21887.2412/KQ-VTT

Mi sb/ Code: KH.7343 2412

Mi s6 mAu/ Sample code: PTN.24603 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUGC TAY NINH

1. Ponvijyéu cAu/ Customer

2. Noildy mu/ Place of sampling TRAM CAP NUGC TRANG BANG

3. Dia chi/ Address Quéc 16 22, khu phé Loc An, phudng Trang Bang, thj xa Trang Bang,
tinh Ty Ninh

4. Ngay ldy mau/ Date of receiving 03/12/2024

5. Ngay tra két qua/ Date of issue 14/12/2024 ) .

6. Nguwdi ldy mau/ Sampling staff Huynh Ngoc Tuan, Nguyén Anh Quoc

7. Loai maw/ Kind of sample :  Nudce sach

8. Phuong phép )iy méiu va bdo quan : SOP.02-059

miu/ Sampling and preservation methods
9. Vi tri 1dy mAu/ Location of sampling Tram cAp nuéc Giéng Mach
Pudng Nguyén Vin Kién, khu phd Lic An, phwdong Tring Bang,
thi xa Trang Bang, tinh Tay Ninh

Ki hi¢u: NTN6

CHI TIEU PHUONG PHAP . i DPON V] —
STT/ | TH( NGHIEM/ PHAN TiCH/ ngSSET’ TiNg. | 302 7.
o PARAMETERS TESTING METHOD UNIT
. i SMEWW 3030 A,E : 2023 | Khéng phat hién i »
| | Arsenic (As)© SMEWW 3113 B : 2023 (LOD=0,002) me y
trong khoing
2 | Clodutydo © TCVN 6225-2 : 2021 0,36 mg/L 62.10
SOP.01-436 : 2022 )
- (Ref. TCVN 2653: 1978, Khong ¢6 ) Khong c6
5 |Mury SMEWW 2150B, 2160B : mui vi la mili, vi la
2023)
” " i Khéng phat hién : 2
4 | Poduc® SMEWW 2130 B : 2023 (LOD=0.15) NTU
, Khéng phat hién
5 | Mausic ® SMEWW 2120C : 2023 (LgOpD=3) TCU 15
. trong khoang
6 |pH® TCVN 6492 : 2011 6,50 : 6.0.8.5
Amoni @ : -
. § ol SMEWW 4500-NH3.B&F : | Khong phat hién 03
7 E]NHaT\Y)a NH4" tinh 2023 (LOD=0,023) mg/L N
1€0
. SMEWW 3030 A,E : 2023 | Khéng phét hién L 51
§ | Radi(Bal SMEWW 3111 B : 2023 (LOD=0,1) mg/
SMEWW 3030 A,E : 2023 | Khéng phat hién
*) ’ mg/L 0,01
9 |enPlmbum)Eh) SMEWW 3113B:2023 | (LOD=0,002) 8
+ Khong phat hi¢n
10 | Chi s6 Pecmanganat " TCVN 6186 : 1996 (L(§D=0,2S) mgOy/L 2

PTN dugc chi dinh boi/ Lab. designated by: By Y Té - Cuc An toan Thye pham/ Ministry of Health - Agency of Food Safety; Bo NN&PTNT - Cye Quin Iy
Chat lwrgng Nong Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Céng Thwrong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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KIEM TRA CHAT LUONG

Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

Fax: (028)3824 7013

Ay,

o e
S=

s

Web: kiemnghiemviettin.com

PTN & VP Nhin mdu: S6 39A, Puimg s6 4, P. Binh Trj Déng B, Q. Binh Tan, TP. HCM i;ﬂ,!li\llﬁﬁ ol
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City z/’/,?f\\‘
Tel: (028) 3915 8936, (028) 3827 7986 o
Email: ktclviettin@gmail.com

=

‘*E.. :

VILAS 1074 VIMCERTS 211

Sb/ No:

21887.2412/KQ-VTT

Mi sb/ Code: KH.7343 2412
Ma sb6 miu/ Sample code: PTN.24603 2412

Trang/ Page: 2/3
KET QUA THU NGHIEM
TESTING REPORT
I TIE [ A ; PON V
ST/ CHi TIEU PHUONG PHAP KET QUA/ TiNH{I QCPP
e THU NGHIEM/ PHAN TiCH/ RCTET ST
¢ PARAMETERS TESTING METHOD UNIT
" | SMEWW 3030 A,E : 2023 | Khong phat hién ;
11| Bong (Cuprum) (Cw) ™ | "oy o 3111 B : 2023 (LOD=0,03) mg/L
PREL e SMEWW 2340 C : 2023 22 mg CaCOy/L 300
" .+ | SMEWW 3030 A,E : 2023 | Khéng phat hién
™) ; 2
13 | Wem(zincytn) (Zn) SMEWW 3111 B : 2023 (LOD=0,03) mglk
. SMEWW 3030 A,E : 2023 | Khong phat hién
) ’ 0,1
14 | Mangan (Mn) ¢ SMEWW 3111 B : 2023 (LOD=0,03) mg/L
Nhém (Aluminium) SMEWW 3500 (A B : Khong phat hién L 0.2
51 anm 2023 (LOD=0,02) mg ’
. . SMEWW 3030 AE : 2023 | Khong phét hién
‘ 3 ’ /L 0,07
16 | Nickel (Ni) SMEWW 3113 B:2023 | (LOD=0,002) me
i i : NO3)-E :
17 II:!J;I:'?)t (NOs " tinh theo SMEWW g%gg( 3) 0,60 mg/L 2
Nitrit (NO," tinh theo TCVN 6178: 1996 Khong phét hién P s
e (ISO 6777 : 1984 E) (LOD=0,01) me .
- SMEWW 3030 A,E : 2023 | Khong phat hién
2 20y (*) ’ 0,3
13 | SarRgum] (Fe) SMEWW 3111 B : 2023 (LOD=0,03) mgl
Thiy ngan SMEWW 3112 (Hg) B: | Khéng phét hién _— 0,001
A (Hydrargyrum) (Hg) © 2023 (LOD=0,00015) £
o TCVN 6181: 1996 Khong phat hién 0.05
21 | Xyanua (CN)® (ISO 6703-1: 1984) (LOD=0,003) gk ’
5y | Atrazine va céc dan SOP.01-395: 2022 Khéng phat hién i’ 100
xudt chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15)
. SOP.01-396: 2022 Khong phét hién
" /L 30
23 | Chlorpyrifos | (Ref. USA EPA 8270D) (LOD=0,15) He
. SOP.01-371: 2022 Khong phat hién
) /L 20
24 | Propanil ¢ (Ref. USA EPA 8270D) (LOD=0,1) ne
o SOP.01-368: 2022 Khong phat hién 2B 4
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L o
SOP.01-368: 2022 Khéng phat hién L 100 5
26 | Bromotoym (Ref. EPA Method 515.4) (LOD=1,5) he OTI
SOP.01-368: 2022 Khong phét hién L 300
& |'Chioroform (Ref. EPA Method 515.4) (LOD=1,5) ne EI‘
; SOP.01-368: 2022 Khéng phat hién L 100 ;
28 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ng e
H

|

PTN duge chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cue Quidn Iy

A

Chat lwgng Nong Lam sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN

.Y r
Vlet T| n ~ VIET TIN TESTING CO., LTD s
H PTN & VP Nhéin miu: S8 39A, DPrdomg s6 4, P. Binh Trj Péng B, Q. Binh Téan, TP. HCM #

=
———

Laboratory & Office: No.39A, 4 street, Binh Tri Dong B ward, Binh Tan district, HCM City %773\

KIEM TRACHATLUONG | 7o) 028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

I—.,’

=

* i‘

VILAS 1074 VIMCERTS 211

S6/ No: 21887.2412/KQ-VTT

M3 sb/ Code: KH.7343 2412

Mi s mAu/ Sample code: PTN.24603 2412
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
e CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
X THU NGHIEM/ PHAN TiCH/ RESUL: TINH/ DR
0 PARAMETERS TESTING METHOD UNIT '
. 1SO 9308-1:2014
me (%)
29 Coliforms /Amd 1 : 2016 <1 CFU/100mL <3
e 1SO 9308-1:2014
. *) 2
30 | Escherichia coli JAmd 122016 <1 CFU/100mL <1
Tu cau vang
3l (Staphylococcus SMEWW 9213B : 2023 <l CFU/100mL <1
aureus) ")
Tryc khudn ma xanh
, TCVN 8881: 2011
32 (Pwmfamona;s; (ISO 16266 : 2006) < CFU/100mL <1
aeruginosa) ¢
Tong hoat d phong xa ISO 10704: 2019
33 peta 60 (05.2-CL4/ST 7.3) 0,082:0,0)8 Bk !
5§ Téng hoat do phéng xa ISO 10704: 2019 Khong phat hién Beli. -
alpha ) (05.2-CL4/ST 7.3) ~ (LOD=0,03) 4 ’

Ghi cht/ Notes: Két luan: Mau co két qua phén tich cic chi tiéu nhur trén phit hgp theo QCDP 01:2024/TN
Ké&t qua chi co gia tri trén mau tha/ The results are valid only for testing sample.
Tén méu theo khéch hang yéu cdu/ Name of samples as the client's requirement.
Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phét hign / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:201 7)

(s/c): Chi tiéu gii nha thiu phu/ ftems are tested by subcontractor

GIAM POC

PHU TRACH CHAT LUQNG
DIRECTOR

QUALITY MANAGER

AT ey

. S~S——_ x
ThS. Huynh'Ngoc Trudéng ThS. lNguyén Vin

Tam

P1T!;l duge chi dinh boi/ Lab. desigfrizfed by: B4 Y Té - Cuc An toan Thye phdny/ Ministry of Health - Agency of Food Safety; Bg NN&PTNT - Cyc Quin ly
Chat lwgng Nong Lim san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiIN
VIET TIN TESTING CO., LTD \\;\.\_35;'/ <
PTN & VP Nhan méiu: S6 39A, Puimg sb 4, P. Binh Trj Péng B, Q. Binh Tén, TP. HCM i‘ﬁé el
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City '/,/,/E\'TC
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 e
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

~)\Viét Tin

KIEM TRA CHAT LUONG

Sé/ No: 21895.2412/KQ-VTT
Mai sb/ Code: KH.7342 2412
Ma s6 maAu/ Sample code: PTN.24596 2412

Trang/ Page: 1/3 5 ) ) )
KET QUA THU NGHIEM
TESTING REPORT
CONG TY CO PHAN CAP THOAT NUGC TAY NINH
TRAM CAP NUOC BEN CAU

1. Pon vi yéu chu/ Customer

2. Noildy méu/ Place of sampling

3. Dia chi/ Address : 1251 dudng Nguyén Trung Tryc, KP1, TT. Bén Chu, huyén Bén Cau,
Tinh Tay Ninh

4. Ngay ldy mau/ Date of receiving 03/12/2024

5. Ngay tra két qua/ Date of issue : 14/12/2024

6. Ngudi ldy maAu/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Qubc

7. Loai miu/ Kind of sample Nuéc sach

8. Phuong phap liy miu va bdo quin : SOP.02-059

mau/ Sampling and preservation
methods
9, Vij tri ly miu/ Location of sampling : Tram cip nuéc Bén Ciu
s6 1251 dwomg Nguyén Trung Trye, Khu phé 1, TT. Bén Chu,
huyén Bén Ciu, Tinh TAy Ninh
Ki hig¢u: NTN11

STT/ CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
N THU NGHIEM/ PHAN TiCH/ ] — TiNH/ i 04
o PARAMETERS TESTING METHOD UNIT
: . SMEWW 3030 A,E : 2023 | Khong phat hién
(*) 1
I | el (Ag) SMEWW 3113B:2023 | (LOD=0,002) mpd 0,9
trong khoa
2 | Clodutydo © TCVN 6225-2 : 2021 0,39 mg/L ¥ 0';)32_1":;‘“
SOP.01-436 : 2022
i (Ref. TCVN 2653: 1978, Khong c6 i Khong ¢6 mii,
My SMEWW 21508, 2160B : mbi vi la vila
2023)
A . . Khéng phat hién
4 | Do duc® SMEWW 2130 B : 2023 (LOD=0,15) NTU 2
- . Khéng phat hién
5 Mau sac & SMEWW 2120C : 2023 (LOD=3) TCU 15
4 : trong khodng
6 |pH® TCVN 6492 : 2011 6,75 - 6.0.8.5 /s
Amoni ) . ia >
i . h .
7 (NH; va NH,' tinh SMEWW 4500-NH3.B&F : | Khéng ;;hﬁt ién mg/L. 03 “
2023 (LOD=0,023) .
theo N) 4
. SMEWW 3030 A,E : 2023 | Khong phat hién " 2
§ |Bari{ba) SMEWW 3111 B : 2023 (LOD=0,1) gL 0, \

PTI}I dugc chi dinh boi/ Lab. designated by: B
Chit lrgng Néng Lam san vA Thiy sian/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

? Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cyc Quén Iy
Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bd Cong Thwong/
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o, CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
Vlet T| n VIET TIN TESTING CO., LTD
) 1 PTN & VP Nhin miu: Sé SQAE Buong s6 4, P. Binh Tri Béng B, Q. Binh Tén, TP. HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM Cit PNy
KIEW TRACHATLUONG | ). (028) 3915 8936, (028) 3827 7986 b ey R o
Email: kiclviettin@gmail.com Web: kiemnghiemviettin.com e "
S6/ No: 21895.2412/KQ-VTT
Ma s6/ Code: KH.7342 2412
Ma sb maAu/ Sample code: PTN.24596 2412
Trang/ Page: 2/3 )
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHUONG PHAP KET QUA/ DPON V] QCDP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT ’
; + | SMEWW 3030 A,E : 2023 | Khong phat hi¢n
*) :
2 | &iLFlumbung) (FD} SMEWW 3113 B:2023 | (LOD=0,002) mg/L 0,01
2k N Khong phat hi¢n
*) : ¥
10 | Chi so Pecmanganat TCVN 6186 : 1996 (LOD=0,25) mgOs/L 2
5 « | SMEWW 3030 A,E:2023 | Khong phét hién
LT | Dong (Cuprum) (Cu)™ | “gprpww 3111 B : 2023 (LOD=0,03) g 1
D§ cimg, tinh theo 5 .
12 CaCO; ™ SMEWW 2340 C : 2023 16,5 mg CaCOs/L 300
. " i s SMEWW 3030 A,E : 2023 | Khong phat hi¢n
*)
B3 | Kewi{Zieung) (7n) SMEWW 3111 B : 2023 (LOD=0,03) mg/L. 2
. SMEWW 3030 A,E : 2023 | Khong phét hién
*)
14, | Mangih (Vi) SMEWW 3111 B : 2023 (LOD=0,03) mg/L i
15 Nhom (Aluminium) SMEWW 3500 (Al)B : Khong phét hién mg/L 0.2
(A 2023 (LOD=0,02) 4
) . (¥ SMEWW 3030 A,E : 2023 | Khong phat hién
*) ) -
16, || Mighsl () SMEWW 3113 B:2023 | (LOD=0,002) mg L 0,07
17 Nitrat (NO;" tinh theo SMEWW 4500 (NOs)-E : Khoéng phat hién gL, )
N) ) 2023 (LOD=0,01)
Nitrit (NO>™ tinh theo TCVN 6178: 1996 Khéng phat hién
18 | wy® (ISO 6777 : 1984 E) (LOD=0,01) mp/L . o
: . SMEWW 3030 A,E : 2023 | Khdong phat hié¢n
*) )
19 | Satigrmam) (Fe) SMEWW 3111 B : 2023 (LOD=0,03) gL 09
Thay ngéan SMEWW 3112 (Hg) B : Khong phat hign
% (Hydrargyrum) (Hg) 2023 (LOD=0,00015) gk 0,001
_— TCVN 6181: 1996 Khéng phat hién
*)
21, | Syanua. (G (ISO 6703-1: 1984) (LOD=0,003) mg/L 508
2 Atrazine va céc dan SOP.01-395: 2022 Khong phat hi¢n o, 100
xuét chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15) H
. . SOP.01-396: 2022 Khéng phat hién
*
| Comydlios (Ref. USA EPA 8270D) (LOD=0,15) ne/l 30 =
o SOP.01-371: 2022 Khéng phét hién \A2(
* b
2% | Froganil (Ref. USA EPA 8270D) (LOD=0,1) ne/l &0
. SOP.01-368: 2022 Khong phat hién ING
25 | Bromodichloromethane | g ¢ ppA Method 515.4) |  (LOD=1,5) he/L 60 TNH
SOP.01-368: 2022 Khéng phat hién H XIE
I; X
26 | Bromefonm (Ref. EPA Method 515.4) (LOD=1,5) ne/ 190 T
SOP.01-368: 2022 Khong phat hién '
27 | Chioroform (Ref. EPA Method 515.4) (LOD=1,5) ue/L 3 e
; SOP.01-368: 2022 Khéng phat hién o
:8 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
PTN dugc chi dinh boi/ Lab. designated by: B Y Té - Cue An todn Thwe phim/ Ministry of Health - Agency ¢ of Food Safety; B) NN&PTNT - C an 1y
c 7 o i A g ’ ! 7 . Age C] ) od Safety; - Cue Quan ]y
Ml;ii !::l{;gmf:f::i I:j:; TS::::{:?;{.];;;::E 5:;2;-_?:!;:;‘3;12{ ;:fg;/ :;:::g:’:c - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Céng Thuong/
No. Document: QTCL-13/BM02 . r . ’ §
Version: 10 SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
Date of issue: 15/11/2024 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




... ) CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
Vlet Tl n VIET TIN TESTING CO., LTD .\\:'//i

PTN & VP Nhin mau: S6 39A, Duing s6 4, P. Binh Tri béng B, Q. Binh Tan, TP. HCM #

¢ Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ’/ﬂ\,;r_'_\\“:
KIEM TRA CHAT LUQNG : ’ o 3
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 VILA
i it 5 $1074 VIMCERTS 211
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 21895.2412/KQ-VTT

Ma sb/ Code: KH.7342 2412

M3 sé mAu/ Sample code: PTN.24596 2412
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHU(A)’NG'[’HAP KET QUA/ PON VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
i PARAMETERS TESTING METHOD UNIT )
. 1SO 9308-1:2014/
*)
29 | Coliforms Amd 1:2016 <] CFU/100mL <3
30 | Escherichia coli® Al <1 CFU/100mL <1
- Tu cau vang
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus) ) e
Truce khuan mi xanh
’ TCVN 8881: 2011
32 (Pseuc?omongi (ISO 16266 : 2006) <1 CFU/100mL <1
aeruginosa)
Tong hoat dd phong xa ISO 10704: 2019
33 beta (/o) (05.2-CLA/ST 7.3) 0,158+0,013 Bg/L 1
Tong hoat d9 phéng xa ISO 10704: 2019
34 alpha (9 | (052-CL4/ST73) 0,046+0,011 Bg/L 0,5 N

Ghi chi/ Notes: Mau ¢6 két qua phén tich cde chi tiéu nhu trén phit hgp theo QCDP 01:2024/TN
Két qua chi co gid trj trén mau thi/ The results are valid only for testing sample.
Tén mau theo khéch hang yéu chu/ Name of samples as the client’s requirement.
Thoi gian luu mdu: S ngdy ké tir ngay tré két qua/ Time-timit of storage: 5 days from reporting date.
LOD: Gigi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhan 1ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha thiu phy/ ltems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALfY MANAGER

ThS. Huynh Ngoc Truéng

2 thﬁtdltlr:,;c“ ;h;] (n!_inh [tj;,,'; 1a~b, d;.w‘g]ffzfed f;i;: MB@ Y Té - Cuc An toan T hye phﬁml / Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cyc Quin ly
: ong Lim san va Thiy sa inistry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance nt: Bd Cong T
Ministry of Industry and Trade of The Socialist Republic of Vietnam. * [ d sy Qualiy Auaiapee Departmenty By Clag Thong)
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CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD

PTN & VP Nhan miu: S6 39A, Puong sb 4, P. Binh Trj Péng B, Q. Binh Tan, TP. HCM 3!

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City %7~

Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 L

Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

iViét Tin

KIEM TRA CHAT LUONG

S6/ No: 21896.2412/KQ-VTT

Ma sb/ Code: KH.7342 2412

M3 sb mAu/ Sample code: PTN.24597 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT

CONG TY CO PHAN CAP THOAT NUGC TAY NINH
TRAM CAP NUOC BEN CAU

1. Pon vi yéu ciu/ Customer

2. Noi lay mau/ Place of sampling

3. Dia chi/ Address 1251 dudng Nguyén Trung Tryc, KP1, TT. Bén Cau, huyén Bén Cau,
Tinh Tay Ninh

4. Ngay lay mau/ Date of receiving 03/12/2024

5. Ngay tra két qua/ Date of issue 14/12/2024

6. Ngudi ldy mAu/ Sampling staff :  Huynh Ngoc Tuan, Nguyén Anh Qubc

7. Loai miu/ Kind of sample Nudc sach

8. Phuwong phap 1Ay miu va bio quian : SOP.02-059

mau/ Sampling and preservation

methods

9. Vitri léy mau/ Location of sampling :

huyén Bén Ciu, Tinh Tay Ninh

Ki hi¢gu: NTN12

Trang Viin Liiy, ngd tw 75A, dudng 786, Ap Thuén Tiy, xa Le¢i Thuén,

PTN duge chi dinh bai/ Lab. designated by: B§ Y Té - Cuc An toan Thye phdm/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quén ly

A

STT/ CHI TIEU PHUONG PHAP KET QUA/ PON V] QCDP
5 THU NGHIEM/ PHAN TiCH/ | TINH/ I [
% PARAMETERS TESTING METHOD UNIT
; . SMEWW 3030 A,E : 2023 | Khong phat hién
*) 3
I s SMEWW 3113B:2023 | (LOD=0,002) gk o
2 | Clodutydo © TCVN 6225-2 : 2021 0,43 mg/L “‘";}gz";“:]é“g
L o) )
SOP.01-436 : 2022
I — (Ref. TCVN 2653: 1978, Khéng ¢6 ) Khéng ¢6 mii,
el SMEWW 2150B, 2160B : mai vi la vila
2023) _
P | —
. " . Khéng phat hién 0
4 | Podyc® SMEWW 2130 B : 2023 e NTU 2 ,e,/c{
o ) Khong phat hig¢n Y ‘
5 | Mau sic ) SMEWW 2120C : 2023 (OD3) TCU 15 / s
. . ) trong khofmg\ PHIN TIC
6 pH ) TCVN 6492 : 2011 6,70 6,0-8,5 k .\ VI
Amoni®) SMEWW 4500-NH3.B&F : | Khong phat hién el - \z\ﬂ
L ft'l‘:g;‘ N 2023 (LOD=0,023) ' S
. SMEWW 3030 A,E : 2023 | Khong phét hién . o
§ [BwiiBa) SMEWW 3111 B : 2023 (LOD=0,1) mg ’

Cl?a‘t lwrgng Nong Lim sin va Thiy san/ Minisiry of Agriculture - National A gro — Forestry - Fisheries Quality Assurance Department; B§ Céng Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietam.
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\Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD
PTN & VP Nhin mau: So 39A, BPuréimg s 4, P. Binh Trj Péng B, Q. Binh Tén, TP. HCM

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City % m

Tel: (028) 3915 8936, (028) 3827 7986
Email: kielviettin@gmail.com

Fax: (028) 3824 7013
Web: kiemnghiemviettin.com

VILAS 1074 VIMCERTS 211

3
ST

S6/ No: 21896.2412/KQ-VTT
Ma sb/ Code: KH.7342 2412

Mi s6 mAu/ Sample code: PTN.24597 2412
Trang/ Page: 2/ 3

KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP ; 2 PON V]
~ 4 . ONG) T QUA/ QCHP
STT/ | ¢ NGHIEM/ PHAN TiCH/ KIEES?]L 2 TiNH/ ot
No. ' :
PARAMETERS TESTING METHOD UNIT
T SMEWW 3030 AE : 2023 | Khong phat hién o
9 | Chi (Plumbum) (Pb) | “gy w3113 B:2023 | (LOD=0,002) mgl; 0,
Khong phat hién
10 | Chi sb Pecmanganat ¥ TCVN 6186 : 1996 I(L(%[l)j=0,25;= mgOa/L 2
. | SMEWW 3030 A,E : 2023 | Khong phat hién
11| Dong (Cuprum) (Cw) @ | “g\\ev\ 3111 B : 2023 (LOD=0,03) me/d :
19 | PO ST SMEWW 2340 C : 2023 16 mg CaCOs/L. 300
3
A | SMEWW 3030 A,E : 2023 | Khong phét hién
13 | Kém (Zincum) (Zm) | “qpipww 3111 B : 2023 (LOD=0,03) mg/L 2
. SMEWW 3030 A.E : 2023 | Khong phat hién " o
14 | Mangan (Mn) SMEWW 3111 B : 2023 (LOD=0,03) mg/ ’
Nhom (Aluminium) SMEWW 3500 (Al) B : Khéng phat hién 2
51 an® 2023 (LOD=0,02) mg/L 0,
. . SMEWW 3030 A.E : 2023 | Khong phat hién " -
16 | Nickel (Ni) ™ SMEWW 3113 B:2023 | (LOD=0,002) mg/ ,
Nitrat (NOs" tinh theo SMEWW 4500 (NO3)-E : | Khong phét hig¢n mp/L 5
171 ny™ 2023 (LOD=0,01)
Nitrit (NO7 tinh theo TCVN 6178: 1996 Khéng phat hién g —
15 1y (1SO 6777 : 1984 E) (LOD=0,01)
" . SMEWW 3030 A,E : 2023 | Khong phat hién S
19 | Sat(Ferrym) (Fe) SMEWW 3111 B : 2023 (LOD=0,03) me/L b
Thiay ngén SMEWW 3112 (Hg) B : Khéng phat hién SRS 0,001
2 (Hydrargyrum) (Hg) ) 2023 (L0D=0;]00?1 15) ¢/
e TCVN 6181: 1996 Khéng phat hién L 0.05
21 | Xyanua (CN)® (ISO 6703-1: 1984) (LOD=0,003) m : =
5y | Atrazine va céc dan SOP.01-395: 2022 Khong phét hién Ll 160 120,
xuét chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,1 }f) -
. SOP.01-396: 2022 Khong phat hién 5 0
23 | Chlorpyrifos © (Ref. USA EPA 8270D) (LOD=0,15) ne/ T’E’:
T SOP.01-371: 2022 Khong phat hién . 25 (EN
24 | Propanil (Ref. USA EPA 8270D) (LOD=0,1) ne/ [T
: SOP.01-368: 2022 Khong phat hién 0 -
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 2;
SOP.01-368: 2022 Khong phat hién g 100
70 | Bl (Ref. EPA Method 515.4) (LOD=1,5) ne/
: SOP.01-368: 2022 Khong phét hién . P
¢ | Chlotefomm (Ref. EPA Method 515.4) (LOD=1,5) ne/

PTN duge chi dinh boi/ Lab. designated by: By Y Té - Cue An toan Thwe phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cyc Quan Iy
Chiit lwgng Néng Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/

Ministry of Industry and Trade of The Socialist Republic of Vietam.
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Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD S AR
PTN & VP Nhin miu: 86 39A, Puimg s6 4, P. Binh Trj Déng B, Q. Binh Tan, TP, HCM 3HHE=MRA x
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City 7/~ R 27
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 WET e weoesvan

Email: ktclviettin@gmail.com

Web: kiemnghiemviettin.com

Sé/ No: 21896.2412/KQ-VTT
M4 sb/ Code: KH.7342 2412
Ma sb mAu/ Sample code: PTN.24597 2412

Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHI TIEU PHU‘(A)’NG'PHAP KET QUA/ DON VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT i
. SOP.01-368: 2022 Khong phat hién
28 | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 100
. ‘ 1SO 9308-1:2014/
*)
29 | Coliforms Amd 1:2016 <1 CFU/100mL <3
; 1SO 9308-1:2014/
Tisiinhi ("
30 Eschim}ua coli Amd 1 :2016 <1 CFU/100mL <1
Ty cau vang
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus) )
Tryc khuan ma xanh
) TCVN 8881:2011
32 (Psem.fomom{z‘s) (ISO 16266 : 2006) <1 CFU/100mL <1
aeruginosa) “
Téng hoat dé phéng xa ISO 10704: 2019
33 beta (40 (05.2-CL4/ST 7.3) 0,177+0,014 Bq/L 1
i Tong hoat d phéng xa ISO 10704: 2019 Khong phét hién Rail i
alpha 9 (05.2-CL4/ST 7.3) (LOD=0,03) e ’

Ghi chi/ Notes: Mau ¢é két qua phén tich cédc chi tiéu nhu trén phit hgp theo QCBP 01:2024/TN
Két qua chi c6 gid trj trén mau thir/ The results are valid only for testing sample.
Tén mAu theo khach hang yéu cdw/ Name of samples as the client’s requirement.
Thoi gian luu miu: 5 ngay ké tir ngy tré két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phat hi¢n / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC [7025:2017})
(s/c): Chi tiéu giri nha théu phy/ lrems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Truéng

PTN duge chi dinh bai/ Lab. designated by: B6 Y Té - Cuc An toan Thye phim/ Ministry of Health -~ Agency of Food Safety; B§ NN&PTNT - Cuc Quién 1y

Chiit lugng Nong Lim san va Thuy san/ Ministry of Agri g i isheri ] 0
; ! v of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Cong Th
Ministry of Industry and Trade of The Socialisi Republic of Vietnam. - iy v L VR
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Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Dudng s6 4, P. Binh Trj Péng B, Q. Binh Tan, TP. HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City NS
Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail.com

Fax: (028) 3824 7013

LN
ol

Web: kiemnghiemviettin.com

1Y
1“"""

VILAS 1074 VIMCERTS 211

S&/ No: 21881.2412/KQ-VTT
Ma sb/ Code: KH.7342 2412

Mi sb miu/ Sample code: PTN.24595 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Pon vjyéu cau/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi lay méu/ Place of sampling TRAM CAP NUGC BEN CAU
3. Dia chi/ Address 1251 dudng Nguyén Trung Tryc, KP1, TT. Bén Cu, huyén Bén Céu,
Tinh Tay Ninh
4. Ngay lay mau/ Date of receiving : 03/12/2024
5. Ngay tra két qua/ Date of issue 14/12/2024
6. Ngudi ldy mau/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Quéc
7. Loai mau/ Kind of sample : Nudc sach
8. Phuwong phap liy miu va bio quin : SOP.02-059
mau/ Sampling and preservation
methods ) |
9. Vi tri iy mau/ Location of sampling : 455 dwdng Nguyén Trung Trye, Khu phd 2, TT. Bén Chu,
huyén Bén Cau, Tinh Tiy Ninh
Ki hiéu: NTN10
- CHI TIEU PHUONG PHAP KET QUA/ DON V[ —
o7 THU NGHIEM/ PHAN TiCH/ T TINH/ | bl
0- PARAMETERS TESTING METHOD UNIT
‘ . SMEWW 3030 A,E : 2023 | Khong phat hién
' * 2 0,01
L (A dAs) SMEWW 3113 B : 2023 (LOD=0,002) mg/l
khoi
2 |Clodutydo © TCVN 6225-2 : 2021 0,39 mg/L pr 0';)'32_ o
SOP.01-436 : 2022
3 Mui vi (Ref. TCVN 2653: 1978, Khong co ) Khong c¢6 mui,
St SMEWW 21508, 21608 : mi vj la vila
2023)
A Khong phat hién
¢ :
4 | Doduc® SMEWW 2130 B : 2023 (LOD=0,15) NTU p)
ong pht hié 3
5 | Mauséc SMEWW 2120C : 2023 | Khone phat hign TCU 15 Q
(LOD=3) ﬂ @
=
s ) trong khoang |
6 |pH® TCVN 6492 : 2011 6,85 g b s \\%%
Amoni . it N\
i SMEWW 4500-NH3.B&F : | Khong phét hién
7 | (NHs vaNH,* tinh o (LOD=0,023) mg/L 0,3
theo N)
. SMEWW 3030 A,E : 2023 | Khong phét hign . -
§ | Ra(Be) SMEWW 3111 B : 2023 (LOD=0,1) mg/ ’
. | SMEWW 3030 A,E :2023 | Khong phat hién
i ® ' L 0,01
9 | GhlFlumbumy Fb) SMEWW 3113 B : 2023 (LOD=0,002) mg/

PTN duge chi dinh boi/ Lab, desig
Chét lvgng Nong Lam sin

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

n.:h‘ed by: Bp Y Té - Cuc An toan Thye phiny/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quién ly
vd Thuy san/ Ministry of Agriculture - National A gro — Forestry - Fisheries Quality Assurance Department; B§ Céng Thwong/
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Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, Puing s0 4, P. Binh Tri Béng B, Q. Binh Tén, TP. HCM
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City %/~
Tel: (028) 3915 8936, (028) 3827 7986 o
Email: ktclviettin@gmail.com

Fax: (028) 3824 7013

Web: kiemnghiemviettin.com

Sé/ No: 21881.2412/KQ-VTT
Ma s6/ Code: KH.7342 2412

Trang/ Page: 2/3

Ma sb mAu/ Sample code: PTN.24595 2412

KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP ; : PON V]
' ! . D KET QUA/ e QCPP
STT/ | e NGHIEM/ PHAN TiCH/ i vy | BCBE
o, PARAMETERS TESTING METHOD UNIT
, i Khong phat hién
10 | Chi s Pecmanganat ) TCVN 6186 : 1996 (LTE%[I)LO,Z 5;? mgO/L 2
« | SMEWW 3030 A,E : 2023 | Khéng phat hién 1
11| Dong (Cuprum) (Cw) D | “gpipww 3111 B : 2023 (LOD=0,03) g/l
g [ CRE s SMEWW 2340 C : 2023 16,8 mg CaCOy/L, 300
~ ; ; " SMEWW 3030 A,E : 2023 | Khéng phat hién
13 | Kém (Zincum) (Zn) SMEWW 3111 B : 2023 (LOD=0,03) mg/L 2
. SMEWW 3030 A,E : 2023 | Khoéng phat hién L 0.1
14 | Mangan (Mn) SMEWW 3111 B : 2023 (LOD=0,03) mg/ ’
i . : B hién
Nhém (Aluminium) SMEWW 3500 (Al) B: | Khong phit i 02
5 1 an® 2023 (LOD=0,02) mg/
; e SMEWW 3030 A,E : 2023 | Khong phat hién . 0.07
16 | Nickel (Ni) © SMEWW 3113 B : 2023 (LOD=0,002) el ,
% Nitrat (NOs" tinh theo SMEWW 4500 (NO3)-E : | Khong phat hién mg/L ’
17 1 ny® 2023 (LOD=0,01)
Nitrit (NO>™ tinh theo TCVN 6178: 1996 Khéng phat hién L 0,05
18 1 ny® (IS0 6777 : 1984 E) (LOD=0,01) g/
’ . SMEWW 3030 A,E : 2023 | Khong phat hién 2 03
19 {iSax(Regm) (Fe) SMEWW 3111B:2023 | (LOD=0,03) mg/ '
Thily ngén SMEWW 3112 (Hg) B : Khong phat hién " 0,001
L (Hydrargyrum) (Hg) ) 2023 (LOD=0,00015) 4
b TCVN 6181: 1996 Khong phat hién 4 _—
21 | Xyanua (CN)© (IS0 6703-1: 1984) (LOD=0,003) e/ ;
2 Atrazine va cac din SOP.01-395: 2022 Khéng phat hién ug/L 100
xuét chloro-s- triazine (Ref, USA EPA 8270D) (LOD=0,15)
o B SOP.01-396: 2022 Khong phat hién : i
23 | Chlorpyrifos © (Ref. USA EPA 8270D) (LOD=0,15) ne/
. SOP.01-371; 2022 Khong phét hién . 2
24| Propanil © (Ref. USA EPA 8270D) (LOD=0,1) he/
F . SOP.01-368: 2022 Khong phat hién . -
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) ne/
SOP.01-368: 2022 Khong phat hién L 100
25! | Bromgtony (Ref. EPA Method 515.4) (LOD=1,5) ne/

Yyell

!

". h! sl

PT[:I dugc chi dinh bai/ Lab. designated by: B Y Té - Cuc An toan Thye phiny/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cuc Quin ly
Chit luwgng Nong LAm sin va Thiy sian/ Ministry of Agriculture - National Agro — Foresiry -

Fisheries Quality Assurance Department; B§ Cong Thuong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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& " CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN }
Vl et T| n VIET TIN TESTING CO., LTD N,

o PTN & VP Nhin méu: 86 39A, Puimg s6 4, P. Binh Trj Péng B, Q. Binh Tén, TP. HCM %{F E
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City :{'4,///:'-:‘\\,\\3:
Tel: (D28) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

KIEM TRA CHAT LUONG

-

S6/ No: 21881.2412/KQ-VTT

Mai sb/ Code: KH.7342 2412

Ma s6 mAu/ Sample code: PTN.24595 2412
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
p— CHI TIEU PHUONG PHAP KET QUA/ PON VI QCPP
N THU NGHIEM/ PHAN TiCH/ RESULT TINH/ 01:2024/TN
o PARAMETERS TESTING METHOD ' UNIT '
‘ SOP.01-368: 2022 Khéng phat hién
27 | Chlomanm (Ref. EPA Method 515.4) |  (LOD=1,5) ne/L .
B > AT
. SOP.01-368: 2022 Khong phat hién
28 | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pe/L 100
; " 1SO 9308-1:2014/
C ; (%) -
F 29 | Coliforms Amd 1:2016 1 CFU/100mL <3
; 1SO 9308-1:2014/
soherd, oli () : ]
30 Escherichia coli Amd 1:2016 <1 CFU/100mL <1
Tu cau vang i
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus) )
Trye khudn mu xanh
TCVN 8881:2011
32 (P.seu.f.{omonc&s (ISO 16266 : 2006) <1 CFU/100mL <1
aeruginosa) ") -
Téng hoat do phong xa ISO 10704: 2019
) 3 peta @ (05.2-CL4/ST 7.3) Oilge=d),013 B 1
Téng hoat do phdng xa ISO 10704: 2019
34| alpha &0 | ©s2-cLasT73) sl Bed 0,5

Ghi chit/ Notes: Mau c6 két qua phan tich cdc chi tiéu nhu trén pha hgp theo QCDP 01:2024/TN
Két qua chi co gid tri trén miu thit/ The results are valid only for testing sample.
Tén mau theo khach hang yéu cdu/ Name of samples as the client’s requirement.
Thoi gian lvu mAu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gigi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017)
(s/c): Chi tiéu giri nha thau phu/ ltems are tested by subcontractor

PHU TRACH CHAT LUQGNG

QUALITY MANAGER CONG TY \
~ TNHH
PHAN TiCH
i
ThS. Huynh Ngoc Truéng ThS. ]’!guyén Vin TAm

ETIj duge chi dinh boi/ Lab. designated by: By Y Té - Cuc An todn Thye phdm/ Ministry of Health - Agency of Food Safety; Bd NN&PTNT - Cyc Quidn Iy
hat lwgng Nong Lam sin va Thay san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; By Cong Thuwong/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02 ; x ; o . , ,
Versici 10 SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON

Date of issue: 15/11/2024 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN
VIET TIN TESTING CO., LTD NS
PTN & VP Nhin méu: S6 39A, Pudng sé 4, P. Binh Tri boéng B, Q. Binh Téan, TP. HCM % 3
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City 7@.\\
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 o
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Viét Tin
@ KIEM TRA CHAT LUONG

S6/ No: 21889.2412/KQ-VTT

Ma s6/ Code: KH.7344 2412

Mi s6 maAu/ Sample code: PTN.24605 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM

TESTING REPORT
1. Pon vi yéu ciu/ Customer : CONG TY CO PHAN CAP THOAT NUOC TAY NINH
2. Noi lay mau/ Place of sampling TRAM CAP NUOC GO DAU
3. Dia chi/ Address Qudc 16 22B, khu phd ndi 6 A, thj trin Go Dau, huyén Go Dau,
tinh Tay Ninh
4. Ngay ldy mAu/ Date of receiving 03/12/2024
5. Ngay tra két qua/ Date of issue 14/12/2024
6. Ngudi ldy maAu/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Quéc
7. Loai mau/ Kind of sample Nude sach
8. Phuong phap Iy mAu va bio quan : SOP.02-059
miu/ Sampling and preservation
methods
9. Vi tri iy mau/ Location of sampling : Quiy thude Tang Lam

Pudong Phio Binh, 4p X6m Mé6i 2, xi Thanh Phuée,
huyén Go Déu, Tinh Ty Ninh
Ki hi¢u: NTN8

— CHI TIEU PHUONG PHAP I PON V] pp—
A THU NGHIEM/ PHAN TiCH/ ESUET TINH/ Dy
o PARAMETERS TESTING METHOD UNIT :
: " SMEWW 3030 A,E : 2023 | Khong phat hién
(*) ’ L
L | Arsenig ) SMEWW 3113B:2023 | (LOD=0,002) mg/ s
t hoi
2 | Clodutydo ® TCVN 6225-2 : 2021 0,39 mg/L ’ m:}gzl;?} ng
b} t]
SOP.01-436 : 2022
3 Ml vi (Ref. TCVN 2653: 1978, Khong c6 i Khéng cé
v SMEWW 2150B, 21608 : mui vi la miii, vi la
2023)
r + . Khong phat hién
4 | Do dyc® SMEWW 2130 B : 2023 (LOD=0,15) NTU 2
o Khong phat hién
A *) . 15
5 | Mau séc SMEWW 2120C : 2023 ey TCU
. ) trong khoing
6 |pH® TCVN 6492 : 2011 6,87 : 60.8,5
Amoni . n
T SMEWW 4500-NH3.B&F : | Khong phét hién 03
7 (NH; va NH4* tinh 2023 (LOD=0,023) mg/L ,
theo N)
. SMEWW 3030 A,E : 2023 | Khéng phat hién i P
S |Ban(Ba) SMEWW 3111 B : 2023 (LOD=0,1) g ’

PTN dugc chi ETinh b?’i;‘" chb. designated by: B§ Y Té - Cuc An todn Thye phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cuc Quan Iy
Cl_lﬁ.t lwgng Néng Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B) Cong Thuong/
Ministry of Industry and Trade of The Secialisi Republic of Vietnam.
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R , CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN .
Vlet Tl n ~ VIET TIN TESTING CO., LTD o
¢ H PTN & VP Nhin mdu: S5 394, Duémg s6 4, P. Binh Tri Déng B, Q. Binh Tén, TP. HCM FE=80/
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City %/~
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 e AR ettt
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S6/ No: 21889.2412/KQ-VTT
Ma sb/ Code: KH.7344 2412
M s6 mAu/ Sample code: PTN.24605 2412
Trang/ Page: 2/ 3
KET QUA THU NGHIEM
TESTING REPORT
STT/ QHI TIEU PHU’gNG'PHAP KET QU;U DQN VI QCHP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
: PARAMETERS TESTING METHOD UNIT :
: « | SMEWW 3030 A,E : 2023 | Khong phat hi¢n
*) »
2 [ChtPlumbum) (PR SMEWW 3113 B : 2023 (LOD=0,002) mg/L 0,01
. 4 . Khong phat hién
*) . C =
10 | Chi s0 Pecmanganat TCVN 6186 : 1996 (LOD=0,25) mgO2/L 2
A ) | SMEWW 3030 A,E : 2023 | Khong phét hi¢n '
'1 | Dong (Cuprum) (Cu)™ | “gpvipww 3111 B : 2023 (LOD=0,03) mg/L. 1
D cimg, tinh theo .
12 CaCO; ™ SMEWW 2340 C : 2023 21 mg CaCOs/L 300
s A . | SMEWW 3030 A,E : 2023 | Khéng phat hién
) , :
13 | Kéndtameun) (n) SMEWW 3111 B : 2023 (LOD=0,03) gL 2
. SMEWW 3030 A,E : 2023 | Khong phat hi¢n
¥, (*) 3
14 | Mgjgan (Mn) SMEWW 3111 B : 2023 (LOD=0,03) mg/L 0,1
15 Nhon{tj (Aluminium) SMEWW 3500 (A) B : Khong pilét hién mg/L 0.2
(AN 2023 (LOD=0,02)
; i e SMEWW 3030 A,E : 2023 | Khong phét hién
*) ;
16 | Nilkel (N1 SMEWW 3113 B:2023 | (LOD=0,002) gL a0
17 Nitrat (NOs"tinh theo SMEWW 4500 (NOy)-E : | Khong phat hién gl 5
N) ) 2023 (LOD=0,01)
Nitrit (NO» tinh theo TCVN 6178: 1996 Khong phat hién
13 N) ) (ISO 6777 : 1984 E) (LOD=0,01) mg/L 05
: " SMEWW 3030 A,E : 2023 | Khong phét hién
* )
19 | Sat(Foggm) (Fe) SMEWW 3111 B : 2023 (LOD=0,03) gl 0.3
Thuy ngén SMEWW 3112 (Hg) B : Khong phat hién
20| (Hydrargyrum) (Hg) 2023 (LOD=0,00015 mg/L 500!
. TCVN 6181: 1996 Khong phat hién
£ () v
21| Xyanua (CN) (1SO 6703-1: 1984) (LOD=0,003) mg/L 0,08
5, | Atrazine va céc dan SOP.01-395: 2022 Khong phat hién o/l {00
xudit chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15) H
; . SOP.01-396: 2022 Khéng phat hién
*)
23 | Chlompyriios (Ref. USA EPA 8270D) (LOD=0,15) he/L a0
o (* SOP.01-371: 2022 Khong phat hién
* ’ [
24| Eropant (Ref. USA EPA 8270D) (LOD=0,1) ne/ 2
. SOP.01-368: 2022 Khong phat hién
f 0
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 6
SOP.01-368: 2022 Khong phat hig¢n
L
2 | Besmiotonm (Ref. EPA Method 515.4) (LOD=1,5) neg/ 100
SOP.01-368: 2022 Khong phat hién
%( | Chigrotom (Ref. EPA Method 515.4) (LOD=1,5) nelL 0
: SOP.01-368: 2022 Khéng phat hién
’ y L 100
28 | Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/

PTN dugc chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Thire phim/ Ministr) of Health - A in 1y
¢ ¢ : Bp sty - Agency of Food Safety; B¢ NN&PTNT - Cuc Quin |
Chiit lugng Nong Lam san va Thuy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; By Cong Thlmng{:

Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

n A r
Vlet T| n VIET TIN TESTING CO., LTD
; PTN & VP Nhin miu: S6 39A, Puomg s 4, P. Binh Trj Dong B, Q. Binh Tan, TP. HCM 3

Laboratory & Office: No.39A, 4"’strcet Binh Tri Dong B ward, Binh Tan district, HCM Cit %

TRA CHAT LUQN . ; g LGRS Y 2 )
KIEM TRACHAT LUONG | ). (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 VARSI SCRIR 1Y
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 21889.2412/KQ-VTT

Ma sd/ Code: KH.7344 2412

Mi sb6 miu/ Sample code: PTN.24605 2412
Trang/ Page: 3/3

KET QUA THU NGHIEM
TESTING REPORT
STT/ CHITIEU PHUONG PHAP KRBT QUA/ DON VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT :
i 1SO 9308-1:2014/
*) ’
29 | Coliforms Amd 1 :2016 <1 CFU/100mL <3
; ; ISO 9308-1:2014/
e fio i *)
30 | Escherichia coli Amd 1 :2016 <l CFU/100mL <1
Tu cau vang
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus)
Trye khuan mi xanh ,
TCVN 8881: 2011
32 (P.sem.fumonﬂi (ISO 16266 : 2006) <1 CFU/100mL <1
aeruginosa)
Tong hoat d phéng xa ISO 10704: 2019
33| peta @ (05.2-CLA4/ST 7.3) 0,020,044 /L !
34 Téng hoat do phéng xa ISO 10704: 2019 Khéng phét hién Ba/L 0.5
alpha &© (05.2-CL4/ST 7.3) (LOD=0,03) h >

Ghi chi/ Notes: Mau ¢6 két qua phdn tich cdc chi tiéu nhu trén phu hop theo QCDP 01:2024/TN
Két qua chi ¢ gia trj trén mau thir/ The results are valid only for testing sample.
Tén miu theo khach hang yéu ciu/ Name of samples as the client’s requirement.
Thoi gian luu mAu: 5 ngay ké tir ngay tra két quad/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phat hign / LOD: Limit of Detection.
(*): Chi tiéu dugc VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017)

(s/c): Chi tiéu guri nha théu phy/ Items are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. H

PTN dugc chi dinh boi/ Lab. designated by: B§ Y Té ~ Cuc An toan Thye phany Minisiry of Health - Agency of Food Safety; B§ NN&PTNT - Cye Quian ly
Chiit lrgng Nong Lim san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwrong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02
Version: 10
Date of issue: 15/11/2024

SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

A r V",
: Vlet Tln * VIET TIN TESTING CO., LTD N
- PTN & VP Nhin miu: S 39A, Puding sb 4, P. Binh Tri Béng B, Q. Binh Tén, TP. HCM % 2

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ’/ﬁ\\;\
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 .
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

KIEM TRA CHAT LUONG

S6/ No: 21888.2412/KQ-VTT

Mai s6/ Code: KH.7344 2412

Ma s& mAu/ Sample code: PTN.24604 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Pon viyéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi ldy méu/ Place of sampling TRAM CAP NUGC GO DAU
3. Dia chi/ Address Quéc 16 22B, khu phd ndi 6 A, thj trdn Go Dau, huyén Go Dau,
tinh Tay Ninh
4. Ngay ldy méu/ Date of receiving 03/12/2024
5. Ngay tra két qua/ Date of issue 14/12/2024
6. Nguoildy miu/ Sampling staff Huynh Ngoc Tuén, Nguyén Anh Qubc
7. Loai mau/ Kind of sample Nudc sach
8. Phwong phép ldy miu va bdo quan : SOP.02-059

mau/ Sampling and preservation
methods
9. Vi tri ldy mau/ Location of sampling : Tram cip nwée Thanh Ha
Puong Hing Vwong, khu phé Thanh Ha, thi trin Gd Diu,
huyén Go Dau, tinh Tidy Ninh

Ki hiéu: NTN7

STT/ CHI TIEU PHUONG PHAP KET QUA/ DON V] QCPP
No THU NGHIEM/ PHAN TiCH/ O T TINH/ i ey
" PARAMETERS TESTING METHOD UNIT 3
: . SMEWW 3030 A,E : 2023 | Khong phat hién
(*) 3
I R i SMEWW 3113 B : 2023 (LOD=0,002) gl 0,01
2 |Clodutydo © TCVN 6225-2 : 2021 0,35 mg/L tml:}gzl-(:l?}ang
3 3
SOP.01-436 : 2022
3 Ml vi (Ref. TCVN 2653: 1978, Khéng cé ) Khong ¢6 miui,
sl SMEWW 21508, 2160B : mai vi la vila
2023)
4 | Do duc® SMEWW 2130 B : 2023 | <hong phat hién NTU 2
s ' (LOD=0,15)
S g e Khong phét hién
6 i
5 | Mau séc SMEWW 2120C : 2023 1oD3) TCU 15
i
6 |pHO TCVN 6492 : 2011 6,78 - """:sgo'_‘;"; ng é
T 3 ¥ 3
. )m;’“‘;;m - SMEWW 4500-NH3.B&F : | Khéng phét hién — 5 /
(NHa vEENES " 2023 (LOD=0,023) y d I
theo N) PHA
. SMEWW 3030 A,E : 2023 | Khéng phat hién N \
R [ BaniEg SMEWW 3111 B : 2023 (LOD=0, 1) g/ 7 )
; o | SMEWW 3030 A,E : 2023 | Khong phét hi¢n .
) , 0,01
9 [Cht(Plumbum) (0) SMEWW 3113B:2023 | (LOD=0,002) mpL

P"]'T;J dugce chi ?i“h bndif Lf:'b. de.s'igu?red by: Bd Y Té - Cuc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quan Iy
(Ilw.t ]m;mg Ning Lim sin va Thiay sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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. - CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN .
; Vlet T i n VIET TIN TESTING CO., LTD RS
o PTN & VP Nhin miu: S6 39A, Duéng s6 4, P. Binh Trj Pong B, Q. Binh Tan, TP. HCM HHE=MRA
KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ",fi“\,:'“\\c )
- Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 T vmASwE VeceRT I
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S&/ No: 21888.2412/KQ-VTT
Ma s6/ Code: KH.7344 2412
Ma s6 mAu/ Sample code: PTN.24604 2412
Trang/ Page: 2/3 ; R )
KET QUA THU NGHIEM
TESTING REPORT
ST CHI TIEU PHUONG PHAP KET QUA/ DON VI QCPP
No THU NGHIEM/ PHAN TiCH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT )
. ™ ’ Khéng phat hién
10 Chi so Pecmanganat TCVN 6186 : 1996 (LOD=0,25) mgO,/L 2
X « | SMEWW 3030 A,E : 2023 | Khong phét hién
*) ;
i1 | Bong(Coprum) (Cy) SMEWW 3111 B : 2023 (LOD=0,03) g/l .
12 gzc‘"‘(‘)"s‘%’, tich theo SMEWW 2340 C : 2023 20,5 mg CaCOs/L. 300
% ; * SMEWW 3030 A,E : 2023 | Khong phat hién
(*) > :
13 Kém (Zincum) (Zn) SMEWW 3111 B : 2023 (LOD=0,03) mg/L 2
¢ SMEWW 3030 A,E : 2023 | Khong phat hién
*) >
14 | MangigiiNn) SMEWW 3111 B : 2023 (LOD=0,03) me/l 0,1
Nhom (Aluminium) SMEWW 3500 (A) B : Khéng phét hién
5 ] an® 2023 (LOD=0,02) mglL 0:
; o (¢ SMEWW 3030 A,E : 2023 | Khong phét hi¢n
*) ,
16 | -Nickgl (N) SMEWW 3113 B:2023 | (LOD=0,002) gk 0,07
17 Nitrat (NOstinh theo SMEWW 4500 (NOs)-E : | Khong phét hi¢n gl 3
N) ) 2023 (LOD=0,01)
Nitrit (NO>" tinh theo TCVN 6178: 1996 Khéng phat hign
18Ny (ISO 6777 : 1984 E) (LOD=0,01) Hig. 0,05
: N SMEWW 3030 A,E : 2023 | Khong phat hién
. *)
13 | sacggrmim) (Fe) SMEWW 3111B:2023 | (LOD=0,03) ma/l 03
Thoy ngén SMEWW 3112 (Hg)B : Khéong phat hién
20" | (Hydrargyrum) (Hg) © 2023 (LOD=0,00015) |  M&L -
N TCVN 6181: 1996 Khong phat hién
(*)
| 21 | XyanuafieN) (ISO 6703-1: 1984) (LOD=0,003) g/l 9,05
5, | Atrazine va cdc dan SOP.01-395: 2022 Khong phat hién 1L 100
xudit chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15) HE
- SOP.01-396: 2022 Khéng phat hién
*)
2 | Chlorgplos (Ref. USA EPA 8270D) (LOD=0,15) ne/l 30
- SOP.01-371: 2022 Khéng phat hién
(*)
24 | Fropanil (Ref. USA EPA 8270D) (LOD=0, 1) ug/l 40
y SOP.01-368: 2022 Khéng phat hién
25 Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L 60
SOP.01-368: 2022 Khéng phét hi¢n
28 | Eroweton (Ref. EPA Method 515.4) (LOD=1,5) ne/l 18
SOP.01-368: 2022 Khong phat hién
21 | Chigwofons (Ref. EPA Method 515.4) (LOD=1,5) ueil. i
. ) SOP.01-368: 2022 Khoéng phat hién
28 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) ug/L 100
’ 1SO 9308-1:2014/
*)

29 Coliforms Amd 1 :2016 <1 CFU/100mL <3
PTN duge chi dinh boi/ Lab. designated by: Bd Y Té - Cuc An toan Thwe phdm/ Ministry of Health - A gency of Food Safety; B) NN&PTNT - Cue Quin Iy
Chit lwgng Nong Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries wality Ass wrance Departmeni;- B8 :
Ministry of Indhusiny and Troud'of The Soctalist ?;:;::i;;ﬁ{yrgrf:em:zm, Ntiepes dgpe = Forminy - Fisies Sully dparesiee Deparymensts- By Cong Teng)
No. Document: QTCL-13/BM02 . , ) . . .
Version: 10 SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
Date of issue: 15/11/2024 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE




V_ nt T CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN .. )
- ' VIET TIN TESTING CO., LTD DY S
0 Ig ln PTN & VP Nhén miu: S6 39A, Duong sé 4, P. Binh Tri Dong B, Q. Binh Tén, TP. HCM jacwrs €

KIEM TRA CHAT LUONG Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City "/,/_:/:‘Q“/:‘;: b /
Tel: (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 7013 T Astene veceRTs 2t
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

Sé/ No: 21888.2412/KQ-VTT
Ma sé/ Code: KH.7344 2412
M3 sb mau/ Sample code: PTN.24604 2412

Trang/ Page: 3/3 )
KET QUA THU NGHIEM
TESTING REPORT
e | o PHUSNGRU AL kiTQuks | PONVI QCPP
No. Dok T ATV Y RESULT TINHZ 1 g1:2024/TN
PARAMETERS TESTING METHOD UNIT
; 1SO 9308-1:2014/
i + . {*)
30 Eschfzf:clita coli Amd 1 :2016 <1 CFU/100mL <1
Tu cau vang
31 (Staphylococcus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus)
Truc khudn ma xanh
TCVN 8881: 2011
32 (P.seuc'fomuni{.: (1SO 16266 : 2006) < | CFU/100mL <1
B aeruginosa)
Tong hoat do phong xa ISO 10704: 2019
33| beta © (05.2-CL4/ST 7.3) 0,095+0,011 L !
- Tong hoat d phéng xa ISO 10704: 2019 Khéng phat hién Ba/L i
alpha (05.2-CL4/ST 7.3) ~ (LOD=0,03) 4 ’

Ghi chi/ Notes: Mau ¢6 két qua phan tich cac chi tiéu nhur trén phi hgp theo QCBP 01:2024/TN
Két qua chi cé gid tri trén mau thir/ The results are valid only for testing sample.
Tén mau theo khéch hang yéu ciu/ Name of samples as the client's requirement.
Théi gian luu mAu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phét hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC | 7025:2017)
(s/c): Chi tiéu gui nha thau phy/ ltems are tested by subcontractor

PHU TRACH CHAT LUQN
QUALITY MANAGE

>/ CONG TY,\{
< INHH T =
PHAN TICH KIEW NGHiEN) 3 |

ThS. Huynh-Ngoc Truing ThS./Nguyén Vin TAm

PTI:I duge chi dinh bai/ chr‘x. des.-'gn?'fed‘by: B Y Té - Cyc An toan Thue phim/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cyc Quan Iy
Ct,af lwgng Nong Lim sian va :Thuy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; B§ Cong Thwong/
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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Viét Tin

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City ’/,/ﬁ?ﬁ“

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

. . A i K
PTN & VP Nhan miu: S6 39A, Duong sé 4, P. Binh Trj Dong B, Q. Binh Tan, TP. HCM HC=MEA §

I,

VIET TIN TESTING CO., LTD S

KIEM TRACHATLUONG | ;. (028)'3015 8936, (028) 3827 7986 Fax: (028) 3824 7013 .
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 21890.2412/KQ-VTT
Ma sb/ Code: KH.7344 2412

Mi sé mau/ Sample code: PTN.24606 2412
Trang/ Page: 1/3

KET QUA THU NGHIEM
TESTING REPORT
1. Pon viyéu chu/ Customer CONG TY CO PHAN CAP THOAT NUGC TAY NINH
2. Noi lay mau/ Place of sampling : TRAM CAP NUOC GO DAU
Pia chi/ Address Quéc 16 22B, khu phd ndi 6 A, thi trdn Go Dau, huyén Go Dau,
tinh Tay Ninh
4. Ngay ldy mAu/ Date of receiving ¢ 03/12/2024
5. Ngay tra két qua/ Date of issue 14/12/2024
6. Nguoildy miu/ Sampling staff : Huynh Ngoc Tuén, Nguyén Anh Quéc
7. Loai mAu/ Kind of sample Nudc sach
8. Phwong phap ldy miu va bio quan : SOP.02-059
mau/ Sampling and preservation
methods )
9. Vi tri ldy miu/ Location of sampling : Bénh vién Xuyén A
Quéc 10 22, ép Tram Vang 2, xd Thanh Phudce, huyén Go Diu,
Tinh Tay Ninh
Ki hiéu: NTN9
e CHI TIEU PHUONG PHAP KET QUA/ DPON V]| QCPP
o THU NGHIEM/ PHAN TiCH/ Moo TINH/ Bl 02arrn
' PARAMETERS TESTING METHOD UNIT ;
: 4 SMEWW 3030 A,E : 2023 | Khong phét hién
f ) 2 ¥ 1
L |Amelie (hs) SMEWW 3113B:2023 | (LOD=0,002) mel 00
=
2 | Clodutydo O TCVN 6225-2 : 2021 0,40 gL RS I0AnE
L] k]
SOP.01-436 : 2022
3 Muii vi (Ref. TCVN 2653: 1978, Khéng cé ) Khéng c6
Wy SMEWW 2150B, 2160B : mui vi la mii, vi la
2023)
A N Khong phat hig¢n
(*) .
4 | Pdduc SMEWW 2130 B : 2023 (LOD=0,15) NTU 2
o Khéng phat hién
" .
5 | Mau sic SMEWW 2120C : 2023 (LOD=3) TCU 15
. ; trong khoing
6 |pH® TCVN 6492 : 2011 6,89 - 6.0-8,5
Amoni ) = 7S
) NH3.B&F : | Khong phat hi
7 | (NHs vaNH¢' tinh BN 4;3203“3 (58%50 023‘;“ mg/L 0,3
theo N) :
o SMEWW 3030 A,E : 2023 | Khong phat hién L ”
8 | Bari(Ba) SMEWW 3111 B : 2023 (LOD=0,1) mg/ 0,
SMEWW 3030 A,E : 2023 | Khong phét hi¢n
5 (.) ? l
9 [‘ChiPlumbgm) (Fu) SMEWW 3113 B:2023 | (LOD=0,002) me/L 6,0

Q\

v

04 M8 /N
-0
el
=

AR
N
~

)

Y/

PTN duge chi dinh béi/ Lab. designated by: B§ Y Té - Cuc An todn Thye phdm/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cuc Quin Iy
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Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu: S6 39A, BPudng s6 4, P. Binh Tri Pdng B, Q. Binh Téan, TP. HCM n
Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM City PN
Tel: (028) 3915 8936, (028) 3827 7986
Email: ktclviettin@gmail.com

Fax: (028) 3824 7013

Ay

Wi,
SN
Fy

AR

Web: kiemnghiemviettin.com
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VILAS 1074 VIMCERTS 211

S6/ No: 21890.2412/KQ-VTT
Ma s6/ Code: KH.7344 2412

Ma s6 maAu/ Sample code: PTN.24606 2412
Trang/ Page: 2/ 3

KET QUA THU NGHIEM
TESTING REPORT
CHI TIEU PHUONG PHAP P s PON VI
: : b KET QUA/ : CPP
S}'VTT’ THU NGHIEM/ PHAN TiCH/ . ES‘S,LT TINH/ 01302 N
2 PARAMETERS TESTING METHOD UNIT
. Khong phat hién
10 | Chi s6 Pecmanganat TCVN 6186 : 1996 (Lc%g:o,z 5 mgO,/L. 2
. [ SMEWW 3030 A,E : 2023 | Khéng phat hién
11| Pong (Cuprum) (Cu) ™ | “gpieww 3111 B : 2023 (LOD=0,03) gl !
12 gfé’g;‘%’, Hnhisige SMEWW 2340 C : 2023 20,8 mg CaCOs/L 300
. | SMEWW 3030 A,E : 2023 | Khong phat hién :
13| Kém (Zincum) (Zn) | "G ieww 3111 B : 2023 (LOD=0,03) mg/L
: SMEWW 3030 AE : 2023 | Khéng phat hién ) o
14 | Mangan (Mn) © SMEWW 3111 B : 2023 (LOD=0,03) me/ ’
Nhom (Aluminium) SMEWW 3500 (Al)B : Khoéng phat hién 0.2
51 anp® 2023 (LOD=0,02) mge. ’
. e SMEWW 3030 A,E : 2023 | Khong phat hién 007
1§ | Nicksk(Ni) ™ SMEWW 3113B:2023 | (LOD=0,002) mgL )
Nitrat (NOs"tinh theo SMEWW 4500 (NO3)-E : | Khong phat hién mg/L, 2
7 e 2023 (LOD=0,01) _
Nitrit (NOy™ tinh theo TCVN 6178: 1996 Khong phat hién L 0.05
18 @& (ISO 6777 : 1984 E) (LOD=0,01) mg/ ’
2 . SMEWW 3030 A,E : 2023 | Khong phat hién 03
19 | Sat (Rerrum) (Fe) SMEWW 3111 B : 2023 (LOD=0,03) mg/L, :
Thuy ngéan SMEWW 3112 (Hg) B : Khong phat hién il 0.001
20 | (Hydrargyrum) (Hg) © 2023 (LOD=0,00015) ¢/ ’
A TCVN 6181: 1996 Khéng phat hién : 0.05
2L | Hyaus RN (ISO 6703-1: 1984) (LOD=0,003) ma/l. y
2 Atrazine va cac dan SOP.01-395: 2022 Khong phat hién gl 160
xuat chloro-s- triazine (Ref. USA EPA 8270D) (LOD=0,15)
I SOP.01-396: 2022 Khéng phat hign L 30
23 | Chlorpyrifos © (Ref. USA EPA 8270D) (LOD=0,15) ne/
SOP.01-371: 2022 Khong phat hién
il L 20
24 | -Prapanil (Ref. USA EPA 8270D) (LOD=0,1) ne/
) SOP.01-368: 2022 Khong phat hién . -
25 | Bromodichloromethane (Ref. EPA Method 515.4) (LOD=1,5) peg/
SOP.01-368: 2022 Khong phat hién : 100
¢ | Bromotorm (Ref. EPA Method 515.4) (LOD=1,5) neg/L
: SOP.01-368: 2022 Khong phat hién - s
21 |“hlottom (Ref. EPA Method 515.4) |  (LOD=1,5) he/
. SOP.01-368: 2022 Khong phét hién 100
28 Dibromochloromethane (Ref. EPA Method 515.4) (LOD=1,5) pg/L
29 | Coliforms © e e <1 CFU/100mL <3

PTN dugc chi dinh bai/ Lab. designated by: B
Chiit lwgng Nong Lim sin va Thiy sin/

Ministry of Industry and Trade of The Socialist Republic of Vietnam.

6 Y Té - Cyc An toan Thye phim/ Ministry of Health - Agency of Food Safety; B) NN&PTNT - Cuc Quin Iy
Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department; Bj Cong Thwong/
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. . , CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN ..
: Vl et Tl n ~ VIET TIN TESTING CO., LTD SN
: " PTN & VP Nhan miu: 86 39A, Puimg s6 4, P, Binh Tri Pang B, Q. Binh Tan, TP. HCM jﬁg

Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM Cit —’-ﬁ:"‘ o
KIEM TRACHATLUONG | 1. (028) 3915 8936, (028) 3827 7986 Fax: (028) 3824 003 e VLB e il
Email: ktelviettin@gmail.com Web: kiemnghiemviettin.com
S&/ No: 21890.2412/KQ-VTT
Mai s6/ Code: KH.7344 2412
Ma s6 mAu/ Sample code: PTN.24606 2412
Trang/ Page: 3/3
KET QUA THU NGHIEM
TESTING REPORT
STT/ CHITIEU PHU‘Q’NF}‘ 'P!-lAP KET QUA/ BQ’N VI QCPP
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01:2024/TN
) PARAMETERS TESTING METHOD UNIT .
, ISO 9308-1:2014/
; sichia coli ()
30 | Escherichia coli Amd 1 :2016 = CFU/100mL <1
Ty cau vang
31 (Staphylococeus SMEWW 9213B : 2023 <1 CFU/100mL <1
aureus) ")
Tryc khuan mu xanh :
I'CVN 8881:2011
g < a
32 (Pseuc‘!omon%i (ISO 16266 : 2006) 1 CFU/100mL <1
aeruginosa)
Tdng hoat dd phéng xa 1SO 10704: 2019
: £
33| beta @0 (05.2-CL4/ST 7.3) Ll Ball -
1 Téng hoat d§ phong xa 1SO 10704: 2019 Khéng phat hién Bi, i
alpha ¢ (05.2-CL4/ST 7.3) (LOD=0,03) 4 i

Ghi ch/ Notes: Mau co két qua phan tich céc chi tiéu nhu trén phit hop theo QCPP 01:2024/TN

Két qua chi ¢6 gia trj trén mau thi/ The results are valid only for testing sample.

Tén mau theo khach hang yéu cdu/ Name of samples as the client's requirement.

Thai gian luu mau: 5 ngay ké tr ngdy tra két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Gidi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhén ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/EC 17025:2017)
(s/c): Chi tiéu giri nha thiu phy/ ftems are tested by subcontractor

PHU TRACH CHAT LU
QUALITY MANAGE,

ThS. Huynh Ngoc Truwéng
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